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Project Name: Healthpeak Properties, Inc. 3020 Callan Road
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

e Attachment 3: Structural BMP Maintenance Plan

o Maintenance Agreement (Form DS-3247) (when applicable)
e Attachment 4: Copy of Plan Sheets Showing Permanent Storm Water BMPs
e Attachment 5: Project's Drainage Report

e Attachment 6: Project's Geotechnical and Groundwater Investigation Report
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Project Name:;
Permit Application

| hereby declare that | am the Engineer in Responsible Charge of design of storm water BMPs for
this project, and that | have exercised responsible charge over the design of the project as defined in
Section 6703 of the Business and Professions Code, and that the design is consistent with the
requirements of the Storm Water Standards, which is based on the requirements of SDRWQCB
Order No. R9-2013-0001 as amended by R9-2015-0001 and R9-2015-0100 (MS4 Permit).

| have read and understand that the City Engineer has adopted minimum requirements for
managing urban runoff, including storm water, from land development activities, as described in the
Storm Water Standards. | certify that this PDP SWQMP has been completed to the best of my ability
and accurately reflects the project being proposed and the applicable source control and site design
BMPs proposed to minimize the potentially negative impacts of this project's land development
activities on water quality. | understand and acknowledge that the plan check review of this PDP
SWQMP by the City Engineer is confined to a review and does not relieve me, as the Engineer in
Responsible Charge of design of storm water BMPs for this project, of my responsihilities for project
design.

5o Ao

Engineer of Work's Signature

74417 9-10-7|

PE# Expiration Date

Tammie Moreno

Print Name

Kimley-Horn and Associates

Company

2-06 - 2020

Date

Engineer’s Stamp

4 The City of San Diego | Storm Water Standards SD/})
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Use this Table to keep a record of submittals of this PDP SWQMP. Each time the PDP SWQMP
is re-submitted, provide the date and status of the project. In last column indicate changes that
have been made or indicate if response to plancheck comments is included. When applicable,
insert response to plancheck comments.

Ul Date Project Status Changes
Number
Preliminary
1 Design/Planning/CEQA Initial Submittal
2/10/2020 . .
Final Design
Preliminary
2 Design/Planning/CEQA
Final Design
Preliminary
3 Design/Planning/CEQA
Final Design
Preliminary
4 Design/Planning/CEQA
Final Design

5 The City of San Diego | Storm Water Standards
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Project Name: 3020 Callan Road
Permit Application PTS# xxxxxx

——

PACIFIC OCEAN. _oo===

7 N

PARK RD
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

City of San Diego Form DS-560
Storm Water Requirements Applicability
Checklist

Attach DS-560 form.

~
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PDP SWQMP Template | January 2018 Edition



City of San Diego

. FORM
pevelopment services - STOrm Water Requirements
1222 Elrst Ave., MS-302 o om e . DS'560
S D) €19 4465000 Applicability Checklist "~

Project Address: 3020 Callan Rd, San Diego, CA 92121 Project Number:

SECTION 1. Construction Storm Water BMP Requirements:

All construction sites are required to implement construction BMPs in accordance with the performance standards
in the Storm Water Standards Manual. Some sites are additionally required to obtain coverage under the State
Construction General Permit (CGP)', which is administered by the State Regional Water Quality Control Board.

E%zgrllaprojects complete PART A: If project is required to submit a SWPPP or WPCP, continue to

PART A: Determine Construction Phase Storm Water Requirements.

1. Is the project subject to California’s statewide General NPDES permit for Storm Water Discharges Associated
with Construction Activities, also known as the State Construction General Permit (CGP)? (Typically projects with
land disturbance greater than or equal to 1 acre.)

Yes; SWPPP required, skip questions 2-4 D No; next question

2. Does the project propose construction or demolition activity, including but not limited to, clearing, grading,
grubbing, excavation, or any other activity resulting in ground disturbance and/or contact with storm water?

D Yes; WPCP required, skip questions 3-4 D No; next question

3. Does the project propose routine maintenance to maintain ori§inal line and grade, hydraulic capacity, or origi-
nal purpose of the facility? (Projects such as pipeline/utility replacement)

D Yes; WPCP required, skip question 4 D No; next question

4. Does the project only include the following Permit types listed below?
+ Electrical Permit, Fire Alarm Permit, Fire Sprinkler Permit, Plumbing Permit, Sign Permit, Mechanical Permit,
Spa Permit.

+ Individual Right of Way Permits that exclusively include only ONE of the following activities: water service,
sewer lateral, or utility service.

+ Right of Way Permits with a project footprint less than 150 linear feet that exclusively include only ONE of
the following activities: curb ramp, sidewalk and driveway apron replacement, pot holing, curb and gutter
replacement, and retaining wall encroachments.

[ Yes; no document required

Check one of the boxes below, and continue to PART B:

If ¥ou checked “Yes” for question 1,
a SWPPP is REQUIRED. Continue to PART B

1 If you checked “No” for question 1, and checked “Yes” for question 2 or 3,
a WPCP is REQUIRED. It the project proposes less than 5,000 square feet
of ground disturbance AND has [ess than a 5-foot elevation change over the
entire project area, a Minor WPCP may be required instead. Continue to PART B.

O Ionu checked “No” for all questions 1-3, and checked “Yes" for question 4
PART B does not apply and no document is required. Continue to Section 2.

1. More information on the City's construction BMP requirements as well as CGP requirements can be found at:
www.sandiego.gov/stormwater/regulations/index.shtml

Printed on recycled paper. Visit our web site at www.sandiego.gov/development-services.
Upon request, this information is available in alternative formats for persons with disabilities.

Clear Page 1

DS-560 (11-18)
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PART B: Determine Construction Site Priority

This prioritization must be completed within this form, noted on the plans, and included in the SWPPP or WPCP.
The city reserves the right to adjust the priority of projects both before and after construction. Construction
projects are assigned an inspection frequency based on if the project has a “high threat to water quality.” The
City has aligned the local definition of “high threat to water quality” to the risk determination approach of the
State Construction General Permit (CGP). The CGP determines risk level based on project specific sediment risk
and receiving water risk. Additional inspection is required for projects within the Areas of Special Biological Sig-
nificance (ASBS) watershed. NOTE: The construction priority does NOT change construction BMP requirements
that apply to projects; rather, it determines the frequency of inspections that will be conducted by city staff.

Complete PART B and continued to Section 2

1. O ASBS
a. Projects located in the ASBS watershed.

2. High Priority
a. Projects that qualify as Risk Level 2 or Risk Level 3 per the Construction General Permit
(CGP) and not located in the ASBS watershed.

b. Projects that qualify as LUP Type 2 or LUP Type 3 per the CGP and not located in the ASBS
watershed.

3. [] Medium Priority
a. Projects that are not located in an ASBS watershed or designated as a High priority site.
b. Projects that qualify as Risk Level 1 or LUP Type 1 per the CGP and not located in an ASBS

watershed.
c. WPCP projects (>5,000sf of ground disturbance) located within the Los Penasquitos

watershed management area.

4. D Low Priority
a. Projects not subject to a Medium or High site priority designation and are not located in an ASBS
watershed.

SECTION 2. Permanent Storm Water BMP Requirements.
Additional information for determining the requirements is found in the Storm Water Standards Manual.

PART C: Determine if Not Subject to Permanent Storm Water Requirements.

Projects that are considered maintenance, or otherwise not categorized as “new development projects” or “rede-
velopment projects” according to the Storm Water Standards Manual are not subject to Permanent Storm Water
BMPs.

If “yes” is checked for any number in Part C, proceed to Part F and check “Not Subject to Perma-
nent Storm Water BMP Requirements”.

If “no” is checked for all of the numbers in Part C continue to Part D.

1. Does the project only include interior remodels and/or is the project entirely within an
existing enclosed structure and does not have the potential to contact storm water? [ ves No

2. Does the project only include the construction of overhead or underground utilities without
creating new impervious surfaces? [ Yes No

3. Does the project fall under routine maintenance? Examples include, but are not limited to:
roof or exterior structure surface replacement, resurfacing or reconfiguring surface parking
lots or existing roadways without expanding the impervious footprint, and routine
replacement of damaged pavement (grinding, overlay, and pothole repair). [ ves No

Clear Page 2
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PART D: PDP Exempt Requirements.

PDP Exempt projects are required to implement site design and source control BMPs.

If “yes” was checked for any questions in Part D, continue to Part F and check the box labeled
“PDP Exempt.”

If “no” was checked for all questions in Part D, continue to Part E.

1. Does the project ONLY include new or retrofit sidewalks, bicycle lanes, or trails that:
* Are designed and constructed to direct storm water runoff to adjacent vegetated areas, or other
non-erodible permeable areas? Or;
* Are designed and constructed to be hydraulically disconnected from paved streets and roads? Or;

* Are designed and constructed with permeable pavements or surfaces in accordance with the
Green Streets guidance in the City’s Storm Water Standards manual?

O Yes; PDP exempt requirements apply No; next question

2. Does the project ONLY include retrofitting or redeveloping existing Eaved alleys, streets or roads designed
and constructed in accordance with the Green Streets guidance in the City's Storm Water Standards Manual?

[ ves; POP exempt requirements apply No; project not exempt.

PART E: Determine if Project is a Priority Development Project (PDP).
Projects that match one of the definitions below are subject to additional requirements including preparation of
a Storm Water Quality Management Plan (SWQMP).

If “yes” is checked for any number in PART E, continue to PART F and check the box labeled “Pri-
ority Development Project”.

If “no” is checked for every number in PART E, continue to PART F and check the box labeled
“Standard Development Project”.

1. New Development that creates 10,000 square feet or more of impervious surfaces
collectively over the project site. This includes commercial, industrial, residential,
mixed-use, and public development projects on public or private land. Xlves [INo

2. Redevelopment project that creates and/or replaces 5,000 square feet or more of
impervious surfaces on an existing site of 10,000 square feet or more of impervious
surfaces. This includes commercial, industrial, residential, mixed-use, and public
development projects on public or private land. Xlves [CINo

3. New development or redevelopment of a restaurant. Facilities that sell prepared foods
and drinks for consumption, including stationary lunch counters and refreshment stands selling
prepared foods and drinks for immediate consumption (SIC 5812), and where the land
development creates and/or replace 5,000 square feet or more of impervious surface. O ves No

4. New development or redevelopment on a hillside. The Iproject creates and/or replaces
5,000 square feet or more of impervious surface (collectively over the project site) and where
the development will grade on any natural slope that is twenty-five percent or greater. XIves CINo

5. New development or redevelopment of a parking lot that creates and/or replaces
5,000 square feet or more of impervious surface (collectively over the project site). Xlves Clno

6. New development or redevelopment of streets, roads, highways, freeways, and
driveways. The project creates and/or replaces 5,000 square feet or more of impervious
surface (collectively over the project site). O ves

No

Clear Page 3
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7.

New development or redevelopment discharging directly to an Environmentally
Sensitive Area. The project creates and/or replaces 2,500 square feet of impervious surface
(collectively over project site), and discharges directly to an Environmentally Sensitive

Area (ESA). “Discharging directly to” includes flow that is conveyed overland a distance of 200
feet or less from the project to the ESA, or conveyed in a pipe or open channel any distance
as an isolated flow from the project to the ESA (i.e. not commingled with flows from adjacent

lands). Clves No

New development or redevelopment projects of a retail gasoline outlet (RGO) that

create and/or replaces 5,000 square feet of impervious surface. The development

project meets the following criteria: (a) 5,000 square feet or more or (b) has a projected

Average Daily Traffic (ADT) of 100 or more vehicles per day. Cdves No

New development or redevelopment Projects of an automotive repair shops that

creates and/or replaces 5,000 square feet or more of impervious surfaces. Development

projects categorized in any one of Standard Industrial Classification (SIC) codes 5013, 5014,

5541, 7532-7534, or 7536-7539. Cdves XIno

10.

Other Pollutant Generating Project. The project is not covered in the categories above,
results in the disturbance of one or more acres of land and is expected to generate pollutants
ost construction, such as fertilizers and pesticides. This does not include projects creating
ess than 5,000 sf of impervious surface and where added landscaping does not require regular
use of pesticides and fertilizers, such as slope stabilization using native plants. Calculation of
the square footage of impervious surface need not include linear pathways that are for infrequent
vehicle use, such as emergency maintenance access or bicycle pedestrian use, if they are built
with pervious surfaces of if they sheet flow to surrounding pervious surfaces. [ ves No

PART F: Select the appropriate category based on the outcomes of PART C through PART E.

1. The projectis NOT SUBJECT TO PERMANENT STORM WATER REQUIREMENTS. ]
2. The project is a STANDARD DEVELOPMENT PROJECT. Site design and source control
BMP requirements apply. See the Storm Water Standards Manual for guidance. ]
3. The projectis PDP EXEMPT. Site design and source control BMP requirements apply.
See the Storm Water Standards Manual for guidance. ]
4. The projectis a PRIORITY DEVELOPMENT PROJECT. Site design, source control, and
structural pollutant control BMP requirements apply. See the Storm Water Standards Manual
for guidance on determining if project requires a hydromodification plan management
Tammie Moreno Project Manager
Name of Owner or Agent (Please Print) Title
N /b
SO M2 02/04/2020
Signature Date

Clear Page 4
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Applicability of Permanent, Post-Construction

Storm Water BMP Requirements
Project Identification

Form I-1

Project Name: 3020 Callan Road

Permit Application Number: PTs# XxXxxx ‘ Date: February 2020

Determination of Requirements

The purpose of this form is to identify permanent, post-construction requirements that apply to the
project. This form serves as a short summary of applicable requirements, in some cases referencing
separate forms that will serve as the backup for the determination of requirements.

Answer each step below, starting with Step 1 and progressing through each step until reaching
"Stop". Refer to the manual sections and/or separate forms referenced in each step below.

Step Answer Progression
Step 1: Is the project a "development EYes Go to Step 2.
project"? See Section 1.3 of the manual
(Part 1 of Storm Water Standards) for |:|No Stop. Permanent BMP
guidance. requirements do not apply. No
SWQMP will be required. Provide
discussion below.

Discussion / justification if the project is not a "development project" (e.g., the project includes only
interior remodels within an existing building):

Step 2: Is the project a Standard Project, PDP, or |:|Standard Stop. Standard Project

PDP Exempt? Project requirements apply

To answer this item, see Section 1.4 of the @PDP PDP requirements apply, including
manual in its entirety for guidance AND PDP SWQMP. Go to Stepl3.
complete Form DS-560, Storm Water I:lPDP Stop. Standard Project

Requirements Applicability Checklist. requirements apply. Provide

discussion and list any additional
requirements below.

Exempt

Discussion / justification, and additional requirements for exceptions to PDP definitions, if
applicable:

9 The City of San Diego | Storm Water Standards
Form I-1 | January 2018 Edition SDJ



Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Form I-1 Page 2 of 2

Step

Answer

Progression

Step 3. Is the project subject to earlier PDP
requirements due to a prior lawful approval?
See Section 1.10 of the manual (Part 1 of
Storm Water Standards) for guidance.

|:|Yes

Consult the City Engineer to
determine requirements.

Provide discussion and identify
requirements below. Go to Step 4.

[O]No

BMP Design Manual PDP
requirements apply. Go to Step 4.

lawful approval does not apply):

Discussion / justification of prior lawful approval, and identify requirements (not required if prior

Step 4. Do hydromodification control
requirements apply?

See Section 1.6 of the manual (Part 1 of
Storm Water Standards) for guidance.

PDP structural BMPs required for
pollutant control (Chapter 5) and
hydromodification control (Chapter
6). Go to Step 5.

Stop. PDP structural BMPs required
for pollutant control (Chapter 5)
only. Provide brief discussion of
exemption to hydromodification
control below.

Discussion / justification if hydromodification control requirements do not apply:

Step 5. Does protection of critical coarse
sediment yield areas apply?

See Section 6.2 of the manual (Part 1 of
Storm Water Standards) for guidance.

Management measures required
for protection of critical coarse
sediment yield areas (Chapter 6.2).
Stop.

ENO

Management measures not
required for protection of critical
coarse sediment yield areas.
Provide brief discussion below.
Stop.

The project does not fall within a CCSYA.

Discussion / justification if protection of critical coarse sediment yield areas does not apply:

10 The City of San Diego | Storm Water Standards

Form I-1 | January 2018 Edition
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

<
HMP Exemptiolx R@\/

Attach a HMP Exemption Exhibit that sho water runoff discharge from the
project site to HMP exempt area. Includeg re plicable underground storm drain line
and/or concrete lined channe @' information and exempt waterbody.

Referen pNIcable’drawing number(s).

@"&st be provided on 11"x17" or larger paper.

11 The City of San Diego | Storm Water Standards SDJ
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Site Information Checklist

For PDPs S

Project Summary Information

Project Name

Healthpeak Properties, Inc. 3020 Callan Road

Project Address

3020 & 3030 Callan Road
San Diego, CA 92121

Assessor's Parcel Number(s) (APN(s))

340-010-44, 45, 39, 38, 17

Permit Application Number

XXXXXX

Project Watershed

Select One:
[ISan Dieguito River

[EIPenasquitos
Cmission Bay
[C]San Diego River
[1san Diego Bay
[Tijuana River

Hydrologic subarea name with Numeric
Identifier up to two decimal places (9XX.XX)

Los Penasquitos Lagoon 906.10

Project Area

(total area of Assessor's Parcel(s) associated
with the project or total area of the right-of-
way)

7.81 Acres (340214 Square Feet)

Area to be disturbed by the project
(Project Footprint)

7.05

Acres (307.098 Square Feet)

Project Proposed Impervious Area

(subset of Project Footprint) 5.63 Acres (245243 Square Feet)
Project Proposed Pervious Area
(subset of Project Footprint) 1.42 Acres (61855 Square Feet)

Note: Proposed Impervious Area + Proposed Pervious Area = Area to be Disturbed by the Project.

This may be less than the Project Area.

The proposed increase or decrease in
impervious area in the proposed condition as
compared to the pre-project condition

24 %%

13 The City of San Diego | Storm Water Standards
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Form |-3B Page 2 of 11

Description of Existing Site Condition and Drainage Patterns

Current Status of the Site (select all that apply):
[E]Existing development

[Previously graded but not built out
[CJAgricultural or other non-impervious use
[JVacant, undeveloped/natural

Description / Additional Information:

Road located west of I-5.

The proposed project consists of redeveloping the property at 3020/3030 Callan

Existing Land Cover Includes (select all that apply):
[E]Vegetative Cover

[INon-Vegetated Pervious Areas

[Zimpervious Areas

Description / Additional Information:

vegetative ground cover on slopes.

The existing land cover is mostly paved with landscaping in parking islands and

[CINRCS Type A
[CINRCS Type B
CINRCS Type C
[CINRCS Type D

Underlying Soil belongs to Hydrologic Soil Group (select all that apply):

Approximate Depth to Groundwater:
[JOGroundwater Depth < 5 feet

[C]5 feet < Groundwater Depth < 10 feet
[]10 feet < Groundwater Depth < 20 feet
[ZGroundwater Depth > 20 feet

Existing Natural Hydrologic Features (select all that apply):
[COWatercourses

[JSeeps

[CISprings

Clwetlands

[EINone

Description / Additional Information:

There are no existing natural hydrologic features found on site.

14  The City of San Diego | Storm Water Standards
Form |-3B | January 2018 Edition
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Form I-3B Page 3 of 11

Description of Existing Site Topography and Drainage
How is storm water runoff conveyed from the site? At a minimum, this description should answer:

1. Whether existing drainage conveyance is natural or urban;

2. If runoff from offsite is conveyed through the site? If yes, quantification of all offsite
drainage areas, design flows, and locations where offsite flows enter the project site and
summarize how such flows are conveyed through the site;

3. Provide details regarding existing project site drainage conveyance network, including
storm drains, concrete channels, swales, detention facilities, storm water treatment
facilities, and natural and constructed channels;

4. Identify all discharge locations from the existing project along with a summary of the
conveyance system size and capacity for each of the discharge locations. Provide
summary of the pre-project drainage areas and design flows to each of the existing runoff
discharge locations.

Descriptions/Additional Information

The project proposes demolition of an existing 91,000 square foot building and
construction of two new buildings totaling approximately 138,000-148,000 square
feet with shared underground parking (2-1/2 levels of buildings over 1-1/2 levels
underground parking). The project includes a new building, surface parking,
driveway improvements, as well as roadway and parking improvements on the
adjacent parcels to unite the surrounding properties to a single scientific research
park campus. Also included in the project are grading, drainage, sewer and water
utility services.

The runoff for the existing driveways and parking lots is collected with curb, gutter
and curb inlets throughout the campus. This runoff is then conveyed by
underground storm drain to one of two outfalls on the east edge of the property:
one east of the existing building, and one northeast of the existing Callan Road
driveway. These outfalls discharge runoff into the canyon flowing northeast and into
Penasquitos Creek followed by Los Penasquitos Lagoon which ultimately discharge
into the Pacific Ocean. Offsite runoff from the adjacent property (part of the
scientific research park campus) is conveyed through the site but within the existing
storm drain system.

15 The City of San Diego | Storm Water Standards SD)
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Form I-3B Page 4 of 11

Description of Proposed Site Development and Drainage Patterns
Project Description / Proposed Land Use and/or Activities:
The proposed project consists of a redevelopment on 3020/2020 Callan Road
located West of I-5. The project proposes demolition of an existing 91,000 square
foot building and construction of two new buildings totaling approximately
138,000-148,000 square feet with shared underground parking (2-1/2 levels of
buildings over 1-1/2 levels underground parking). The project includes new building,
surface parking, driveway improvements, as well as roadway and parking on the
adjacent parcels to unite the surrounding properties to a single scientific research
park campus. Also included in the project are grading, drainage, sewer and water
utility services.

List/describe proposed impervious features of the project (e.g., buildings, roadways, parking lots,
courtyards, athletic courts, other impervious features):

The proposed impervious area consists of a new building large plaza area, parking,
roadway and driveway entrance.

List/describe proposed pervious features of the project (e.g., landscape areas):

Landscaping is provided along project frontage between properties along the west,
east, and north side of the property and additional landscaping is provided in
parking islands and medians.

Does the project include grading and changes to site topography?

[QYes
[EINo

Description / Additional Information:

The proposed buildings on the northwest corner of the site will sit at approximately the same finished floor
elevation (~366) as the existing parking lot. There is approximately seventy-six feet of fall across the project area
that will continue flowing northeast. Runoff for the entire area will flow east and be collected through an
underground detention storage facilities and underground modular wetland units before being conveyed to the
existing outfall stormdrains. The ultimate discharge location remains the same as in existing condition.
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Form |-3B Page 5 of 11

Does the project include changes to site drainage (e.g., installation of new storm water conveyance
systems)?

[B]Yes
|:|No

If yes, provide details regarding the proposed project site drainage conveyance network, including
storm drains, concrete channels, swales, detention facilities, storm water treatment facilities, natural
and constructed channels, and the method for conveying offsite flows through or around the
proposed project site. Identify all discharge locations from the proposed project site along with a
summary of the conveyance system size and capacity for each of the discharge locations. Provide a
summary of pre and post-project drainage areas and design flows to each of the runoff discharge
locations. Reference the drainage study for detailed calculations.

Description / Additional Information:

Runoff in the proposed project will match the existing conditions and flow northeast
into the existing outfall storm drains. Stormwater runoff from DMA A, E, and H will
be captured and treated by the proposed drainage system. Curb inlets located at
low points on the site will convey runoff through modular wetland units for
stormwater treatment before entering into an underground detention facilities for
hydromodification mitigation. Stormwater will then be released at the low flow
threshold of 0.1Q2 into the existing 18" storm drains at the east side of the
property. Runoff from this outfall will eventually flow into Penasquitos Creek,
ultimately into the Pacific Ocean. The underground detention facility and modular
wetland will be adequately sized for water quality and hydromodification for DMA A,
E, and H. Refer to DMA Exhibit as part of Attachment 1. The proposed condition
100-year flow will be less than or equal to existing condition. Refer to the drainage
study for detailed calculations.
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Form I-3B Page 6 of 11

Identify whether any of the following features, activities, and/or pollutant source areas will be
present (select all that apply):

[2]Onsite storm drain inlets

[Jinterior floor drains and elevator shaft sump pumps

[o]Interior parking garages

[INeed for future indoor & structural pest control
[JLandscape/outdoor pesticide use

[Pools, spas, ponds, decorative fountains, and other water features
[c]Food service

[c]Refuse areas

[industrial processes

[JOutdoor storage of equipment or materials

[Ivehicle and equipment cleaning

[JVvehicle/equipment repair and maintenance

[JFuel dispensing areas

[ElLoading docks

[JFire sprinkler test water

[OMiscellaneous drain or wash water

[o]Plazas, sidewalks, and parking lots

Description/Additional Information:
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Form I-3B Page 7 of 11

Identification and Narrative of Receiving Water
Narrative describing flow path from discharge location(s), through urban storm conveyance system,
to receiving creeks, rivers, and lagoons and ultimate discharge location to Pacific Ocean (or bay,
lagoon, lake or reservoir, as applicable)
The proposed site drainage conveyance network will consist of curb, gutter, ditches,
trench drains, curb inlets, and storm drain. Once runoff from the site is treated with
a modular wetland system and detained for hydromodification mitigation. The flow
will be released at the low flow threshold of 0.1Q2 and runoff will discharge into
Penasquitos Creek and ultimately into the Pacific Ocean.

Provide a summary of all beneficial uses of receiving waters downstream of the project discharge
locations

The Los Penaquitos Watershed benefits from the following uses: agricultural supply,
industrial service supply, contact water recreation, non-contact water recreation,
warm freshwater habitat, and wildlife habitat.

Identify all ASBS (areas of special biological significance) receiving waters downstream of the project
discharge locations

There are no ASBS receiving waters downstream of the project discharge location.

Provide distance from project outfall location to impaired or sensitive receiving waters

The project site is approximately 0.5 miles from Los Penaquitos Creek, which is a
sediment impaired body of water.

Summarize information regarding the proximity of the permanent, post-construction storm water
BMPs to the City's Multi-Habitat Planning Area and environmentally sensitive lands

The project is not located in an MHPA or environmentally sensitive lands according
to SanGlS.
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Form I-3B Page 8 of 11

Identification of Receiving Water Pollutants of Concern
List any 303(d) impaired water bodies within the path of storm water from the project site to the
Pacific Ocean (or bay, lagoon, lake or reservoir, as applicable), identify the pollutant(s)/stressor(s)
causing impairment, and identify any TMDLs and/or Highest Priority Pollutants from the WQIP for
the impaired water bodies:

303(d) Impaired Watgr Body PoIIutant(s)/Stress.or(s) (Refer to ;c?ﬂgtzsmgg;etﬁtgohﬁglz r;ozt?;]
(Refer to Appendix K) Appendix K) Chapter 1)

Los Penasquitos Creek Enterococcus TMDL Required
Los Penasquitos Creek Fecal Coliform TMDL Required
Los Penasquitos Creek/Soledad Canyon Selenium TMDL Required
Los Penasquitos Creek Total Dissolved Solids TMDL Required
Los Penasquitos Creek/Miramar Reservoir Total Nitrogen as N TMDL Required
Los Penasquitos Creek Toxicity TMDL Required
Los Penasquitos Lagoon Sedimentation/Siltation TMDL Required
Pacific Ocean Shoreline Total Coliform TMDL Required
Soledad Canyon Sediment Toxicity TMDL Required

Identification of Project Site Pollutants*
*|dentification of project site pollutants is only required if flow-thru treatment BMPs are
implemented onsite in lieu of retention or biofiltration BMPs (note the project must also participate
in an alternative compliance program unless prior lawful approval to meet earlier PDP requirements
is demonstrated)
Identify pollutants anticipated from the project site based on all proposed use(s) of the site (see
Appendix B.6):

Pollutant Not Applicable to the Anticipated from the | Also a Receiving Water
Project Site Project Site Pollutant of Concern
Sediment ] O] O]
Nutrients H O] [=]
Heavy Metals L] O] L
Organic Compounds ] 0] L]
Trash & Debris ] O] ]
™ 0 c 0
Oil & Grease ] O] ]
Bacteria & Viruses ] [0 o]
Pesticides O O] H
20 1|':he City of San Diego | Storm Water Standards SD)
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Form I-3B Page 9 of 11

Hydromodification Management Requirements

Do hydromodification management requirements apply (see Section 1.6)?

[Clves, hydromodification management flow control structural BMPs required.

[ ]No, the project will discharge runoff directly to existing underground storm drains discharging
directly to water storage reservoirs, lakes, enclosed embayments, or the Pacific Ocean.

|:|No, the project will discharge runoff directly to conveyance channels whose bed and bank are
concrete-lined all the way from the point of discharge to water storage reservoirs, lakes, enclosed

embayments, or the Pacific Ocean.
[ INo, the project will discharge runoff directly to an area identified as appropriate for an exemption

by the WMAA for the watershed in which the project resides.
Description / Additional Information (to be provided if a 'No' answer has been selected above):

Note: If “No” answer has been selected the SWQMP must include an exhibit that shows the storm
water conveyance system from the project site to an exempt water body. The exhibit should include
details about the conveyance system and the outfall to the exempt water body.

Critical Coarse Sediment Yield Areas*
*This Section only required if hydromodification management requirements apply
Based on Section 6.2 and Appendix H does CCSYA exist on the project footprint or in the upstream

area draining through the project footprint?
[yes
[E]No

Discussion / Additional Information:
The project does not exist in a CCSYA. Refer to Attachment 2b for PCCSYA Map.
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Form I-3B Page 10 of 11

Flow Control for Post-Project Runoff#*

*This Section only required if hydromodification management requirements apply
List and describe point(s) of compliance (POCs) for flow control for hydromodification management
(see Section 6.3.1). For each POC, provide a POC identification name or number correlating to the
project's HMP Exhibit and a receiving channel identification name or number correlating to the
project's HMP Exhibit.
POC 1 will be located at the existing outfall location at the east side of the property
perpendicular to the proposed building. POC 2 will be located the the existing outfall
location at the east side of the property just north of the proposed entrance.

Has a geomorphic assessment been performed for the receiving channel(s)?

[E]No, the low flow threshold is 0.1Q, (default low flow threshold)

[Yes, the result is the low flow threshold is 0.1Q;

[JYes, the result is the low flow threshold is 0.3Q,

[ves, the result is the low flow threshold is 0.5Q,

If a geomorphic assessment has been performed, provide title, date, and preparer:

Discussion / Additional Information: (optional)
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Form I-3B Page 11 of 11

Other Site Requirements and Constraints

When applicable, list other site requirements or constraints that will influence storm water
management design, such as zoning requirements including setbacks and open space, or local
codes governing minimum street width, sidewalk construction, allowable pavement types, and

drainage requirements.
Healthpeak Properties, Inc. 3020 Callan Road will match existing drainage patterns

in order to minimize total disturbed area for the redevelopment. Due to existing
property lines there will be multiple underground facilities to accommodate the

various proposed improvements.

Optional Additional Information or Continuation of Previous Sections As Needed
This space provided for additional information or continuation of information from previous

sections as needed.

23 The City of San Diego | Storm Water Standards SDJ
Form |-3B | January 2018 Edition



Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Source Control BMP Checklist
for PDPs

Source Control BMPs

Form I-4B

All development projects must implement source control BMPs where applicable and
feasible. See Chapter 4 and Appendix E of the BMP Design Manual (Part 1 of the Storm Water
Standards) for information to implement source control BMPs shown in this checklist.

Answer each category below pursuant to the following.

e '"Yes" means the project will implement the source control BMP as described in Chapter 4
and/or Appendix E of the BMP Design Manual. Discussion / justification is not required.

e "No" means the BMP is applicable to the project but it is not feasible to implement.
Discussion / justification must be provided.

¢ "N/A" means the BMP is not applicable at the project site because the project does not
include the feature that is addressed by the BMP (e.g., the project has no outdoor materials
storage areas). Discussion / justification may be provided.

Source Control Requirement Applied?

4.2.1 Prevention of lllicit Discharges into the MS4 [T]ves [[No [[]N/A

Discussion / justification if 4.2.1 not implemented:

4.2.2 Storm Drain Stenciling or Signage | @Yes | |:|No ||:| N/A

Discussion / justification if 4.2.2 not implemented:

4.2.3 Protect Outdoor Materials Storage Areas from Rainfall, Run- [JYes [[]No [[O]N/A
On, Runoff, and Wind Dispersal

Discussion / justification if 4.2.3 not implemented:
No outdoor material storage is anticipated.

4.2.4 Protect Materials Stored in Outdoor Work Areas from |:|Yes |:|No @N/A
Rainfall, Run-On, Runoff, and Wind Dispersal

Discussion / justification if 4.2.4 not implemented:
No outdoor material storage is anticipated.

4.2.5 Protect Trash Storage Areas from Rainfall, Run-On, Runoff, and @Yes |:| No |:| N/A
Wind Dispersal

Discussion / justification if 4.2.5 not implemented:
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Form |-4B Page 2 of 2

Source Control Requirement

Applied?

4.2.6 Additional BMPs Based on Potential Sources of Runoff Pollutants (must answer for each

source listed below)

On-site storm drain inlets

[O]Yes

[ ]No

[]N/A

Interior floor drains and elevator shaft sump pumps

[[ves

[ ]No

[O] N/A

Interior parking garages

@Yes

|:|No

[]N/A

Need for future indoor & structural pest control

[[ves

[ ]No

[O] N/A

Landscape/Outdoor Pesticide Use

[O]Yes

[ ]No

[IN/A

Pools, spas, ponds, decorative fountains, and other water features

|:|Yes

[ ]No

[3] N/A

Food service

[[ves

[ ]No

[O] N/A

Refuse areas

[O]Yes

[ ]No

[]N/A

Industrial processes

|:|Yes

[ ]No

[O] N/A

Outdoor storage of equipment or materials

[[Jyes

[ ]No

[O] N/A

Vehicle/Equipment Repair and Maintenance

[[Yes

[ ]No

[O] N/A

Fuel Dispensing Areas

[[Jyes

[ ]No

[O] N/A

Loading Docks

[O]Yes

[ ]No

[]N/A

Fire Sprinkler Test Water

[[ves

[ ]No

[O] N/A

Miscellaneous Drain or Wash Water

|:|Yes

[ ]No

[O] N/A

Plazas, sidewalks, and parking lots

@Yes

[ ]No

[JN/A

SC-6A: Large Trash Generating Facilities

[O]Yes

[ ]No

[IN/A

SC-6B: Animal Facilities

[[ves

[ ]No

[O] N/A

SC-6C: Plant Nurseries and Garden Centers

[[yes

[ ]No

[O] N/A

SC-6D: Automotive Facilities

|:|Yes

[ ]No

[O] N/A

Discussion / justification if 4.2.6 not implemented. Clearly identify which sources of runoff pollutants
are discussed. Justification must be provided for all "No" answers shown above.
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Site Design BMP Checklist

for PDPs
Site Design BMPs
All development projects must implement site design BMPs where applicable and feasible. See
Chapter 4 and Appendix E of the BMP Design Manual (Part 1 of Storm Water Standards) for
information to implement site design BMPs shown in this checklist.
Answer each category below pursuant to the following.

e '"Yes"means the project will implement the site design BMP as described in Chapter 4 and/or
Appendix E of the BMP Design Manual. Discussion / justification is not required.

e "No" means the BMP is applicable to the project but it is not feasible to implement.
Discussion / justification must be provided.

e "N/A" means the BMP is not applicable at the project site because the project does not
include the feature that is addressed by the BMP (e.g., the project site has no existing natural
areas to conserve). Discussion / justification may be provided.

A site map with implemented site design BMPs must be included at the end of this checklist.
Site Design Requirement Applied?
4.3.1 Maintain Natural Drainage Pathways and Hydrologic Features [ ]yes ||:|No ‘@N/A

Discussion / justification if 4.3.1 not implemented:

The project site is fully developed and there are no existing drainage pathways.

Form I-5B

1-1  Are existing natural drainage pathways and hydrologic |:|Yes |:|No EN/A
features mapped on the site map?

1-2  Are trees implemented? If yes, are they shown on the site |[_]Yes |[]No [[O]N/A
map?

1-3  Implemented trees meet the design criteria in 4.3.1 Fact |[]Yes |[JNo |[O]N/A
Sheet (e.g. soil volume, maximum credit, etc.)?

1-4 |Is tree credit volume calculated using Appendix B.2.2.1 and |:|Yes |:| No EN/A
SD-1 Fact Sheet in Appendix E?

4.3.2 Have natural areas, soils and vegetation been conserved? [O]ves |[[INo [[IN/A

Discussion / justification if 4.3.2 not implemented:

Natural areas, Torrey Pines trees, and soils and vegetation inside and outside the limits of disturbance will
not be affected by the redevelopment.
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Form I-5B Page 2 of 4
Applied?

Site Design Requirement
4.3.3 Minimize Impervious Area [O] Yes ||:|No “:|N/A

Discussion / justification if 4.3.3 not implemented:
The project redevelopment proposes a negligible increase in total impervious area.

4.3.4 Minimize Soil Compaction ||:|Yes ||E|No “:|N/A

Discussion / justification if 4.3.4 not implemented:

This redevelopment requires soil compaction in all disturbed areas as part of geotechnical
recommendations for subgrade preparation for paving. Refer to the geotechical report as part of
Attachment 6 for specific subgrade preparation specifications.

4.3.5 Impervious Area Dispersion ||:|Yes ||E| No ‘ [IN/A

Discussion / justification if 4.3.5 not implemented:
Proposed previous area does not meet minimum requirements to implement .

5-1 Is the pervious area receiving runon from impervious area |:|Yes |:|No @ N/A

identified on the site map?
5-2 Does the pervious area satisfy the design criteria in 4.3.5 Fact |:|Yes |:| No E N/A
Sheet in Appendix E (e.g. maximum slope, minimum length,
etc.)
5-3 Is impervious area dispersion credit volume calculated using [[ |Yes [[ |No |[O]N/A
Appendix B.2.1.1 and 4.3.5 Fact Sheet in Appendix E?
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Form I-5B Page 3 of 4

Site Design Requirement

Applied?

4.3.6 Runoff Collection

|:|Yes

||:|No

/A

Discussion / justification if 4.3.6 not implemented:

6a-1

Are green roofs implemented in accordance with design
criteria in 4.3.6A Fact Sheet? If yes, are they shown on
the site map?

[ ]ves

[O]N/A

6a-2

Is the green roof credit volume calculated using Appendix
B.2.1.2 and 4.3.6A Fact Sheet in Appendix E?

|:|Yes

|:|No

[O]N/A

6b-1

Are permeable pavements implemented in accordance with
design criteria in 4.3.6B Fact Sheet? If yes, are they shown
on the site map?

[ ]ves

[ ]No

[O]N/A

6b-2

Is the permeable pavement credit volume calculated
using Appendix B.2.1.3 and 4.3.6B Fact Sheet in Appendix

[]ves

|:|No

[O]N/A

4.3.7 Landi8caping with Native or Drought Tolerant Species

[O] Yes

[ ]No

[ IN/A

Discussion / justification if 4.3.7 not implemented:

4.3.8 Harvest and Use Precipitation

||:|Yes ||:|No

Discussion / justification if 4.3.8 not implemented:
Harvest and use is not feasible. Refer to Form I-7 as part of Attachment 1.

8-1

Are rain barrels implemented in accordance with design
criteria in 4.3.8 Fact Sheet? If yes, are they shown on the
site map?

[ ]ves

[ ]No

[O] N/A

Is the rain barrel credit volume calculated using Appendix
B.2.2.2 and 4.3.8 Fact Sheet in Appendix E?

|:| Yes

|:|No

[O]N/A

28 The City of San Diego | Storm Water Standards
Form I-5B | January 2018 Edition

SD)



Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Form I-5B Page 4 of 4

Insert Site Map with all site design BMPs identified:

See "Form I-5 Site Exhibit" provided on the
following page.
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Summary of PDP Structural BMPs \ Form I-6

PDP Structural BMPs

All PDPs must implement structural BMPs for storm water pollutant control (see Chapter 5 of the
BMP Design Manual, Part 1 of Storm Water Standards). Selection of PDP structural BMPs for storm
water pollutant control must be based on the selection process described in Chapter 5. PDPs
subject to hydromodification management requirements must also implement structural BMPs for
flow control for hydromodification management (see Chapter 6 of the BMP Design Manual). Both
storm water pollutant control and flow control for hydromodification management can be achieved
within the same structural BMP(s).

PDP structural BMPs must be verified by the City at the completion of construction. This includes
requiring the project owner or project owner's representative to certify construction of the
structural BMPs (complete Form DS-563). PDP structural BMPs must be maintained into perpetuity
(see Chapter 7 of the BMP Design Manual).

Use this form to provide narrative description of the general strategy for structural BMP
implementation at the project site in the box below. Then complete the PDP structural BMP
summary information sheet (page 3 of this form) for each structural BMP within the project (copy
the BMP summary information page as many times as needed to provide summary information for
each individual structural BMP).

Describe the general strategy for structural BMP implementation at the site. This information must
describe how the steps for selecting and designing storm water pollutant control BMPs presented in
Section 5.1 of the BMP Design Manual were followed, and the results (type of BMPs selected). For
projects requiring hydromodification flow control BMPs, indicate whether pollutant control and flow
control BMPs are integrated or separate.

DMA D, G, and F are not to be disturbed as a part of the project however the runoff
will be routed through storm drains that are ultimately a part of the overall
underground system. These areas are not included in the total DCV calculations.
Harvest and Use is considered infeasible as the 36 hour demand is less than
0.25DCV. Per the “Geotechnical Evaluation” performed by Geocon (Refer to
Attachment 6), the site is deemed a no infiltration condition due to low infiltration
rates. The underground detention facilities were adequately sized using both
Worksheet B.5-2 and the BMP Sizing Spreadsheet to account for water quality and
hydromodification storage volumes, respectively. The project is required to provide
three separate systems to account for the topography, existing outfall locations and
property lines. DMA E will require 3,832 cubic feet of storage for treatment and
hydromodification and is proposing 6,290 cubic feet of total storage. DMA H will
require 1,133 cubic feet of storage for treatment and hydromodification and is
proposing 1,299 cubic feet of total storage. DMA A will require 18,260 cubic feet of
storage for treatment and hydromodification and is proposing 18,650 cubic feet of
total storage.

(Continue on page 2 as necessary.)
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Form |-6 Page 2 of 3

(Continued from page 1)

[
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Form|-6 Page 1 of 3 (Copy as many as needed)

Structural BMP Summary Information

Structural BMP ID No. 1

Construction Plan Sheet No.C7.0

Type of Structural BMP:

|:|Retention by harvest and use (e.g. HU-1, cistern)
|:|Retention by infiltration basin (INF-1)

[ JRetention by bioretention (INF-2)

|:|Retention by permeable pavement (INF-3)

[ ]Biofiltration (BF-1)

discussion section below)

|:|Other (describe in discussion section below)

|:|Partial retention by biofiltration with partial retention (PR-1)

|:|Flow-thru treatment control with prior lawful approval to meet earlier PDP requirements (provide
BMP type/description in discussion section below)

|:|Flow—thru treatment control included as pre-treatment/forebay for an onsite retention or
biofiltration BMP (provide BMP type/description and indicate which onsite retention or
biofiltration BMP it serves in discussion section below)

|:|Flow—thru treatment control with alternative compliance (provide BMP type/description in

@Detention pond or vault for hydromodification management

Purpose:
|:|Po||utant control only

@Hydromodiﬁcation control only

|:| Pre-treatment/forebay for another structural BM
|:|Other (describe in discussion section below)

|:|Combined pollutant control and hydromodification control

P

Who will certify construction of this BMP?
Provide name and contact information for the
party responsible to sign BMP verification form
DS-563

Kimley-Horn
Tammie Moreno
(619) 744-0115

Who will be the final owner of this BMP?

Healthpeak Properties, Inc.
858-847-9936

Who will maintain this BMP into perpetuity?

Healthpeak Properties, Inc.

858-847-9936

What is the funding mechanism for
maintenance?

Healthpeak Properties, Inc.
858-847-9936
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Form|-6 Page 1 of  (Copy as many as needed)

Structural BMP Summary Information

Structural BMP ID No.2

Construction Plan Sheet No.C7.0

Type of Structural BMP:

|:|Retention by harvest and use (e.g. HU-1, cistern)
|:|Retention by infiltration basin (INF-1)

[ JRetention by bioretention (INF-2)

|:|Retention by permeable pavement (INF-3)

[ ]Biofiltration (BF-1)

discussion section below)

|:|Other (describe in discussion section below)

|:|Partial retention by biofiltration with partial retention (PR-1)

|:|Flow-thru treatment control with prior lawful approval to meet earlier PDP requirements (provide
BMP type/description in discussion section below)

|:|Flow—thru treatment control included as pre-treatment/forebay for an onsite retention or
biofiltration BMP (provide BMP type/description and indicate which onsite retention or
biofiltration BMP it serves in discussion section below)

|:|Flow—thru treatment control with alternative compliance (provide BMP type/description in

@Detention pond or vault for hydromodification management

Purpose:
|:|Po||utant control only

@Hydromodiﬁcation control only

|:| Pre-treatment/forebay for another structural BM
|:|Other (describe in discussion section below)

|:|Combined pollutant control and hydromodification control

P

Who will certify construction of this BMP?
Provide name and contact information for the
party responsible to sign BMP verification form
DS-563

Kimley-Horn
Tammie Moreno
(619) 744-0115

Who will be the final owner of this BMP?

Healthpeak Properties, Inc.
858-847-9936

Who will maintain this BMP into perpetuity?

Healthpeak Properties, Inc.

858-847-9936

What is the funding mechanism for
maintenance?

Healthpeak Properties, Inc.
858-847-9936
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Form|-6 Page 1 of 3 (Copy as many as needed)

Structural BMP Summary Information

Structural BMP ID No.3

Construction Plan Sheet No.C7.0

Type of Structural BMP:

|:|Retention by harvest and use (e.g. HU-1, cistern)
|:|Retention by infiltration basin (INF-1)

[ JRetention by bioretention (INF-2)

|:|Retention by permeable pavement (INF-3)

[ ]Biofiltration (BF-1)

discussion section below)

|:|Other (describe in discussion section below)

|:|Partial retention by biofiltration with partial retention (PR-1)

|:|Flow-thru treatment control with prior lawful approval to meet earlier PDP requirements (provide
BMP type/description in discussion section below)

@Flow—thru treatment control included as pre-treatment/forebay for an onsite retention or
biofiltration BMP (provide BMP type/description and indicate which onsite retention or
biofiltration BMP it serves in discussion section below)

|:|Flow—thru treatment control with alternative compliance (provide BMP type/description in

|:|Detention pond or vault for hydromodification management

Purpose:
EPollutant control only

DHydromodification control only

|:| Pre-treatment/forebay for another structural BM
|:|Other (describe in discussion section below)

|:|Combined pollutant control and hydromodification control

P

Who will certify construction of this BMP?
Provide name and contact information for the
party responsible to sign BMP verification form
DS-563

Kimley-Horn
Tammie Moreno
(619) 744-0115

Who will be the final owner of this BMP?

Healthpeak Properties, Inc.
858-847-9936

Who will maintain this BMP into perpetuity?

Healthpeak Properties, Inc.

858-847-9936

What is the funding mechanism for
maintenance?

Healthpeak Properties, Inc.
858-847-9936

32 The City of San Diego | Storm Water Standards
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Form|-6 Page 3 of 3 (Copy as many as needed)

Structural BMP ID No. 3

Construction Plan Sheet No. C7.0
Discussion (as needed; must include worksheets showing BMP sizing calculations in the SWQMPs):

BMP 3 is to be Bioclean Modular Wetland MWS-L-8-16 unit. The BMP will be used to
treat the stormwater before entering the underground detention facility. Note that
using a larger footprint biofiltration BMP is infeasible due to site constraints. See
Attachment 1 for Form I-10, Onsite Proprietary Biofiltration BMP Checklist, and all

required documentation.

35 The City of San Diego | Storm Water Standards SD
Form -6 | January 2018 Edition )



Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Form|-6 Page 1 of 3 (Copy as many as needed)

Structural BMP Summary Information

Structural BMP ID No.4

Construction Plan Sheet No.C7.0

Type of Structural BMP:

|:|Retention by harvest and use (e.g. HU-1, cistern)
|:|Retention by infiltration basin (INF-1)

[ JRetention by bioretention (INF-2)

|:|Retention by permeable pavement (INF-3)

[ ]Biofiltration (BF-1)

discussion section below)

|:|Other (describe in discussion section below)

|:|Partial retention by biofiltration with partial retention (PR-1)

|:|Flow-thru treatment control with prior lawful approval to meet earlier PDP requirements (provide
BMP type/description in discussion section below)

@Flow—thru treatment control included as pre-treatment/forebay for an onsite retention or
biofiltration BMP (provide BMP type/description and indicate which onsite retention or
biofiltration BMP it serves in discussion section below)

|:|Flow—thru treatment control with alternative compliance (provide BMP type/description in

|:|Detention pond or vault for hydromodification management

Purpose:
EPollutant control only

DHydromodification control only

|:| Pre-treatment/forebay for another structural BM
|:|Other (describe in discussion section below)

|:|Combined pollutant control and hydromodification control

P

Who will certify construction of this BMP?
Provide name and contact information for the
party responsible to sign BMP verification form
DS-563

Kimley-Horn
Tammie Moreno
(619) 744-0115

Who will be the final owner of this BMP?

Healthpeak Properties, Inc.
858-847-9936

Who will maintain this BMP into perpetuity?

Healthpeak Properties, Inc.

858-847-9936

What is the funding mechanism for
maintenance?

Healthpeak Properties, Inc.
858-847-9936

32 The City of San Diego | Storm Water Standards

Form -6 | January 2018 Edition
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Form|-6 Page 3 of 3 (Copy as many as needed)

Structural BMP ID No. 4

Construction Plan Sheet No. C7.0
Discussion (as needed; must include worksheets showing BMP sizing calculations in the SWQMPs):

BMP 4 is to be Bioclean Modular Wetland MWS-L-8-16 unit. The BMP will be used to
treat the stormwater before entering the underground detention facility. Note that
using a larger footprint biofiltration BMP is infeasible due to site constraints. See
Attachment 1 for Form I-10, Onsite Proprietary Biofiltration BMP Checklist, and all

required documentation.

35 The City of San Diego | Storm Water Standards SD
Form -6 | January 2018 Edition )



Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Form|-6 Page 1 of 3 (Copy as many as needed)

Structural BMP Summary Information

Structural BMP ID No.5

Construction Plan Sheet No.C7.0

Type of Structural BMP:

|:|Retention by harvest and use (e.g. HU-1, cistern)
|:|Retention by infiltration basin (INF-1)

[ JRetention by bioretention (INF-2)

|:|Retention by permeable pavement (INF-3)

[ ]Biofiltration (BF-1)

discussion section below)

|:|Other (describe in discussion section below)

|:|Partial retention by biofiltration with partial retention (PR-1)

|:|Flow-thru treatment control with prior lawful approval to meet earlier PDP requirements (provide
BMP type/description in discussion section below)

@Flow—thru treatment control included as pre-treatment/forebay for an onsite retention or
biofiltration BMP (provide BMP type/description and indicate which onsite retention or
biofiltration BMP it serves in discussion section below)

|:|Flow—thru treatment control with alternative compliance (provide BMP type/description in

|:|Detention pond or vault for hydromodification management

Purpose:
EPollutant control only

DHydromodification control only

|:| Pre-treatment/forebay for another structural BM
|:|Other (describe in discussion section below)

|:|Combined pollutant control and hydromodification control

P

Who will certify construction of this BMP?
Provide name and contact information for the
party responsible to sign BMP verification form
DS-563

Kimley-Horn
Tammie Moreno
(619) 744-0115

Who will be the final owner of this BMP?

Healthpeak Properties, Inc.
858-847-9936

Who will maintain this BMP into perpetuity?

Healthpeak Properties, Inc.

858-847-9936

What is the funding mechanism for
maintenance?

Healthpeak Properties, Inc.
858-847-9936

32 The City of San Diego | Storm Water Standards

Form -6 | January 2018 Edition
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Form|-6 Page 3 of 3 (Copy as many as needed)

Structural BMP ID No. 5

Construction Plan Sheet No. C7.0
Discussion (as needed; must include worksheets showing BMP sizing calculations in the SWQMPs):

BMP 5 is to be Bioclean Modular Wetland MWS-L-4-21 unit. The BMP will be used to
treat the stormwater before entering the underground detention facility. Note that
using a larger footprint biofiltration BMP is infeasible due to site constraints. See
Attachment 1 for Form I-10, Onsite Proprietary Biofiltration BMP Checklist, and all

required documentation.

35 The City of San Diego | Storm Water Standards SD
Form -6 | January 2018 Edition )



Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Form|-6 Page 1 of 3 (Copy as many as needed)

Structural BMP Summary Information

Structural BMP ID No.6

Construction Plan Sheet No.C7.0

Type of Structural BMP:

|:|Retention by harvest and use (e.g. HU-1, cistern)
|:|Retention by infiltration basin (INF-1)

[ JRetention by bioretention (INF-2)

|:|Retention by permeable pavement (INF-3)

[ ]Biofiltration (BF-1)

discussion section below)

|:|Other (describe in discussion section below)

|:|Partial retention by biofiltration with partial retention (PR-1)

|:|Flow-thru treatment control with prior lawful approval to meet earlier PDP requirements (provide
BMP type/description in discussion section below)

@Flow—thru treatment control included as pre-treatment/forebay for an onsite retention or
biofiltration BMP (provide BMP type/description and indicate which onsite retention or
biofiltration BMP it serves in discussion section below)

|:|Flow—thru treatment control with alternative compliance (provide BMP type/description in

|:|Detention pond or vault for hydromodification management

Purpose:
EPollutant control only

DHydromodification control only

|:| Pre-treatment/forebay for another structural BM
|:|Other (describe in discussion section below)

|:|Combined pollutant control and hydromodification control

P

Who will certify construction of this BMP?
Provide name and contact information for the
party responsible to sign BMP verification form
DS-563

Kimley-Horn
Tammie Moreno
(619) 744-0115

Who will be the final owner of this BMP?

Healthpeak Properties, Inc.
858-847-9936

Who will maintain this BMP into perpetuity?

Healthpeak Properties, Inc.

858-847-9936

What is the funding mechanism for
maintenance?

Healthpeak Properties, Inc.
858-847-9936

32 The City of San Diego | Storm Water Standards

Form -6 | January 2018 Edition

SD)



Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Form|-6 Page 3 of 3 (Copy as many as needed)

Structural BMP ID No. 6

Construction Plan Sheet No. C7.0
Discussion (as needed; must include worksheets showing BMP sizing calculations in the SWQMPs):

BMP 6 is to be Bioclean Modular Wetland MWS-L-8-20 unit. The BMP will be used to
treat the stormwater before entering the underground detention facility. Note that
using a larger footprint biofiltration BMP is infeasible due to site constraints. See
Attachment 1 for Form I-10, Onsite Proprietary Biofiltration BMP Checklist, and all

required documentation.

35 The City of San Diego | Storm Water Standards SD
Form -6 | January 2018 Edition )



Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Form|-6 Page 1 of 3 (Copy as many as needed)

Structural BMP Summary Information

Structural BMP ID No.7

Construction Plan Sheet No.C7.0

Type of Structural BMP:

|:|Retention by harvest and use (e.g. HU-1, cistern)
|:|Retention by infiltration basin (INF-1)

[ JRetention by bioretention (INF-2)

|:|Retention by permeable pavement (INF-3)

[ ]Biofiltration (BF-1)

discussion section below)

|:|Other (describe in discussion section below)

|:|Partial retention by biofiltration with partial retention (PR-1)

|:|Flow-thru treatment control with prior lawful approval to meet earlier PDP requirements (provide
BMP type/description in discussion section below)

@Flow—thru treatment control included as pre-treatment/forebay for an onsite retention or
biofiltration BMP (provide BMP type/description and indicate which onsite retention or
biofiltration BMP it serves in discussion section below)

|:|Flow—thru treatment control with alternative compliance (provide BMP type/description in

|:|Detention pond or vault for hydromodification management

Purpose:
EPollutant control only

DHydromodification control only

|:| Pre-treatment/forebay for another structural BM
|:|Other (describe in discussion section below)

|:|Combined pollutant control and hydromodification control

P

Who will certify construction of this BMP?
Provide name and contact information for the
party responsible to sign BMP verification form
DS-563

Kimley-Horn
Tammie Moreno
(619) 744-0115

Who will be the final owner of this BMP?

Healthpeak Properties, Inc.
858-847-9936

Who will maintain this BMP into perpetuity?

Healthpeak Properties, Inc.

858-847-9936

What is the funding mechanism for
maintenance?

Healthpeak Properties, Inc.
858-847-9936

32 The City of San Diego | Storm Water Standards

Form -6 | January 2018 Edition
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Form|-6 Page 3 of 3 (Copy as many as needed)

Structural BMP ID No. 7

Construction Plan Sheet No. C7.0
Discussion (as needed; must include worksheets showing BMP sizing calculations in the SWQMPs):

BMP 7 is to be Bioclean Modular Wetland MWS-L-4-8 unit. The BMP will be used to
treat the stormwater before entering the underground detention facility. Note that
using a larger footprint biofiltration BMP is infeasible due to site constraints. See
Attachment 1 for Form I-10, Onsite Proprietary Biofiltration BMP Checklist, and all

required documentation.

35 The City of San Diego | Storm Water Standards SD
Form -6 | January 2018 Edition )



Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Form|-6 Page 1 of 3 (Copy as many as needed)

Structural BMP Summary Information

Structural BMP ID No. 8

Construction Plan Sheet No.C7.0

Type of Structural BMP:

|:|Retention by harvest and use (e.g. HU-1, cistern)
|:|Retention by infiltration basin (INF-1)

[ JRetention by bioretention (INF-2)

|:|Retention by permeable pavement (INF-3)

[ ]Biofiltration (BF-1)

discussion section below)

|:|Other (describe in discussion section below)

|:|Partial retention by biofiltration with partial retention (PR-1)

|:|Flow-thru treatment control with prior lawful approval to meet earlier PDP requirements (provide
BMP type/description in discussion section below)

|:|Flow—thru treatment control included as pre-treatment/forebay for an onsite retention or
biofiltration BMP (provide BMP type/description and indicate which onsite retention or
biofiltration BMP it serves in discussion section below)

|:|Flow—thru treatment control with alternative compliance (provide BMP type/description in

@Detention pond or vault for hydromodification management

Purpose:
|:|Po||utant control only

@Hydromodiﬁcation control only

|:| Pre-treatment/forebay for another structural BM
|:|Other (describe in discussion section below)

|:|Combined pollutant control and hydromodification control

P

Who will certify construction of this BMP?
Provide name and contact information for the
party responsible to sign BMP verification form
DS-563

Kimley-Horn
Tammie Moreno
(619) 744-0115

Who will be the final owner of this BMP?

Healthpeak Properties, Inc.
858-847-9936

Who will maintain this BMP into perpetuity?

Healthpeak Properties, Inc.

858-847-9936

What is the funding mechanism for
maintenance?

Healthpeak Properties, Inc.
858-847-9936

32 The City of San Diego | Storm Water Standards

Form -6 | January 2018 Edition
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

THIS PAGE INTENTIONALLY LEFT BLANK FOR DOUBLE-SIDED PRINTING
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Attachment 1
Backup For PDP Pollutant
Control BMPs

This is the cover sheet for Attachment 1.

The City of San Diego | Storm Water Standards
PDP SWQMP Template | January 2018 Edition

SDY



Project Name: Healthpeak Properties, Inc. 3020 Callan Road

THIS PAGE INTENTIONALLY LEFT BLANK FOR DOUBLE-SIDED PRINTING
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Indicate which Items are Included:

Attachment 1a

DMA Exhibit (Required) See
DMA Exhibit Checklist.

v/| Included

Attachment 1b

Tabular Summary of DMAs Showing DMA
ID matching DMA Exhibit, DMA Area, and
DMA Type (Required)*

*Provide table in this Attachment OR on
DMA Exhibit in Attachment 1a

B Included on DMA Exhibit in

Attachment 1a

Included as Attachment 1b,
N separate from DMA Exhibit

Attachment 1c

Form I-7, Harvest and Use Feasibility
Screening Checklist (Required unless the
entire project will use infiltration BMPs)

Refer to Appendix B.3-1 of the BMIP
Design Manual to complete Form I-7.

Included

Not included because the

entire project will use

infiltration BMPs

Attachment 1d

Infiltration Feasibility Information.
Contents of Attachment 1d depend on the
infiltration condition:

o No Infiltration Condition:

o Infiltration Feasibility Condition
Letter (Note: must be stamped and
signed by licensed geotechnical
engineer)

o Form I-8A (optional)

o Form I-8B (optional)

o Partial Infiltration Condition:

o Infiltration Feasibility Condition
Letter (Note: must be stamped and
signed by licensed geotechnical
engineer)

o Form I-8A

o Form I-8B

o Full Infiltration Condition:

o Form I-8A

o Form I-8B

o Worksheet C.4-3

o Form I-9
Refer to Appendices C and D of the
BMP Design Manual for guidance.

0 Included

Not included because the

entire project will use
harvest and use BMPs

Attachment 1e

Pollutant Control BMP Design
Worksheets / Calculations (Required)

Refer to Appendices B and E of the BMP
Design Manual for structural pollutant

control BMP design guidelines and site
design credit calculations

(0| Included

The City of San Diego | Storm Water Standards
PDP SWQMP Template | January 2018 Edition

SD)
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Use this checklist to ensure the required information has been included on
the DMA Exhibit:

The DMA Exhibit must identify:

ooy ey e f = | =2

]

Underlying hydrologic soil group

Approximate depth to groundwater

Existing natural hydrologic features (watercourses, seeps, springs, wetlands)

Critical coarse sediment yield areas to be protected

Existing topography and impervious areas

Existing and proposed site drainage network and connections to drainage offsite

Proposed grading

Proposed impervious features

Proposed design features and surface treatments used to minimize
imperviousness

Drainage management area (DMA) boundaries, DMA ID numbers, and DMA
areas (square footage or acreage), and DMA type (i.e., drains to BMP, self-
retaining, or self-mitigating)

Potential pollutant source areas and corresponding required source controls
(see Chapter 4, Appendix E.1, and Form |-3B)

Structural BMPs (identify location, type of BMP, size/detail, and include cross-

section)

The City of San Diego | Storm Water Standards \
PDP SWQMP Template | January 2018 Edition SDJ:&



This document, together with the concepts and designs presented herein, as an instrument of service, is intended only for the specific purpose and client for which it was prepared. Reuse of and improper reliance on this document without written authorization and adaptation by Kimley-Horn and Associates, Inc. shall be without liability to Kimley-Horn and Associates, Inc.
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This document, together with the concepts and designs presented herein, as an instrument of service, is intended only for the specific purpose and client for which it was prepared. Reuse of and improper reliance on this document without written authorization and adaptation by Kimley-Horn and Associates, Inc. shall be without liability to Kimley-Horn and Associates, Inc.

EMBEDMENT STONE SHALL BE A CLEAN, CRUSHED AND ANGULAR
STONE WITH AN AASHTO M43 DESIGNATION BETWEEN #3 AND #4

CHAMBERS SHALL MEET ASTM F2418 "STANDARD
SPECIFICATION FOR POLYPROPELENE (PP) CORRUGATED
WALL STORMWATER COLLECTION CHAMBERS".

ADS GEOSYTHETICS 601T NON-WOVEN
GEOTEXTILE ALL AROUND CLEAN, CRUSHED,
ANGULAR EMBEDMENT STONE

GRANULAR WELL-GRADED SOIL/AGGREGATE MIXTURES, <35%
FINES, COMPACT IN 12" (300 mm) MAX LIFTS TO 95% PROCTOR
DENSITY. SEE THE TABLE OF ACCEPTABLE FILL MATERIALS.

CHAMBERS SHALL BE BE DESIGNED IN ACCORDANCE WITH ASTM F2787
"STANDARD PRACTICE FOR STRUCTURAL DESIGN OF THERMOPLASTIC
CORRUGATED WALL STORMWATER COLLECTION CHAMBERS".

PAVEMENT LAYER (DESIGNED
/ BY SITE DESIGN ENGINEER)

PERIMETER STONE

\
* 7.0
; 24" (21m)

EXCAVATION WALL
(CAN BE SLOPED
OR VERTICAL)

12" (300 mm) MIN ' |

60"
(1525 mm)

MC-4500

/
END CAP

L DEPTH OF STONE TO BE DETERMINED
BY SITE DESIGN ENGINEER 9" (230 mm) MIN

~— 100" (2540 mm)

- 12" (300 mm) TYP

(230 mm) MIN —

SITE DESIGN ENGINEER IS RESPONSIBLE FOR ENSURING
THE REQUIRED BEARING CAPACITY OF SOILS

*MINIMUM COVER TO BOTTOM OF FLEXIBLE PAVEMENT. FOR UNPAVED INSTALLATIONS WHERE RUTTING FROM VEHICLES MAY OCCUR, INCREASE COVER TO 30" (750 mm).

N CROSS SECTION

NOT TO SCALE

@ UNDERGROUND CISTER

BROW DITCH

®

NOT TO SCALE
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This document, together with the concepts and designs presented herein, as an instrument of service, is intended only for the specific purpose and client for which it was prepared. Reuse of and improper reliance on this document without written authorization and adaptation by Kimley-Horn and Associates, Inc. shall be without liability to Kimley-Horn and Associates, Inc.

ATt

SITE SPECIFIC DATA

PROJECT NUMBER

PROJECT NAME

PROJECT LOCATION

STRUCTURE 1D

TREATMENT REQUIRED

VOLUME BASED (CF) FLOW BASED (CFS)

N/A 0.268

PEAK BYPASS REQUIRED (CFS) — IF APPLICABLE

OFFLINE

PIPE DATA LE. MATERIAL DIAMETER

INLET PIPE 1

INLET PIPE 2 N/A N/A N/A

OUITLET PIPE

PRETREATMENT | BIOFILTRATION DISCHARGE

RIM ELEVATION

SURFACE LOAD

PEDESTRIAN

FRAME & COVER

230" OPEN PLANTER 224"

NOTES:

*PRELIMINARY NOT FOR CONSTRUCTION

INSTALLATION NOTES

1.

CONTRACTOR TO PROVIDE ALL LABOR, EQUIPMENT, MATERIALS AND
INCIDENTALS REQUIRED TO OFFLOAD AND INSTALL THE SYSTEM AND
APPURTENANCES IN ACCORDANCE WITH THIS DRAWING AND THE
MANUFACTURERS SPECIFICATIONS, UNLESS OTHERWISE STATED IN
MANUFACTURERS CONTRACT.

UNIT MUST BE INSTALLED ON LEVEL BASE. MANUFACTURER
RECOMMENDS A MINIMUM 6" LEVEL ROCK BASE UNLESS SPECIFIED BY
THE PROJECT ENGINEER. CONTRACTOR IS RESPONSIBLE TO VERIFY
PROJECT ENGINEERS RECOMMENDED BASE SPECIFICATIONS.
CONTRACTOR TO SUPPLY AND INSTALL ALL EXTERNAL CONNECTING
PIPES.  ALL PIPES MUST BE FLUSH WITH INSIDE SURFACE OF
CONCRETE. (PIPES CANNOT INTRUDE BEYOND FLUSH). INVERT OF
OUTFLOW PIPE MUST BE FLUSH WITH DISCHARGE CHAMBER FLOOR.
ALL PIPES SHALL BE SEALED WATER TIGHT PER MANUFACTURERS
STANDARD CONNECTION DETAIL.

CONTRACTOR RESPONSIBLE FOR INSTALLATION OF ALL RISERS,
MANHOLES, AND HATCHES. CONTRACTOR TO GROUT ALL MANHOLES AND
HATCHES TO MATCH FINISHED SURFACE UNLESS SPECIFIED OTHERWISE.
VEGETATION SUPPLIED AND INSTALLED BY OTHERS. ALL UNITS WITH
VEGETATION MUST HAVE DRIP OR SPRAY IRRIGATION SUPPLIED AND
INSTALLED BY OTHERS.

CONTRACTOR RESPONSIBLE FOR CONTACTING BIO CLEAN FOR
ACTIVATION OF UNIT.  MANUFACTURERS WARRANTY IS VOID WITH OUT
PROPER ACTIVATION BY A BIO CLEAN REPRESENTATIVE.

GENERAL NOTES

MANUFACTURER TO PROVIDE ALL MATERIALS UNLESS OTHERWISE NOTED.

ALL DIMENSIONS, ELEVATIONS, SPECIFICATIONS AND CAPACITIES ARE SUBJECT TO
CHANGE.  FOR PROJECT SPECIFIC DRAWINGS DETAILING EXACT DIMENSIONS, WEIGHTS

AND ACCESSORIES PLEASE CONTACT BIO CLEAN.
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SITE SPECIFIC DATA

PROJECT NUMBER

PROJECT NAME
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TREATMENT REQUIRED

VOLUME BASED (CF) FLOW BASED (CFS)
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INSTALLATION NOTES
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INCIDENTALS REQUIRED TO OFFLOAD AND INSTALL THE SYSTEM AND
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MANUFACTURERS SPECIFICATIONS, UNLESS OTHERWISE STATED IN
MANUFACTURERS CONTRACT.
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4. CONTRACTOR TO SUPPLY AND INSTALL ALL EXTERNAL CONNECTING
PIPES. ALL PIPES MUST BE FLUSH WITH INSIDE SURFACE OF
CONCRETE. (PIPES CANNOT INTRUDE BEYOND FLUSH). INVERT OF
OUTFLOW PIPE MUST BE FLUSH WITH DISCHARGE CHAMBER FLOOR.
ALL PIPES SHALL BE SEALED WATER TIGHT PER MANUFACTURERS
STANDARD CONNECTION DETAIL.
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SITE SPECIFIC DATA

PROJECT NUMBER

PROJECT NAME

PROJECT LOCATION

STRUCTURE ID

TREATMENT REQUIRED

VOLUME BASED (CF) FLOW BASED (CFS)

N/A 0.577
PEAK BYPASS REQUIRED (CFS) — IF APPLICABLE OFFLINE
PIPE DATA LE. MATERIAL DIAMETER
INLET PIPE 1
INLET PIPE 2 N/A N/A N/A
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PRETREATMENT | BIOFILTRATION |  DISCHARGE
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SURFACE LOAD | PEDESTRIAN
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NOTES:
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INSTALLATION NOTES
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CONTRACTOR TO PROVIDE ALL LABOR, EQUIPMENT, MATERIALS AND
INCIDENTALS REQUIRED TO OFFLOAD AND INSTALL THE SYSTEM AND
APPURTENANCES IN ACCORDANCE WITH THIS DRAWING AND THE
MANUFACTURERS SPECIFICATIONS, UNLESS OTHERWISE STATED IN
MANUFACTURERS CONTRACT.

UNIT MUST BE INSTALLED ON LEVEL BASE. MANUFACTURER
RECOMMENDS A MINIMUM 6" LEVEL ROCK BASE UNLESS SPECIFIED BY
THE PROJECT ENGINEER. CONTRACTOR IS RESPONSIBLE TO VERIFY
PROJECT ENGINEERS RECOMMENDED BASE SPECIFICATIONS.
CONTRACTOR TO SUPPLY AND INSTALL ALL EXTERNAL CONNECTING
PIPES.  ALL PIPES MUST BE FLUSH WITH INSIDE SURFACE OF
CONCRETE. (PIPES CANNOT INTRUDE BEYOND FLUSH). INVERT OF
OUTFLOW PIPE MUST BE FLUSH WITH DISCHARGE CHAMBER FLOOR.
ALL PIPES SHALL BE SEALED WATER TIGHT PER MANUFACTURERS
STANDARD CONNECTION DETAIL.

CONTRACTOR RESPONSIBLE FOR INSTALLATION OF ALL RISERS,
MANHOLES, AND HATCHES. CONTRACTOR TO GROUT ALL MANHOLES AND
HATCHES TO MATCH FINISHED SURFACE UNLESS SPECIFIED OTHERWISE.
VEGETATION SUPPLIED AND INSTALLED BY OTHERS. ALL UNITS WITH
VEGETATION MUST HAVE DRIP OR SPRAY IRRIGATION SUPPLIED AND
INSTALLED BY OTHERS.

CONTRACTOR RESPONSIBLE FOR CONTACTING BIO CLEAN FOR
ACTIVATION OF UNIT.  MANUFACTURERS WARRANTY IS VOID WITH OUT
PROPER ACTIVATION BY A BIO CLEAN REPRESENTATIVE.
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Harvest and Use Feasibility Checklist Worksheet B.3-1: Form |-7

1. Is there a demand for harvested water (check all that apply) at the project site that is
reliably present during the wet season?

[ ]Toilet and urinal flushing

@ Landscape irrigation

|:|Other:

2. If there is a demand; estimate the anticipated average wet season demand over a
period of 36 hours. Guidance for planning level demand calculations for toilet/urinal
flushing and landscape irrigation is provided in Section B.3.2.

[Provide a summary of calculations here]
Modified ETWU = 2.7x[[(57,715x0.1)/0.9+0.0]x0.015=259.72cul.ft.

3. Calculate the DCV using worksheet B-2.1.
DCV =11,030 (cubic feet)

[Provide a summary of calculations here]
11,030 * 0.25 = 2,757.50

3a. Is the 36-hour 3b. Is the 36-hour demand greater 3c. Is the 36-
demand greater than or than 0.25DCV but less than the full hour demand
equal to the DCV? DCV? less than

Yes /|0 |No = Yes /|| No = 0.25DCV?

¢ g

Harvest and use appears to | Harvest and use may be feasible. Conduct | Harvest and

be feasible. Conduct more more detailed evaluation and sizing use is
detailed evaluation and calculations to determine feasibility. considered to
sizing calculations to Harvest and use may only be able to be be infeasible.
confirm that DCV can be used for a portion of the site, or

used at an adequate rate to (optionally) the storage may need to be

meet drawdown criteria. upsized to meet long term capture targets

while draining in longer than 36 hours.

Is harvest and use feasible based on further evaluation?
] Yes, refer to Appendix E to select and size harvest and use BMPs.

] No, select alternate BMPs.

The City of San Diego | Storm Water Standards SD)
Worksheet B.3-1: Form I-7 | January 2018 Edition



Categorization of Infiltration Feasibility Condition based on Worksheet C.4-1:Form I-

Geotechnical Conditions 8A10

Part 1 - Full Infiltration Feasibility Screening Criteria

DMA(s)BeingAnalyzed: ProjectPhase:

Callan Road Redevelopment Design

Criteria 1: Infiltration Rate Screening

Is the mapped hydrologic soil group according to the NRCS Web Soil Survey or UC Davis Soil Web

Mapper Type A or B and corroborated by available site soil data!?

[JYes; the DMA may feasibly support full infiltration. Answer “Yes” to Criteria 1 Result or continue to
Step 1B if the applicant elects to perform infiltration testing.

XINo; the mapped soil types are A or B but is not corroborated by available site soil data (continue to
Step 1B).

1A [INo; the mapped soil types are C, D, or “urban/unclassified” and is corroborated by available site soil
data. Answer “No” to Criteria 1 Result.
[INo; the mapped soil types are C, D, or “urban/unclassified” but is not corroborated by available site
soil data (continue to Step 1B).
Is the reliable infiltration rate calculated using planning phase methods from Table D.3-1?
18 Xl Yes; Continue to Step 1C.
[INo; Skip to Step 1D.
Is the reliable infiltration rate calculated using planning phase methods from Table D.3-1 greater
than 0.5 inches per hour?
1c [JYes; the DMA may feasibly support full infiltration. Answer “Yes” to Criteria 1 Result.

XINo; full infiltration is not required. Answer “No” to Criteria 1 Result.

Infiltration Testing Method. Is the selected infiltration testing method suitable during the design
phase (see Appendix D.3)? Note: Alternative testing standards may be allowed with appropriate
1D rationalesanddocumentation.

[JYes; continue to Step 1E.

[JNo; select an appropriate infiltration testing method.

Note that it is not required to investigate each and every criterion in the worksheet, a single “no” answer in Part 1,
Part 2, Part 3, or Part 4 determines a full, partial, or no infiltration condition.

10 This form must be completed each time there is a change to the site layout that would affect the infiltration
feasibility condition. Previously completed forms shall be retained to document the evolution of the site storm
water design.

11 Available data include site-specific sampling or observation of soil types or texture classes, such as obtained from
borings or test pits necessary to support other design elements.

The City of San Diego | Storm Water Standards | October 2018 Edition



Categorization of Infiltration Feasibility Condition based on Worksheet C.4-1:Form I-

Geotechnical Conditions 8A10

Number of Percolation/Infiltration Tests. Does the infiltration testing method performed satisfy
- the minimum number of tests specified in TableD.3-2?
[0 Yes;continueto Step 1F.

[0 No;conductappropriate number of tests.

Factor of Safety. Is the suitable Factor of Safety selected for full infiltration design? See guidance
in D.5; Tables D.5-1 and D.5-2; and Worksheet D.5-1 (Form 1-9).

[ Yes;continuetoStep 1G.

[ No;selectappropriate factor of safety.

Full Infiltration Feasibility. Is the average measured infiltration rate divided by the Factor of Safety
16 greater than 0.5 inches per hour?
[ Yes; answer “Yes” to Criteria 1 Result.

O No; answer “No” to Criteria 1 Result.

Is the estimated reliable infiltration rate greater than 0.5 inches per hour within the DMA where

Criteria 1 runoff can reasonably be routed to a BMP?

Result [0 Yes; the DMA may feasibly support full infiltration. Continue to Criteria 2.
X No; full infiltration is not required. Skip to Part 1 Result.

Summarize infiltration testing methods, testing locations, replicates, and results and summarize estimates of
reliable infiltration rates according to procedures outlined in D.5. Documentation should be included in project
geotechnical report.

We performed two infiltration tests within the underlying Very Old Paralic Deposits and Scripps Formation at the site in areas
where less than 5 feet of fill exists. The results indicate an average rate of 0.02 inches per hour (with an applied factor of safety
of 2). Therefore, full infiltration is considered infeasible at the site.

The City of San Diego | Storm Water Standards | October 2018 Edition



Categorization of Infiltration Feasibility Condition based on Worksheet C.4-1:Form I-

Geotechnical Conditions 8A10

Criteria 2: Geologic/Geotechnical Screening

If all questions in Step 2A are answered “Yes,” continue to Step 2B.

For any “No” answer in Step 2A answer “No” to Criteria 2, and submit an “Infiltration Feasibility
Condition Letter” that meets the requirements in Appendix C.1.1. The geologic/geotechnical analyses
listed in Appendix C.2.1 do not apply to the DMA because one of the following setbacks cannot be

2A
avoided and therefore result in the DMA being in a no infiltration condition. The setbacks must be the
closest horizontal radial distance from the surface edge (at the overflow elevation) of the BMP.
Can the proposed full infiltration BMP(s) avoid areas with existing fill materials
2A-1 greater than 5 feet thick below the infiltratingsurface? [ Yes [ No
Can the proposed full infiltration BMP(s) avoid placement within 10 feet of
2A-2 existing underground utilities, structures, or retaining walls? [ ves [J No

Can the proposed full infiltration BMP(s) avoid placement within 50 feet of a

3A3 natural slope (>25%) or within a distance of 1.5H from fill slopes where H is the Oy N
) height of the fill slope? es °

When full infiltration is determined to be feasible, a geotechnical investigation report must be prepared
that considerstherelevantfactorsidentifiedin Appendix C.2.1.

2B If all questions in Step 2B are answered “Yes,” then answer “Yes” to Criteria 2 Result. If there are “No”
answers continue to Step 2C.

Hydroconsolidation. Analyze hydroconsolidation potential per approved ASTM
standard due to a proposed full infiltration BMP.

2B-1 Can full infiltration BMPs be proposed within the DMA without increasing [ Yes [JNo

hydroconsolidation risks?

Expansive Soils. Identify expansive soils (soils with an expansionindex greater
than 20) and the extent of such soils due to proposed full infiltration BMPs.

2B-2 Can full infiltration BMPs be proposed within the DMA without increasing O Yes O No
expansive soil risks?

The City of San Diego | Storm Water Standards | October 2018 Edition



Categorization of Infiltration Feasibility Condition based on Worksheet C.4-1:Form I-

Geotechnical Conditions 8A10

Liquefaction.Ifapplicable,identifymappedliquefactionareas.Evaluate
liguefaction hazards in accordance with Section 6.4.2 of the City of San
Diego's Guidelines for Geotechnical Reports (2011 or most recent edition).
Liquefaction hazard assessment shall take into account any increasein
JB-3 groundwaterelevationorgroundwater moundingthatcould occur as a result ] Yes ] No
of proposed infiltration or percolation facilities.

Can full infiltration BMPs be proposed within the DMA without increasing
liquefactionrisks?

Slope Stability. If applicable, perform a slope stability analysis in
accordance with the ASCE and Southern California Earthquake Center (2002)
Recommended Procedures for Implementation of DMG Special Publication
117, Guidelines for Analyzing and Mitigating Landslide Hazards in California
to determine minimum slope setbacks for full infiltration BMPs. See the City
of San Diego's Guidelines for Geotechnical Reports (2011) to determine [ Yes [ No
which type of slopestability analysis isrequired.

2B-4

Can full infiltration BMPs be proposed within the DMA without increasing
slope stabilityrisks?

Other Geotechnical Hazards. Identify site-specific geotechnical hazards not
already mentioned (referto Appendix C.2.1).

Can full infiltration BMPs be proposed within the DMA without increasing
2B-5 . ) A : O Yes I No
risk of geologic or geotechnical hazards not already mentioned?

Setbacks. Establish setbacks from underground utilities, structures, and/or
retaining walls. Reference applicable ASTM or otherrecognized standard in
the geotechnical report.

2B-6 [ Yes O No

Can full infiltration BMPs be proposed within the DMA using established
setbacks from underground utilities, structures, and/or retaining walls?

The City of San Diego | Storm Water Standards | October 2018 Edition



Categorization of Infiltration Feasibility Condition based on Worksheet C.4-1:Form I-

Geotechnical Conditions 8A10

Mitigation Measures. Propose mitigation measures for each
geologic/geotechnical hazard identified in Step 2B. Provide a discussion of
geologic/geotechnical hazards that would prevent full infiltration BMPs that
cannot be reasonably mitigated in the geotechnical report. See Appendix
C.2.1.8 for a list of typically reasonable and typically unreasonable mitigation

measures.

2C [ Yes O No
Can mitigation measures be proposed to allow for full infiltration BMPs? If

the question in Step 2 is answered “Yes,” then answer “Yes” to Criteria 2
Result.

If the question in Step 2Cis answered “No,” then answer “No” to
Criteria 2Result.

Can infiltration greater than 0.5 inches per hour be allowed without
Criteria2 | increasing risk of geologic or geotechnical hazards that cannot be
Result reasonably mitigated to an acceptable level?

[ Yes O No

Summarize findings and basis; provide references to related reports or exhibits.

We performed two infiltration tests within the underlying Very Old Paralic Deposits and Scripps
Formation at the site. The results indicate an average rate of 0.02 inches per hour (with an applied factor
of safety of 2). Therefore, infiltration is considered infeasible at the site.

Part 1 Result — Full Infiltration Geotechnical Screening? Result

If answers to both Criteria 1 and Criteria 2 are “Yes”, a full infiltration

design is potentially feasible based on Geotechnical conditions only.
[ Full infiltration Condition

If either answer to Criteria 1 or Criteria 2 is “No”, a full infiltration
designis notrequired. X] Complete Part2

12 To be completed using gathered site information and best professional judgement considering the definition of MEP in the
MS4 Permit. Additional testing and/or studies may be required by City Engineer to substantiate findings.

The City of San Diego | Storm Water Standards | October 2018 Edition



Categorization of Infiltration Feasibility Condition based on Worksheet C.4-1:Form I-

Geotechnical Conditions 8A10

Part 2 — Partial vs. No Infiltration Feasibility Screening Criteria

DMA(s)BeingAnalyzed: ProjectPhase:

Callan Road Redevelopment Design

Criteria 3: Infiltration Rate Screening

3A

NRCS Type C, D, or “urban/unclassified”: Is the mapped hydrologic soil group according to the
NRCS Web Soil Survey or UC Davis Soil Web Mapper is Type C, D, or “urban/unclassified” and
corroborated by available site soildata?

[Yes; the site is mapped as C soils and a reliable infiltration rate of 0.15 in/hr. is used to size partial
infiltration BMPS. Answer “Yes” to Criteria 3 Result.

[Yes; the site is mapped as D soils or “urban/unclassified” and a reliable infiltration rate of 0.05
in/hr. is used to size partial infiltration BMPS. Answer “Yes” to Criteria 3 Result.

XINo; infiltration testing is conducted (refer to Table D.3-1), continue to Step 3B.

3B

Infiltration Testing Result: Is the reliable infiltration rate (i.e. average measured infiltration rate/2)
greater than 0.05 in/hr. and less than or equal to 0.5 in/hr?

[Yes; the site may support partial infiltration. Answer “Yes” to Criteria 3 Result.

XINo; the reliable infiltration rate (i.e. average measured rate/2) is less than 0.05 in/hr., partial
infiltration is not required. Answer “No” to Criteria 3 Result.

Criteria 3
Result

Is the estimated reliable infiltration rate (i.e., average measured infiltration rate/2) greater than or
equal to 0.05 inches/hour and less than or equal to 0.5 inches/hour at any location within each
DMA where runoff can reasonably be routedtoa BMP?

[OYes; Continue to Criteria 4.

XINo: Skip to Part 2 Result.

Summarize infiltration testing and/or mapping results (i.e. soil maps and series description used for infiltration

rate).

We performed two infiltration tests within the underlying Very Old Paralic Deposits and Scripps Formation at the site in areas
where less than 5 feet of fill exists. The results indicate an average rate of 0.02 inches per hour (with an applied factor of safety
of 2). Therefore, partial infiltration is considered infeasible at the site.

The City of San Diego | Storm Water Standards | October 2018 Edition




Categorization of Infiltration Feasibility Condition based on Worksheet C.4-1:Form I-

Geotechnical Conditions 8A10

Criteria 4: Geologic/Geotechnical Screening

If all questions in Step 4A are answered “Yes,” continue to Step 4B.

For any “No” answer in Step 4A answer “No” to Criteria 4 Result, and submit an “Infiltration Feasibility
Condition Letter” that meets the requirements in Appendix C.1.1. The geologic/geotechnical analyses
4A listed in Appendix C.2.1 do not apply to the DMA because one of the following setbacks cannot be
avoided and therefore result in the DMA being in a no infiltration condition. The setbacks must be the
closest horizontal radial distance from the surface edge (at the overflow elevation) of the BMP.

AA-1 Canthe proposed partialinfiltration BMP(s) avoid areas with existing fill Oy N
- materials greater than 5 feet thick? es °

Can the proposed partial infiltration BMP(s) avoid placement within
4A-2 10 feet of existing underground utilities, structures, or retaining walls? [ ves [J No

Can the proposed partial infiltration BMP(s) avoid placement within 50 feet of
4AA-3 a natural slope (>25%) or within a distance of 1.5H from fill slopes where H is [ Yes [ No
the height of the fill slope?

When full infiltration is determined to be feasible, a geotechnical investigation report must be prepared
that considerstherelevantfactorsidentifiedin AppendixC.2.1

4B
If all questions in Step 4B are answered “Yes,” then answer “Yes” to Criteria 4 Result. If there are any
“No” answers continue to Step 4C.
Hydroconsolidation. Analyze hydroconsolidation potential per approved
ASTM standard due to a proposed full infiltration BMP.
4B-1 Can partial infiltration BMPs be proposed within the DMA without increasing [ Yes 1 No

hydroconsolidation risks?

Expansive Soils. Identify expansive soils (soils with an expansion index
greater than 20) and the extent of such soils due to proposed full

infiltration BMPs.
4B-2 [ Yes O No

Can partial infiltration BMPs be proposed within the DMA without
increasing expansive soil risks?
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Categorization of Infiltration Feasibility Condition based on Worksheet C.4-1:Form I-

Geotechnical Conditions 8A10

Liquefaction. If applicable, identify mapped liquefaction areas. Evaluate
liquefaction hazards in accordance with Section 6.4.2 of the City of San
Diego's Guidelines for Geotechnical Reports (2011). Liquefaction hazard
assessment shall take into account any increase ingroundwater elevation
4B-3 orgroundwater moundingthat could occur as a result of proposed [ Yes O No
infiltration or percolation facilities.

Can partial infiltration BMPs be proposed within the DMA without
increasing liquefactionrisks?

Slope Stability. If applicable, perform a slope stability analysis in
accordancewiththe ASCEandSouthernCaliforniaEarthquakeCenter (2002)
RecommendedProceduresforimplementationof DMG Special Publication
117, Guidelines for Analyzing and Mitigating Landslide Hazards in
California to determine minimum slope setbacks for full infiltration BMPs.
4B-4 See the City of San Diego's Guidelines for Geotechnical Reports(2011)to [ Yes [ No
determine which type of slope stability analysis isrequired.

Can partial infiltration BMPs be proposed within the DMA without
increasing slope stabilityrisks?

Other Geotechnical Hazards. Identify site-specific geotechnical hazards
notalready mentioned (referto AppendixC.2.1).

4B-5 Can partial infiltration BMPs be proposed within the DMA without O Yes L1 No
increasing risk of geologic or geotechnical hazards not already
mentioned?

Setbacks. Establish setbacks from underground utilities, structures,
and/or retaining walls. Reference applicable ASTM or other recognized
standard in the geotechnical report.

4B-6
Can partial infiltration BMPs be proposed within the DMA using [ Yes [ No

recommended setbacks from underground utilities, structures, and/or
retaining walls?

Mitigation Measures. Propose mitigation measures for each
geologic/geotechnical hazard identified in Step 4B. Provide a discussion on
geologic/geotechnical hazards that would prevent partial infiltration BMPs
that cannot be reasonably mitigated in the geotechnical report. See
Appendix C.2.1.8 for a list of typically reasonable and typically unreasonable
mitigation measures.

4C [ Yes [ No
Can mitigation measures be proposed to allow for partial infiltration

BMPs? If the question in Step 4C is answered “Yes,” then answer “Yes” to
Criteria 4 Result.

If the question in Step 4C is answered “No,” then answer “No” to
Criteria 4Result.
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Categorization of Infiltration Feasibility Condition based on Worksheet C.4-1:Form I-

Geotechnical Conditions 8A10

Can infiltration of greater than or equal to 0.05 inches/hour and less
Criteria 4 than or equal to 0.5 inches/hour be allowed without increasing the risk
Result of geologic or geotechnical hazards that cannot be reasonably [ Yes [ No
mitigated to an acceptable level?

Summarize findings and basis; provide references to related reports or exhibits.

Part 2 — Partial Infiltration Geotechnical Screening Result!? Result
If answers to both Criteria 3 and Criteria 4 are “Yes”, a partial infiltration designiis [ partial Infiltration
potentially feasible based on geotechnical conditions only. Condition

If answers to either Criteria 3 or Criteria 4 is “No”, then infiltration of any volume

is considered to be infeasible within the site. B No Infiltration

Condition

1B To be completed using gathered site information and best professional judgement considering the
definition of MEP in the MS4 Permit. Additional testing and/or studies may be required by City
Engineer to substantiate findings
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DMA A

Design Capture Volume Worksheet B.2-1

1 | 85% percentile 24-hr storm depth from Figure B.1-1 d= 0.49 inches

2 | Area tributary to BMP (s) A= 5.04 acres

3 grzezi)welghted runoff factor (estimate using Appendix B.1.1 and Cc= 9 unitless

Trees Credit Volume

4 | Note: In the SWQMP list the number of trees, size of each tree, TCV= |0 cubic-feet
amount of soil volume installed for each tree, contributing area to
each tree and the inlet opening dimension for each tree.

Rain barrels Credit Volume

> | Note: In the SWQMP list the number of rain barrels, size of each RCV="10 cubic-feet
rain barrel and the use of the captured storm water runoff.
6 | Calculate DCV = (3630 xCxdx A) — TCV - RCV DCV= |8068| cubic-feet
The City of San Diego | Storm Water Standards SD)
Worksheet B.2-1 | January 2018 Edition
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DMA E

Design Capture Volume Worksheet B.2-1

1 | 85% percentile 24-hr storm depth from Figure B.1-1 d= 0.49 inches

2 | Area tributary to BMP (s) A= 1.15 acres

3 grzezi)welghted runoff factor (estimate using Appendix B.1.1 and Cc= 9 unitless

Trees Credit Volume

4 | Note: In the SWQMP list the number of trees, size of each tree, TCV= |0 cubic-feet
amount of soil volume installed for each tree, contributing area to
each tree and the inlet opening dimension for each tree.

Rain barrels Credit Volume

> | Note: In the SWQMP list the number of rain barrels, size of each RCV="10 cubic-feet
rain barrel and the use of the captured storm water runoff.
6 | Calculate DCV = (3630 xCxdx A) — TCV - RCV DCV= |1841/| cubic-feet
The City of San Diego | Storm Water Standards SD)
Worksheet B.2-1 | January 2018 Edition
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DMAH

Design Capture Volume Worksheet B.2-1

1 | 85% percentile 24-hr storm depth from Figure B.1-1 d= 0.49 inches

2 | Area tributary to BMP (s) A= 0.34 acres

3 grzezi)welghted runoff factor (estimate using Appendix B.1.1 and Cc= 0.9 unitless

Trees Credit Volume

4 | Note: In the SWQMP list the number of trees, size of each tree, TCV= |0 cubic-feet
amount of soil volume installed for each tree, contributing area to
each tree and the inlet opening dimension for each tree.

Rain barrels Credit Volume

> | Note: In the SWQMP list the number of rain barrels, size of each RCV="10 cubic-feet
rain barrel and the use of the captured storm water runoff.
6 | Calculate DCV = (3630 xCxdx A) — TCV - RCV DCV= |544 | cubic-feet
The City of San Diego | Storm Water Standards SD)
Worksheet B.2-1 | January 2018 Edition
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2/4/2020

The City of

SAN DIEGQO)

Project Name Healthpeak Callan Rd

BMP 1D

1 (DMA A)

Sizing Method for Volume Retention Criteria Worksheet B.5-2

1 |Area draining to the BMP 219,542 sq. ft.
2 |Adjusted runoff factor for drainage area (Refer to Appendix B.1 and B.2) 0.85
3 |8s" percentile 24-hour rainfall depth 0.49 inches
4  |Design capture volume [Line 1 x Line 2 x (Line 3/12)] 7620 cu. ft.
Volume Retention Requirement
Measured infiltration rate in the DMA
Note:
When mapped hydrologic soil groups are used enter 0.10 for NRCS Type D soils and for NRCS
5 |Type C soils enter 0.30 0 in/hr.
When in no infiltration condition and the actual measured infiltration rate is unknown enter 0.0 if
there are geotechnical and/or groundwater hazards identified in Appendix C or enter 0.05
6 |Factor of safety 2
7 |Reliable infiltration rate, for biofiltration BMP sizing [Line 5/ Line 6] 0 in/hr.
Average annual volume reduction target (Figure B.5-2)
8 When Line 7 > 0.01 in/hr. = Minimum (40, 166.9 x Line 7 +6.62) 35 %
When Line 7 < 0.01 in/hr. = 3.5%
Fraction of DCV to be retained (Figure B.5-3)
When Line 8 > 8% =
9 10.0000013 x Line 8* - 0.000057 x Line 8” + 0.0086 x Line 8 - 0.014 0.023
When Line 8 < 8% = 0.023
10 |Target volume retention [Line 9 x Line 4] 175 cu. ft.

Version 1.0 - June 2017



2/4/2020

The City of

SAN DIEGO)

Project Name Healthpeak Callan Rd

BMP 1D

2 (DMA E)

Sizing Method for Volume Retention Criteria Worksheet B.5-2

1 |Area draining to the BMP 50094 sq. ft.
2 |Adjusted runoff factor for drainage area (Refer to Appendix B.1 and B.2) 0.85
3 |8s" percentile 24-hour rainfall depth 0.49 inches
4  |Design capture volume [Line 1 x Line 2 x (Line 3/12)] 1739 cu. ft.
Volume Retention Requirement
Measured infiltration rate in the DMA
Note:
When mapped hydrologic soil groups are used enter 0.10 for NRCS Type D soils and for NRCS
5 |Type C soils enter 0.30 0 in/hr.
When in no infiltration condition and the actual measured infiltration rate is unknown enter 0.0 if
there are geotechnical and/or groundwater hazards identified in Appendix C or enter 0.05
6 |Factor of safety 2
7 |Reliable infiltration rate, for biofiltration BMP sizing [Line 5/ Line 6] 0 in/hr.
Average annual volume reduction target (Figure B.5-2)
8 When Line 7 > 0.01 in/hr. = Minimum (40, 166.9 x Line 7 +6.62) 35 %
When Line 7 <0.01 in/hr. = 3.5%
Fraction of DCV to be retained (Figure B.5-3)
When Line 8 > 8% =
9 10.0000013 x Line 8* - 0.000057 x Line 8” + 0.0086 x Line 8 - 0.014 0.023
When Line 8 < 8% = 0.023
10 |Target volume retention [Line 9 x Line 4] 40 cu. ft.

Version 1.0 - June 2017



2/4/2020

The City of

SAN DIEGO)

Project Name Healthpeak Callan Rd

BMP 1D

8 (DMA H)

Sizing Method for Volume Retention Criteria Worksheet B.5-2

1 |Area draining to the BMP 14810 sq. ft.
2 |Adjusted runoff factor for drainage area (Refer to Appendix B.1 and B.2) 0.85
3 |8s" percentile 24-hour rainfall depth 0.49 inches
4 |Design capture volume [Line 1 x Line 2 x (Line 3/12)] 514 cu. ft.
Volume Retention Requirement
Measured infiltration rate in the DMA
Note:
When mapped hydrologic soil groups are used enter 0.10 for NRCS Type D soils and for NRCS
5 |Type C soils enter 0.30 0 in/hr.
When in no infiltration condition and the actual measured infiltration rate is unknown enter 0.0 if
there are geotechnical and/or groundwater hazards identified in Appendix C or enter 0.05
6 |Factor of safety 2
7 |Reliable infiltration rate, for biofiltration BMP sizing [Line 5/ Line 6] 0 in/hr.
Average annual volume reduction target (Figure B.5-2)
8 When Line 7 > 0.01 in/hr. = Minimum (40, 166.9 x Line 7 +6.62) 35 %
When Line 7 < 0.01 in/hr. = 3.5%
Fraction of DCV to be retained (Figure B.5-3)
When Line 8 > 8% =
9 10.0000013 x Line 8* - 0.000057 x Line 8” + 0.0086 x Line 8 - 0.014 0.023
When Line 8 < 8% = 0.023
10 |Target volume retention [Line 9 x Line 4] 12 cu. ft.

Version 1.0 - June 2017



DMA A

Flow-thru Design Flows Worksheet B.6-1

1| DCV DCV 8068 cubic-feet
2 | DCV retained DCV etainea | 175 cubic-feet
3 | DCV biofiltered DCVyiofiterea |0 cubic-feet
DCV requiring flow-thru .
4 (Line 1 — Line 2 — 0.67*Line 3) DCViow-tra | 7893 cubic-feet
5 | Adjustment factor (Line 4 / Line 1) AF= 0.98 unitless
6 | Design rainfall intensity i= 0.20 in/hr.
7 | Area tributary to BMP (s) A= 5.04 acres
3 ,]’;\rze)a—welghted runoff factor (estimate using Appendix C= 09 unitless
9 | Calculate Flow Rate = AF x (Cxix A) Q= 0.889 cfs
1. Adjustment factor shall be estimated considering only retention and biofiltration BMPs located upstream of
flow-thru BMPs. That is, if the flow-thru BMP is upstream of the project's retention and biofiltration
BMPs then the flow-thru BMP shall be sized using an adjustment factor of 1.
2. Volume based (e.g., dry extended detention basin) flow-thru treatment control BMPs shall be sized to the
volume in Line 4 and flow based (e.g., vegetated swales) shall be sized to flow rate in Line 9. Sand filter
and media filter can be designed either by volume in Line 4 or flow rate in Line 9.
3. Proprietary BMPs, if used, shall provide certified treatment capacity equal to or greater than the calculated

flow rate in Line 9; certified treatment capacity per unit shall be consistent with third party certifications.

SECTION F.2.2 SIZING OF FLOW BASED COMPACT BIOFILTRATION BMP

Q=15XQ(B..6-1)
Q =1.5X0.889cfs
= 1.33cfs

1
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DMA E

Flow-thru Design Flows Worksheet B.6-1

1| DCV DCV 1841 cubic-feet
2 | DCV retained DCV tainea |40 cubic-feet
3 | DCV biofiltered DCVyofiltered cubic-feet
DCV requiring flow-thru .
b (Line 1 — Line 2 — 0.67*Line 3) DCVhow-tra | 1799 cubic-feet
5 | Adjustment factor (Line 4 / Line 1) AF= 0.98 unitless
6 | Design rainfall intensity i= 0.20 in/hr.
7 | Area tributary to BMP (s) A= 1.15 acres
3 ,]’;\rze)a—welghted runoff factor (estimate using Appendix C= 09 unitless
9 | Calculate Flow Rate = AF x (Cxix A) Q= 0.203 cfs
1. Adjustment factor shall be estimated considering only retention and biofiltration BMPs located upstream of
flow-thru BMPs. That is, if the flow-thru BMP is upstream of the project's retention and biofiltration
BMPs then the flow-thru BMP shall be sized using an adjustment factor of 1.
2. Volume based (e.g., dry extended detention basin) flow-thru treatment control BMPs shall be sized to the
volume in Line 4 and flow based (e.g., vegetated swales) shall be sized to flow rate in Line 9. Sand filter
and media filter can be designed either by volume in Line 4 or flow rate in Line 9.
3. Proprietary BMPs, if used, shall provide certified treatment capacity equal to or greater than the calculated

flow rate in Line 9; certified treatment capacity per unit shall be consistent with third party certifications.

SECTION F.2.2 SIZING OF FLOW BASED COMPACT BIOFILTRATION BMP

Q=15XQ(B..6-1)
Q =1.5X0.203cfs
=0.304 cfs

1
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DMA H

Flow-thru Design Flows Worksheet B.6-1

1| DCV DCV 544 cubic-feet
2 | DCV retained DCV tainea |12 cubic-feet
3 | DCV biofiltered DCVyiofiterea |0 cubic-feet
DCV requiring flow-thru .
b (Line 1 — Line 2 — 0.67*Line 3) DCVfiow-tru | 532 cubic-feet
5 | Adjustment factor (Line 4 / Line 1) AF= 0.98 unitless
6 | Design rainfall intensity i= 0.20 in/hr.
7 | Area tributary to BMP (s) A= 0.34 acres
3 ,]’;\rze)a—welghted runoff factor (estimate using Appendix C= 09 unitless
9 | Calculate Flow Rate = AF x (Cxix A) Q= 0.06 cfs
1. Adjustment factor shall be estimated considering only retention and biofiltration BMPs located upstream of
flow-thru BMPs. That is, if the flow-thru BMP is upstream of the project's retention and biofiltration
BMPs then the flow-thru BMP shall be sized using an adjustment factor of 1.
2. Volume based (e.g., dry extended detention basin) flow-thru treatment control BMPs shall be sized to the
volume in Line 4 and flow based (e.g., vegetated swales) shall be sized to flow rate in Line 9. Sand filter
and media filter can be designed either by volume in Line 4 or flow rate in Line 9.
3. Proprietary BMPs, if used, shall provide certified treatment capacity equal to or greater than the calculated

flow rate in Line 9; certified treatment capacity per unit shall be consistent with third party certifications.

SECTION F.2.2 SIZING OF FLOW BASED COMPACT BIOFILTRATION BMP

Q=15XQ(B..6-1)
Q =1.5X0.06¢cfs
=0.09 cfs

1
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Compact (high rate) Biofiltration BMP Checklist
Compact (high rate) biofiltration BMPs have a media filtration rate greater than 5 in/hr. and a media
surface area smaller than 3% of contributing area times adjusted runoff factor. Compact
biofiltration BMPs are typically proprietary BMPs that may qualify as biofiltration.

A compact biofiltration BMP may satisfy the pollutant control requirements for a DMA onsite in
some cases. This depends on the characteristics of the DMA and the performance certification/data
of the BMP. If the pollutant control requirements for a DMA are met onsite, then the DMA is not
required to participate in an offsite storm water alternative compliance program to meet its
pollutant control obligations.

An applicant using a compact biofiltration BMP to meet the pollutant control requirements onsite
must complete Section 1 of this form and include it in the PDP SWQMP. A separate form must be
completed for each DMA. In instances where the City Engineer does not agree with the applicant’s
determination, Section 2 of this form will be completed by the City and returned to the applicant.

Section 1: Biofiltration Criteria Checklist (Appendix F)

Refer to Part 1 of the Storm Water Standards to complete this section. When separate
forms/worksheets are referenced below, the applicant must also complete these separate
forms/worksheets (as applicable) and include in the PDP SWQMP. The criteria numbers below
correspond to the criteria numbers in Appendix F.

Criteria Answer Progression
Criteria 1 and 3: O  FullInfiltration Stop. Compact biofiltration BMP is not allowed.
) o . Condition
What is the infiltration condition of
the DMA? Compact biofiltration BMP is only allowed, if the
target volume retention is met onsite (Refer to
Refer to Section 5.4.2 and Table B.5-1 in Appendix B.5). Use Worksheet B.5-
Appendix C of the BMP Design 2 in Appendix B.5 to estimate the target volume
Manual (Part 1 of Storm Water O Partial retention (Note: retention in this context means
Standards) for guidance. Infiltration reduction).
Applicant must complete and Condition If the required volume reduction is achieved
include the following in the PDP proceed to Criteria 2.
SWQMP submittal to support the
feasibility determination: If the required volume reduction is not achieved,
Infiltrati Feasibilit compact biofiltration BMP is not allowed. Stop.
* (_[] ! (;i,lonl_ tter- castbity Compact biofiltration BMP is allowed if volume
ondition Letter, or retention criteria in Table B.5-1 in Appendix B.5
e Worksheet C.4-1: Form [-8A for the no infiltration condition is met.
and Worksheet C.4-2: Form I- Compliance with this criterion must be
8B. documented in the PDP SWQMP.
® NoInfiltration
iti If th iteria in Table B.5-1 i t proceed to
Applicant must complete and Condition e trieria in fable 'S met p
. ) o Criteria 2.
include all applicable sizing
Z\Logrﬁ?tzefts i the  SWQMP If the criteria in Table B.5-1 is not met, compact
biofiltration BMP is not allowed. Stop.
1 The City of San Diego | Storm Water Standards SDJ
Form I-10 | January 2018 Edition




Compact (high rate) Biofiltration BMP Checklist Form I-10
Provide basis for Criteria 1 and 3:

Feasibility Analysis:

Summarize findings and include either infiltration feasibility condition letter or Worksheet C.4-1:
Form I-8A and Worksheet C.4-2: Form [-8B in the PDP SWQMP submittal.

If Partial Infiltration Condition:

Provide documentation that target volume retention is met (include Worksheet B.5-2 in the PDP
SWQMP submittal). Worksheet B.5-7 in Appendix B.5 can be used to estimate volume retention
benefits from landscape areas.

If No Infiltration Condition:

Provide documentation that the volume retention performance standard is met (include Worksheet
B.5-2 in the PDP SWQMP submittal) in the PDP SWQMP submittal. Worksheet B.5-6 in Appendix B.5
can be used to document that the performance standard is met.

Criteria Answer Progression

Criteria 2: Use guidance from Appendix F.2.2 to size the
Is the compact biofiltration BMP compact biofiltration BMP to meet the flow
sized to meet the performance based criteria. Include the calculations in the PDP
standard from the MS4 Permit? SWQMP.

® Meets Flow Use parameters for sizing consistent with
Refer to Appendix B.5 and based Criteria manufacturer guidelines and conditions of its
Appendix F.2 of the BMP Design third party certifications (i.e. a BMP certified at a
Manual (Part 1 of Storm Water loading rate of 1 gpm/sq. ft. cannot be designed
Standards) for guidance. using a loading rate of 1.5 gpm/sq. ft.)

Proceed to Criteria 4.

Provide documentation that the compact
biofiltration BMP has a total static (i.e. non-
routed) storage volume, including pore-spaces

O Meets Volume and pre-filter detention volume (Refer to
based Criteria Appendix B.5 for a schematic) of at least 0.75
times the portion of the DCV not reliably retained

onsite.

Proceed to Criteria 4.

O Does not Meet Stop. Compact biofiltration BMP is not allowed.

either criteria

2 The City of San Diego | Storm Water Standards
Form I-10 | January 2018 Edition SD)




Form I-10

Compact (high rate) Biofiltration BMP Checklist
Provide basis for Criteria 2:

Provide documentation that the BMP meets the numeric criteria and is designed consistent with the
manufacturer guidelines and conditions of its third-party certification (i.e., loading rate, etc., as
applicable).

Criteria Answer

Progression

Criteria 4:

Does the compact biofiltration
BMP meet the pollutant treatment
performance standard for the
projects most significant
pollutants of concern?

Refer to Appendix B.6 and
Appendix F.1 of the BMP Design
Manual (Part 1 of Storm Water
Standards) for guidance.

® Yes, meets the
TAPE
certification.

Provide documentation that the compact BMP
has an appropriate TAPE certification for the
projects most significant pollutants of concern.

Proceed to Criteria 5.

O VYes, through
other third-party
documentation

Acceptance of third-party documentation is at
the discretion of the City Engineer. The City
engineer will consider, (a) the data submitted; (b)
representativeness of the data submitted; and (c)
consistency of the BMP performance claims with
pollutant control objectives in Table F.1-2 and
Table F.1-1 while making this determination. If a
compact biofiltration BMP is not accepted, a
written explanation/ reason will be provided in
Section 2.

Proceed to Criteria 5.

O No

Stop. Compact biofiltration BMP is not allowed.

Provide basis for Criteria 4:

Provide documentation that identifies the projects most significant pollutants of concern and TAPE
certification or other third party documentation that shows that the compact biofiltration BMP

meets the pollutant treatment performance standard for the projects most significant pollutants of
concern,

3
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Compact (high rate) Biofiltration BMP Checklist Form I-10
Criteria Answer Progression

Criteria 5: Provide documentation that the compact
Is the compact biofiltration BMP biofiltration BMP support appropriate biological
designed to promote appropriate © ves activity. Refer to Appendix F for guidance.
biological activity to support and Proceed to Criteria 6.
maintain treatment process?
Refer to Appendix F of the BMP Stop. Compact biofiltration BMP is not allowed.
Design Manual (Part 1 of Storm O No
Water Standards) for guidance.

Provide basis for Criteria 5:

Provide documentation that appropriate biological activity is supported by the compact biofiltration
BMP to maintain treatment process.

Criteria Answer Progression
Criteria 6: Provide documentation that the compact
Is the compact biofiltration BMP biofiltration BMP is used in a manner consistent
designed with a hydraulicloading | ® vyes with manufacturer guidelines and conditions of
rate to prevent erosion, scour and its third-party certification.
channeling within the BMP? Proceed to Criteria 7
o N Stop. Compact biofiltration BMP is not allowed.
o)

Provide basis for Criteria 6:

Provide documentation that the BMP meets the numeric criteria and is designed consistent with the
manufacturer guidelines and conditions of its third-party certification (i.e., maximum tributary area,
maximum inflow velocities, etc., as applicable).

4 The City of San Diego | Storm Water Standards
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Form I-10

Compact (high rate) Biofiltration BMP Checklist

Criteria

Answer

Progression

Criteria 7:

Is the compact biofiltration BMP
maintenance plan consistent with
manufacturer guidelines and
conditions of its third-party
certification (i.e., maintenance
activities, frequencies)?

® VYes,andthe

compact BMP is
privately owned,
operated and

not in the public

Submit a maintenance agreement that will also
include a statement that the BMP will be
maintained in accordance with manufacturer
guidelines and conditions of third-party
certification.

right of way. Stop. The compact biofiltration BMP meets the
required criteria.

Approval is at the discretion of the City Engineer.

The city engineer will consider maintenance

O Yes, and the requirements, cost of maintenance activities,

BMP is either relevant  previous local experience with

owned or operation and maintenance of the BMP type,

operated by the | ability to continue to operate the system in event

City or in the that the vending company is no longer operating

public right of
way.

as a business or other relevant factors while
making the determination.

Stop. Consult the
determination.

City Engineer for a

o

No

Stop. Compact biofiltration BMP is not allowed.

Provide basis for Criteria 7:

Include copy of manufacturer guidelines and conditions of third-party certification in the
maintenance agreement. PDP SWQMP must include a statement that the compact BMP will be
maintained in accordance with manufacturer guidelines and conditions of third-party certification.

5 The City of San Diego | Storm Water Standards
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Compact (high rate) Biofiltration BMP Checklist Form I-10

Section 2: Verification (For City Use Only)
Is the proposed compact BMP accepted by the City O VYes
Engineer for onsite pollutant control compliance for O No, See explanation below
the DMA?
Explanation/reason if the compact BMP is not accepted by the City for onsite pollutant control
compliance:

6 The City of San Diego | Storm Water Standards SD)
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December 2015

GENERAL USE LEVEL DESIGNATION FOR BASIC, ENHANCED, AND

PHOSPHORUS TREATMENT

For the

MWS-Linear Modular Wetland

Ecology’s Decision:

Based on Modular Wetland Systems, Inc. application submissions, including the Technical
Evaluation Report, dated April 1, 2014, Ecology hereby issues the following use level
designation:

General use level designation (GULD) for the MWS-Linear Modular Wetland Stormwater
Treatment System for Basic treatment

1.

Sized at a hydraulic loading rate of 1 gallon per minute (gpm) per square foot (sq ft) of
wetland cell surface area. For moderate pollutant loading rates (low to medium density
residential basins), size the Prefilters at 3.0 gpm/sq ft of cartridge surface area. For high
loading rates (commercial and industrial basins), size the Prefilters at 2.1 gpm/sq ft of
cartridge surface area.

General use level designation (GULD) for the MWS-Linear Modular Wetland Stormwater
Treatment System for Phosphorus treatment

Sized at a hydraulic loading rate of 1 gallon per minute (gpm) per square foot (sq ft) of
wetland cell surface area. For moderate pollutant loading rates (low to medium density
residential basins), size the Prefilters at 3.0 gpm/sq ft of cartridge surface area. For high
loading rates (commercial and industrial basins), size the Prefilters at 2.1 gpm/sq ft of
cartridge surface area.

General use level designation (GULD) for the MWS-Linear Modular Wetland Stormwater
Treatment System for Enhanced treatment

Sized at a hydraulic loading rate of 1 gallon per minute (gpm) per square foot (sq ft) of
wetland cell surface area. For moderate pollutant loading rates (low to medium density
residential basins), size the Prefilters at 3.0 gpm/sq ft of cartridge surface area. For high
loading rates (commercial and industrial basins), size the Prefilters at 2.1 gpm/sq ft of
cartridge surface area.



4. Ecology approves the MWS - Linear Modular Wetland Stormwater Treatment System units
for Basic, Phosphorus, and Enhanced treatment at the hydraulic loading rate listed above.
Designers shall calculate the water quality design flow rates using the following procedures:

e Western Washington: For treatment installed upstream of detention or retention, the
water quality design flow rate is the peak 15-minute flow rate as calculated using the
latest version of the Western Washington Hydrology Model or other Ecology-approved
continuous runoff model.

e Eastern Washington: For treatment installed upstream of detention or retention, the
water quality design flow rate is the peak 15-minute flow rate as calculated using one of
the three methods described in Chapter 2.2.5 of the Stormwater Management Manual
for Eastern Washington (SWMMEW) or local manual.

e Entire State: For treatment installed downstream of detention, the water quality design
flow rate is the full 2-year release rate of the detention facility.

5. These use level designations have no expiration date but may be revoked or amended by
Ecology, and are subject to the conditions specified below.

Ecology’s Conditions of Use:

Applicants shall comply with the following conditions:

1. Design, assemble, install, operate, and maintain the MWS — Linear Modular Wetland
Stormwater Treatment System units, in accordance with Modular Wetland Systems, Inc.
applicable manuals and documents and the Ecology Decision.

2. Each site plan must undergo Modular Wetland Systems, Inc. review and approval before
site installation. This ensures that site grading and slope are appropriate for use of a MWS
— Linear Modular Wetland Stormwater Treatment System unit.

3. MWS — Linear Modular Wetland Stormwater Treatment System media shall conform to the
specifications submitted to, and approved by, Ecology.

4. The applicant tested the MWS — Linear Modular Wetland Stormwater Treatment System
with an external bypass weir. This weir limited the depth of water flowing through the
media, and therefore the active treatment area, to below the root zone of the plants. This
GULD applies to MWS — Linear Modular Wetland Stormwater Treatment Systems whether
plants are included in the final product or not.

5. Maintenance: The required maintenance interval for stormwater treatment devices is often
dependent upon the degree of pollutant loading from a particular drainage basin. Therefore,
Ecology does not endorse or recommend a “one size fits all” maintenance cycle for a
particular model/size of manufactured filter treatment device.

e Typically, Modular Wetland Systems, Inc. designs MWS - Linear Modular Wetland
systems for a target prefilter media life of 6 to 12 months.

¢ Indications of the need for maintenance include effluent flow decreasing to below the
design flow rate or decrease in treatment below required levels.

e Owners/operators must inspect MWS - Linear Modular Wetland systems for a minimum
of twelve months from the start of post-construction operation to determine site-specific



maintenance schedules and requirements. You must conduct inspections monthly during
the wet season, and every other month during the dry season. (According to the
SWMMWW, the wet season in western Washington is October 1 to April 30. According
to SWMMEW, the wet season in eastern Washington is October 1 to June 30). After the
first year of operation, owners/operators must conduct inspections based on the findings
during the first year of inspections.

Conduct inspections by qualified personnel, follow manufacturer’s guidelines, and use
methods capable of determining either a decrease in treated effluent flowrate and/or a
decrease in pollutant removal ability.

When inspections are performed, the following findings typically serve as maintenance
triggers:

e Standing water remains in the vault between rain events, or
e Bypass occurs during storms smaller than the design storm.

e If excessive floatables (trash and debris) are present (but no standing water or
excessive sedimentation), perform a minor maintenance consisting of gross solids
removal, not prefilter media replacement.

e Additional data collection will be used to create a correlation between pretreatment
chamber sediment depth and pre-filter clogging (see Issues to be Addressed by the
Company section below)

6. Discharges from the MWS - Linear Modular Wetland Stormwater Treatment System units
shall not cause or contribute to water quality standards violations in receiving waters.

Applicant: Modular Wetland Systems, Inc.
Applicant's Address: PO. Box 869

Oceanside, CA 92054

Application Documents:

Original Application for Conditional Use Level Designation, Modular Wetland System,
Linear Stormwater Filtration System Modular Wetland Systems, Inc., January 2011

Quality Assurance Project Plan: Modular Wetland system — Linear Treatment System
performance Monitoring Project, draft, January 2011.

Revised Application for Conditional Use Level Designation, Modular Wetland System,
Linear Stormwater Filtration System Modular Wetland Systems, Inc., May 2011

Memorandum: Modular Wetland System-Linear GULD Application Supplementary Data,
April 2014

Technical Evaluation Report: Modular Wetland System Stormwater Treatment System
Performance Monitoring, April 2014.



Applicant's Use Level Request:

General use level designation as a Basic, Enhanced, and Phosphorus treatment device in
accordance with Ecology’s Guidance for Evaluating Emerging Stormwater Treatment
Technologies Technology Assessment Protocol — Ecology (TAPE) January 2011 Revision.

Applicant's Performance Claims:

e The MWS — Linear Modular wetland is capable of removing a minimum of 80-percent
of TSS from stormwater with influent concentrations between 100 and 200 mg/I.

e The MWS — Linear Modular wetland is capable of removing a minimum of 50-percent
of Total Phosphorus from stormwater with influent concentrations between 0.1 and 0.5
mg/l.

e The MWS — Linear Modular wetland is capable of removing a minimum of 30-percent
of dissolved Copper from stormwater with influent concentrations between 0.005 and
0.020 mg/l.

e The MWS — Linear Modular wetland is capable of removing a minimum of 60-percent
of dissolved Zinc from stormwater with influent concentrations between 0.02 and 0.30
mg/l.

Ecology Recommendations:

e Modular Wetland Systems, Inc. has shown Ecology, through laboratory and field-
testing, that the MWS - Linear Modular Wetland Stormwater Treatment System filter
system is capable of attaining Ecology's Basic, Total phosphorus, and Enhanced
treatment goals.

Findings of Fact:
Laboratory Testing
The MWS-Linear Modular wetland has the:

e Capability to remove 99 percent of total suspended solids (using Sil-Co-Sil 106) in a
quarter-scale model with influent concentrations of 270 mg/L.

e Capability to remove 91 percent of total suspended solids (using Sil-Co-Sil 106) in
laboratory conditions with influent concentrations of 84.6 mg/L at a flow rate of 3.0
gpm per square foot of media.

e Capability to remove 93 percent of dissolved Copper in a quarter-scale model with
influent concentrations of 0.757 mg/L.

e Capability to remove 79 percent of dissolved Copper in laboratory conditions with
influent concentrations of 0.567 mg/L at a flow rate of 3.0 gpm per square foot of
media.

o Capability to remove 80.5-percent of dissolved Zinc in a quarter-scale model with
influent concentrations of 0.95 mg/L at a flow rate of 3.0 gpm per square foot of media.

e Capability to remove 78-percent of dissolved Zinc in laboratory conditions with influent
concentrations of 0.75 mg/L at a flow rate of 3.0 gpm per square foot of media.



Field Testing

Modular Wetland Systems, Inc. conducted monitoring of an MWS-Linear (Model

# MWS-L-4-13) from April 2012 through May 2013, at a transportation maintenance
facility in Portland, Oregon. The manufacturer collected flow-weighted composite
samples of the system’s influent and effluent during 28 separate storm events. The
system treated approximately 75 percent of the runoff from 53.5 inches of rainfall
during the monitoring period. The applicant sized the system at 1 gpm/sq ft. (wetland
media) and 3gpm/sq ft. (prefilter).

Influent TSS concentrations for qualifying sampled storm events ranged from 20 to 339
mg/L. Average TSS removal for influent concentrations greater than 100 mg/L (n=7)
averaged 85 percent. For influent concentrations in the range of 20-100 mg/L (n=18),
the upper 95 percent confidence interval about the mean effluent concentration was
12.8 mg/L.

Total phosphorus removal for 17 events with influent TP concentrations in the range of
0.1 to 0.5 mg/L averaged 65 percent. A bootstrap estimate of the lower 95 percent
confidence limit (LCL95) of the mean total phosphorus reduction was 58 percent.

The lower 95 percent confidence limit of the mean percent removal was 60.5 percent for
dissolved zinc for influent concentrations in the range of 0.02 to 0.3 mg/L (n=11).

The lower 95 percent confidence limit of the mean percent removal was 32.5 percent for
dissolved copper for influent concentrations in the range of 0.005 to 0.02 mg/L (n=14)
at flow rates up to 28 gpm (design flow rate 41 gpm). Laboratory test data augmented
the data set, showing dissolved copper removal at the design flow rate of 41 gpm (93
percent reduction in influent dissolved copper of 0.757 mg/L).

Issues to be addressed by the Company:

1. Modular Wetland Systems, Inc. should collect maintenance and inspection data for the

first year on all installations in the Northwest in order to assess standard maintenance
requirements for various land uses in the region. Modular Wetland Systems, Inc. should
use these data to establish required maintenance cycles.

Modular Wetland Systems, Inc. should collect pre-treatment chamber sediment depth
data for the first year of operation for all installations in the Northwest. Modular
Wetland Systems, Inc. will use these data to create a correlation between sediment depth
and pre-filter clogging.

Technology Description:
Download at http://www.modularwetlands.com/

Contact Information:
Applicant: Greg Kent

Modular Wetland Systems, Inc.
P.O. Box 869

Oceanside, CA 92054
gkent@biocleanenvironmental.net



http://www.modularwetlands.com/
mailto:gkent@biocleanenvironmental.net

Applicant website: http://www.modularwetlands.com/

Ecology web link: http://www.ecy.wa.gov/programs/wg/stormwater/newtech/index.html

Ecology:

Revision History

Douglas C. Howie, P.E.
Department of Ecology
Water Quality Program
(360) 407-6444
douglas.howie@ecy.wa.gov

Date Revision

June 2011 Original use-level-designation document

September 2012 Revised dates for TER and expiration

January 2013 Modified Design Storm Description, added Revision Table, added
maintenance discussion, modified format in accordance with Ecology
standard

December 2013 Updated name of Applicant

April 2014 Approved GULD designation for Basic, Phosphorus, and Enhanced
treatment

December 2015 Updated GULD to document the acceptance of MWS-Linear
Modular Wetland installations with or without the inclusion of plants.



http://www.modularwetlands.com/
http://www.ecy.wa.gov/programs/wg/stormwater/newtech/index.html
mailto:douglas.howie@ecy.wa.gov
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Attachment 2
Backup for PDP Hydromodification

Control Measures

This is the cover sheet for Attachment 2.

Mark this box if this attachment is empty because the project is exempt from PDP

hydromodification management requirements.

The City of San Diego | Storm Water Standards
PDP SWQMP Template | January 2018 Edition SDJ



Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Indicate which Items are Included:

Attachment

Contents

Checklist

Sequence

Attachment 2a

Hydromodification Management
Exhibit (Required)

(0| Included
See Hydromodification
Management Exhibit
Checklist.

Attachment 2b

Management of Critical Coarse
Sediment Yield Areas (WMAA Exhibit
is required, additional analyses are
optional)

See Section 6.2 of the BMP Design
Manual.

Exhibit showing project
drainage boundaries marked
on WMAA Critical Coarse
Sediment Yield Area Map
(Required)

Optional analyses for Critical Coarse
Sediment Yield Area Determination
6.2.1 Verification of
Geomorphic Landscape
Units Onsite
[ ] 6.2.2 Downstream Systems
Sensitivity to Coarse
Sediment
[ ] 6.2.3 Optional Additional
Analysis of Potential
Critical Coarse Sediment
Yield Areas Onsite

Attachment 2¢

Geomorphic Assessment of Receiving
Channels (Optional)

See Section 6.3.4 of the BMP Design
Manual.

Not Performed

Included

O 0=

Submitted as separate stand-
alone document

Attachment 2d

Flow Control Facility Design and
Structural BMP Drawdown
Calculations (Required)

Overflow Design Summary for each
structural BMP

See Chapter 6 and Appendix G of the
BMP Design Manual

Included

HE]

Submitted as separate stand-
alone document

The City of San Diego | Storm Water Standards

PDP SWQMP Template | January 2018 Edition

SD)



Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Use this checklist to ensure the required information has been included on the
Hydromodification Management Exhibit:

The Hydromodification Management Exhibit must identify:

|:| Underlying hydrologic soil group

|:| Approximate depth to groundwater

[ ] Existing natural hydrologic features (watercourses, seeps, springs, wetlands)

|:| Critical coarse sediment yield areas to be protected OR provide a separate map
showing that the project site is outside of any critical coarse sediment yield areas

[ ] Existing topography

|:| Existing and proposed site drainage network and connections to drainage offsite

|:| Proposed grading

|:| Proposed impervious features

|:| Proposed design features and surface treatments used to minimize imperviousness

|:| Point(s) of Compliance (POC) for Hydromodification Management
Existing and proposed drainage boundary and drainage area to each POC (when
necessary, create separate exhibits for pre-development and post-project
conditions)

|:| Structural BMPs for hydromodification management (identify location, type of BMP, and

size/detail).
The City of San Diego | Storm Water Standards
PDP SWQMP Template | January 2018 Edition SD}



This document, together with the concepts and designs presented herein, as an instrument of service, is intended only for the specific purpose and client for which it was prepared. Reuse of and improper reliance on this document without written authorization and adaptation by Kimley-Horn and Associates, Inc. shall be without liability to Kimley-Horn and Associates, Inc.
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This document, together with the concepts and designs presented herein, as an instrument of service, is intended only for the specific purpose and client for which it was prepared. Reuse of and improper reliance on this document without written authorization and adaptation by Kimley-Horn and Associates, Inc. shall be without liability to Kimley-Horn and Associates, Inc.

EMBEDMENT STONE SHALL BE A CLEAN, CRUSHED AND ANGULAR
STONE WITH AN AASHTO M43 DESIGNATION BETWEEN #3 AND #4

CHAMBERS SHALL MEET ASTM F2418 "STANDARD
SPECIFICATION FOR POLYPROPELENE (PP) CORRUGATED
WALL STORMWATER COLLECTION CHAMBERS".

ADS GEOSYTHETICS 601T NON-WOVEN
GEOTEXTILE ALL AROUND CLEAN, CRUSHED,
ANGULAR EMBEDMENT STONE

GRANULAR WELL-GRADED SOIL/AGGREGATE MIXTURES, <35%
FINES, COMPACT IN 12" (300 mm) MAX LIFTS TO 95% PROCTOR
DENSITY. SEE THE TABLE OF ACCEPTABLE FILL MATERIALS.

CHAMBERS SHALL BE BE DESIGNED IN ACCORDANCE WITH ASTM F2787
"STANDARD PRACTICE FOR STRUCTURAL DESIGN OF THERMOPLASTIC
CORRUGATED WALL STORMWATER COLLECTION CHAMBERS".
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SITE SPECIFIC DATA

PROJECT NUMBER

PROJECT NAME

PROJECT LOCATION

STRUCTURE 1D

TREATMENT REQUIRED

VOLUME BASED (CF) FLOW BASED (CFS)

N/A 0.268

PEAK BYPASS REQUIRED (CFS) — IF APPLICABLE

OFFLINE

PIPE DATA LE. MATERIAL DIAMETER

INLET PIPE 1

INLET PIPE 2 N/A N/A N/A

OUITLET PIPE

PRETREATMENT | BIOFILTRATION DISCHARGE

RIM ELEVATION

SURFACE LOAD

PEDESTRIAN

FRAME & COVER

230" OPEN PLANTER 224"

NOTES:

*PRELIMINARY NOT FOR CONSTRUCTION

INSTALLATION NOTES

1.

CONTRACTOR TO PROVIDE ALL LABOR, EQUIPMENT, MATERIALS AND
INCIDENTALS REQUIRED TO OFFLOAD AND INSTALL THE SYSTEM AND
APPURTENANCES IN ACCORDANCE WITH THIS DRAWING AND THE
MANUFACTURERS SPECIFICATIONS, UNLESS OTHERWISE STATED IN
MANUFACTURERS CONTRACT.

UNIT MUST BE INSTALLED ON LEVEL BASE. MANUFACTURER
RECOMMENDS A MINIMUM 6" LEVEL ROCK BASE UNLESS SPECIFIED BY
THE PROJECT ENGINEER. CONTRACTOR IS RESPONSIBLE TO VERIFY
PROJECT ENGINEERS RECOMMENDED BASE SPECIFICATIONS.
CONTRACTOR TO SUPPLY AND INSTALL ALL EXTERNAL CONNECTING
PIPES.  ALL PIPES MUST BE FLUSH WITH INSIDE SURFACE OF
CONCRETE. (PIPES CANNOT INTRUDE BEYOND FLUSH). INVERT OF
OUTFLOW PIPE MUST BE FLUSH WITH DISCHARGE CHAMBER FLOOR.
ALL PIPES SHALL BE SEALED WATER TIGHT PER MANUFACTURERS
STANDARD CONNECTION DETAIL.

CONTRACTOR RESPONSIBLE FOR INSTALLATION OF ALL RISERS,
MANHOLES, AND HATCHES. CONTRACTOR TO GROUT ALL MANHOLES AND
HATCHES TO MATCH FINISHED SURFACE UNLESS SPECIFIED OTHERWISE.
VEGETATION SUPPLIED AND INSTALLED BY OTHERS. ALL UNITS WITH
VEGETATION MUST HAVE DRIP OR SPRAY IRRIGATION SUPPLIED AND
INSTALLED BY OTHERS.

CONTRACTOR RESPONSIBLE FOR CONTACTING BIO CLEAN FOR
ACTIVATION OF UNIT.  MANUFACTURERS WARRANTY IS VOID WITH OUT
PROPER ACTIVATION BY A BIO CLEAN REPRESENTATIVE.

GENERAL NOTES

MANUFACTURER TO PROVIDE ALL MATERIALS UNLESS OTHERWISE NOTED.

ALL DIMENSIONS, ELEVATIONS, SPECIFICATIONS AND CAPACITIES ARE SUBJECT TO
CHANGE.  FOR PROJECT SPECIFIC DRAWINGS DETAILING EXACT DIMENSIONS, WEIGHTS

AND ACCESSORIES PLEASE CONTACT BIO CLEAN.
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SITE SPECIFIC DATA

PROJECT NUMBER

PROJECT NAME

PROJECT LOCATION

STRUCTURE ID

TREATMENT REQUIRED

VOLUME BASED (CF) FLOW BASED (CFS)

N/A 0.462

PEAK BYPASS REQUIRED (CFS) — IF APPLICABLE OFFLINE

PIPE DATA LE. MATERIAL DIAMETER

INLET PIPE 1

INLET PIPE 2 N/A N/A N/A

OUILET PIPE

PRETREATMENT | BIOFILTRATION DISCHARGE

RIM ELEVATION

SURFACE LOAD | PEDESTRIAN

FRAME & COVER|  2EA #30”  |OPEN PLANTER 824"

NOTES:

* PRELIMINARY NOT FOR CONSTRUCTION

INSTALLATION NOTES

1. CONTRACTOR TO PROVIDE ALL LABOR, EQUIPMENT, MATERIALS AND
INCIDENTALS REQUIRED TO OFFLOAD AND INSTALL THE SYSTEM AND
APPURTENANCES IN ACCORDANCE WITH THIS DRAWING AND THE
MANUFACTURERS SPECIFICATIONS, UNLESS OTHERWISE STATED IN
MANUFACTURERS CONTRACT.

2. UNIT MUST BE INSTALLED ON LEVEL BASE. MANUFACTURER

RECOMMENDS A MINIMUM 6" LEVEL ROCK BASE UNLESS SPECIFIED BY

THE PROJECT ENGINEER. CONTRACTOR IS RESPONSIBLE TO VERIFY
PROJECT ENGINEERS RECOMMENDED BASE SPECIFICATIONS.

4. CONTRACTOR TO SUPPLY AND INSTALL ALL EXTERNAL CONNECTING
PIPES. ALL PIPES MUST BE FLUSH WITH INSIDE SURFACE OF
CONCRETE. (PIPES CANNOT INTRUDE BEYOND FLUSH). INVERT OF
OUTFLOW PIPE MUST BE FLUSH WITH DISCHARGE CHAMBER FLOOR.
ALL PIPES SHALL BE SEALED WATER TIGHT PER MANUFACTURERS
STANDARD CONNECTION DETAIL.

5. CONTRACTOR RESPONSIBLE FOR INSTALLATION OF ALL RISERS,
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MANHOLES, AND HATCHES. CONTRACTOR TO GROUT ALL MANHOLES AND
HATCHES TO MATCH FINISHED SURFACE UNLESS SPECIFIED OTHERWISE.

6. VEGETATION SUPPLIED AND INSTALLED BY OTHERS. ALL UNITS WITH
VEGETATION MUST HAVE DRIP OR SPRAY IRRIGATION SUPPLIED AND
INSTALLED BY OTHERS.

7. CONTRACTOR RESPONSIBLE FOR CONTACTING BIO CLEAN FOR

ACTIVATION OF UNIT.  MANUFACTURERS WARRANTY IS VOID WITH oUT

PROPER ACTIVATION BY A BIO CLEAN REPRESENTATIVE.

GENERAL NOTES

1. MANUFACTURER TO PROVIDE ALL MATERIALS UNLESS OTHERWISE NOTED.
2. ALL DIMENSIONS, ELEVATIONS, SPECIFICATIONS AND CAPACITIES ARE SUBJECT TO
CHANGE.  FOR PROJECT SPECIFIC DRAWINGS DETAILING EXACT DIMENSIONS, WEIGHTS

AND ACCESSORIES PLEASE CONTACT BIO CLEAN.
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SITE SPECIFIC DATA

PROJECT NUMBER

PROJECT NAME

PROJECT LOCATION

STRUCTURE ID

TREATMENT REQUIRED

VOLUME BASED (CF) FLOW BASED (CFS)

N/A 0.577
PEAK BYPASS REQUIRED (CFS) — IF APPLICABLE OFFLINE
PIPE DATA LE. MATERIAL DIAMETER
INLET PIPE 1
INLET PIPE 2 N/A N/A N/A
OUTLET PIPE
PRETREATMENT | BIOFILTRATION |  DISCHARGE
RIM ELEVATION
SURFACE LOAD | PEDESTRIAN
FRAME & COVER| — 3EA 830"  |OPEN PLANTER 924"

NOTES:

* PRELIMINARY NOT FOR CONSTRUCTION

INSTALLATION NOTES

1.

CONTRACTOR TO PROVIDE ALL LABOR, EQUIPMENT, MATERIALS AND
INCIDENTALS REQUIRED TO OFFLOAD AND INSTALL THE SYSTEM AND
APPURTENANCES IN ACCORDANCE WITH THIS DRAWING AND THE
MANUFACTURERS SPECIFICATIONS, UNLESS OTHERWISE STATED IN
MANUFACTURERS CONTRACT.

UNIT MUST BE INSTALLED ON LEVEL BASE. MANUFACTURER
RECOMMENDS A MINIMUM 6" LEVEL ROCK BASE UNLESS SPECIFIED BY
THE PROJECT ENGINEER. CONTRACTOR IS RESPONSIBLE TO VERIFY
PROJECT ENGINEERS RECOMMENDED BASE SPECIFICATIONS.
CONTRACTOR TO SUPPLY AND INSTALL ALL EXTERNAL CONNECTING
PIPES.  ALL PIPES MUST BE FLUSH WITH INSIDE SURFACE OF
CONCRETE. (PIPES CANNOT INTRUDE BEYOND FLUSH). INVERT OF
OUTFLOW PIPE MUST BE FLUSH WITH DISCHARGE CHAMBER FLOOR.
ALL PIPES SHALL BE SEALED WATER TIGHT PER MANUFACTURERS
STANDARD CONNECTION DETAIL.

CONTRACTOR RESPONSIBLE FOR INSTALLATION OF ALL RISERS,
MANHOLES, AND HATCHES. CONTRACTOR TO GROUT ALL MANHOLES AND
HATCHES TO MATCH FINISHED SURFACE UNLESS SPECIFIED OTHERWISE.
VEGETATION SUPPLIED AND INSTALLED BY OTHERS. ALL UNITS WITH
VEGETATION MUST HAVE DRIP OR SPRAY IRRIGATION SUPPLIED AND
INSTALLED BY OTHERS.

CONTRACTOR RESPONSIBLE FOR CONTACTING BIO CLEAN FOR
ACTIVATION OF UNIT.  MANUFACTURERS WARRANTY IS VOID WITH OUT
PROPER ACTIVATION BY A BIO CLEAN REPRESENTATIVE.
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Appendix G: Guidance for Continuous Simulation and Hydromodification
Sizing Factors

biofiltered, project-specific continuous simulation modeling is recommended. Refer to Sections 5.6

and 6.3.6.

Table G.2-6: Sizing Factors for Hydromodification Flow Control Cistern BMPs Designed Using Sizing

Lower Flow

Factor Method

Threshold Soil Group Slope Rain Gauge A
0.1Q; A Flat Lindbergh 0.54
0.1Q; A Moderate Lindbergh 0.51
0.1Q. A Steep Lindbergh 0.49
0.1Q, B Flat Lindbergh 0.19
0.1Q, B Moderate Lindbergh 0.18
0.1Q, B Steep Lindbergh 0.18
0.1Q, C Flat Lindbergh 0.1
0.1Q; C Moderate Lindbergh 0.1
0.1Q, C Steep Lindbergh 0.1
0.1Q, D Flat Lindbergh 0.09
0.1Q. D Moderate Lindbergh 0.09
0.1Q, D Steep Lindbergh 0.09
0.1Q. A Flat Oceanside 0.26
0.1Q, A Moderate Oceanside 0.25
0.1Q. A Steep Oceanside 0.25
0.1Q; B Flat Oceanside 0.16
0.1Q. B Moderate Oceanside 0.16
0.1Q; B Steep Oceanside 0.16
0.1Q. C Flat Oceanside 0.14
0.1Q, C Moderate Oceanside 0.14
0.1Q; C Steep Oceanside 0.14
0.1Q, D Flat Oceanside 0.12
0.1Q. D Moderate Oceanside 0.12
0.1Q; D Steep Oceanside 0.12
0.1Q, A Flat L Wohlford 0.53
0.1Q, A Moderate L Wohlford 0.49
0.1Q, A Steep L Wohlford 0.49
0.1Q; B Flat L Wohlford 0.28
0.1Q. B Moderate L Wohlford 0.28
0.1Q; B Steep L Wohlford 0.28

G-49 The City of San Diego | Storm Water Standards | January 2018 Edition

Part 1: BMP Design Manual
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Appendix G: Guidance for Continuous Simulation and Hydromodification
Sizing Factors

Rain Gauge Soil Slope (cfs/acre) (cfg‘;(;c)
Oceanside B Low 0.377 0.875
Oceanside B Moderate 0.391 0.879
Oceanside B Steep 0.395 0.881
Oceanside C Low 0.488 0.981
Oceanside C Moderate 0.497 0.985
Oceanside C Steep 0.499 0.986
Oceanside D Low 0.571 0.998
Oceanside D Moderate 0.575 0.999
Oceanside D Steep 0.576 0.999
Lindbergh A Low 0.057 0.384
Lindbergh A Moderate 0.073 0.399
Lindbergh A Steep 0.082 0.403
Lindbergh B Low 0.199 0.496
Lindbergh B Moderate 0.220 0.509
Lindbergh B Steep 0.230 0.513
Lindbergh C Low 0.335 0.601
Lindbergh C Moderate 0.349 0.610
Lindbergh C Steep 0.354 0.613
Lindbergh D Low 0.429 0.751
Lindbergh D Moderate 0.437 0.753
Lindbergh D Steep 0.439 0.753

G-38
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BMP Sizing Spreadsheet V3.0

Project Name: 3020 Callan Road
Project Applicant: Healthpeak
Jurisdiction: City of San Diego
Parcel (APN): 340-010-44-00
Hydrologic Unit: D

Rain Gauge: Lindbergh
Total Project Area (sf): 303,612
Channel Susceptibility: High




BMP Sizing Spreadsheet V3.0

Project Name: 3020 Callan Road Hydrologic Unit: D
Project Applicant: Healthpeak Rain Gauge: Lindbergh
Jurisdiction: City of San Diego Total Project Area: 303,612
Parcel (APN): 340-010-44-00 Low Flow Threshold: 0.1Q2
BMP Name: BMP 1,2, 8 BMP Type: Cistern
BMP Native Soil Type: D BMP Infiltration Rate (in/hr): NA

Areas Draining to BMP

HMP Sizing Factors

Minimum BMP Size

Area Weighted Runoir
DMA Pre Project Soil Post Project Factor Volume Volume (CF)
Name Area (sf) Type Pre-Project Slope Surface Type (Table G.2-1)*
B 157,687 D Steep Mixed 0.9 0.09 12063
© 81,021 D Steep Mixed 0.9 0.09 6198
E 50,094 D Steep Mixed 0.9 0.09 3832
H 14,810 D Steep Mixed 0.9 0.09 1133
0 0
0 0
0 0
0 0
0 0
0 0
0 0
0 0
0 0
0 0
0 0
BMP Tributary Area 303,612 Minimum BMP Size 23226

Notes:

1. Runoff factors which are used for hydromodification management flow control (Table G.2-1) are different from the runoff factors used for pollutant control BMP sizing (Table B.1-1). Table references are taken from the San Diego Region Model BMP Design Manu

Proposed BMP Size*

Standard Cistern Depth (Overflow Elevation) 35 ft
Provided Cistern Depth (Overflow Elevation) 8] ft
Minimum Required Cistern Footprint) 6636 CF

Describe the BMP's in sufficient detail in your PDP SWQMP to demonstrate the area, volume, and other criteria can be met within the constraints of the site.

BMP's must be adapted and applied to the conditions specific to the development project such as unstable slopes or the lack of available head.
Designated Staff have final review and approval authority over the project design.

* Assumes standard configuration

This BMP Sizing Spreadsheet has been updated in conformance with the San Diego Region Model BMP Design Manual, April 2018. For questions or concerns please contact the jurisdiction in which your project is located.



BMP Sizing Spreadsheet V3.0

Project Name:

3020 Callan Road

Hydrologic Unit:

Project Applicant: Healthpeak Rain Gauge: Lindbergh
Jurisdiction: City of San Diego Total Project Area: 303,612
Parcel (APN): 340-010-44-00 Low Flow Threshold: 0.1Q2
BMP Name BMP 1,2, 8 BMP Type: Cistern
DMA Rain Gauge Pre-developed Condition Unit Runoff Ratio DMA Area (ac) Orifice Flow - %Q, Orifice Area
Name Soil Type Slope (cfs/ac) (cfs) (in)
B Lindbergh D Steep 0.439 3.620 0.159 2.35
C Lindbergh D Steep 0.439 1.860 0.082 1.20
E Lindbergh D Steep 0.439 1.150 0.050 0.74
H Lindbergh D Steep 0.439 0.340 0.015 0.22
3.50 0.306 4.52 2.40
Max Orifice Head Max Tot. Allowable Max Tot. Allowable Max Orifice
Orifice Flow Orifice Area Diameter
(feet) (cfs) (in) (in)
Provide Hand Calc. 0.043 0.64 0.900
Average outflow during Max Orifice Outflow Actual Orifice Area . §ele9ted
surface drawdown Orifice Diameter
(cfs) (cfs) (in% (in)

Drawdown (Hrs)




Project Name: Healthpeak Properties, Inc. 3020 Callan Road

THIS PAGE INTENTIONALLY LEFT BLANK FOR DOUBLE-SIDED PRINTING
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Attachment 3
Structural BMP Maintenance

Information

This is the cover sheet for Attachment 3.

The City of San Diego | Storm Water Standards
PDP SWQMP Template | January 2018 Edition

SDY



Project Name: Healthpeak Properties, Inc. 3020 Callan Road

THIS PAGE INTENTIONALLY LEFT BLANK FOR DOUBLE-SIDED PRINTING
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Indicate which Items are Included:

ANEE R Contents Checklist
Sequence
Attachment 3 Maintenance Agreement (Form 0] Included
DS-3247) (when applicable) Not applicable
[ N
The City of San Diego | Storm Water Standards
PDP SWQMP Template | January 2018 Edition SDJ



Project Name: Brixmor - Corner Shops Mira Mesa

Use this checklist to ensure the required information has been included in the
Structural BMP Maintenance Information Attachment:

Attachment 3: For private entity operation and maintenance, Attachment 3 must
include a Storm Water Management and Discharge Control Maintenance Agreement (Form
DS-3247). The following information must be included in the exhibits attached to the
maintenance agreement:

0 Vicinity map
[] | Site design BMPs for which DCV reduction is claimed for meeting the pollutant
control obligations.

BMP and HMP location and dimensions

BMP and HMP specifications/cross section/model

Maintenance recommendations and frequency
LID features such as (permeable paver and LS location, dim, SF).

o=

The City of San Diego | Storm Water Standards
PDP SWQMP Template | January 2018 Edition SD)



)/

WETLANDS
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Inspection Guidelines for
Modular Wetland System - Linear

Inspection Summary

o Inspect Pre-Treatment, Biofiltration and Discharge Chambers — average inspection interval is 6 to

12 months.

= (15 minute average inspection time).

o NOTE: Pollutant loading varies greatly from site to site and no two sites are the same. Therefore,

the first year requires inspection monthly during the wet season and every other month during the

dry season in order to observe and record the amount of pollutant loading the system is receiving.

System Diagram

@ Pre-treatment Chamber

@ Biofiltration Chamber

Access to separation chamber
and pre-filter cartridges

: @ Discharge Chamber

Access to discharge
hamber and or|f|ce control

Curb Inlet

Individual Media Filters

Pre-filter Cartridge

Vertical Underdrain \ ™
Manifold

Outlet Pipe

Cartridge Housing

. . rlond rebomnne Flow Control Riser
BioMediaGREEN EDIA

www.modularwetlands.com
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M O D UL AR
Inspection Overview WETLANDS
As with all stormwater BMPs inspection and maintenance on the MWS Linear is necessary.
Stormwater regulations require that all BMPs be inspected and maintained to ensure they are
operating as designed to allow for effective pollutant removal and provide protection to receiving water
bodies. It is recommended that inspections be performed multiple times during the first year to assess
the site specific loading conditions. This is recommended because pollutant loading and pollutant
characteristics can vary greatly from site to site. Variables such as nearby soil erosion or construction
sites, winter sanding on roads, amount of daily traffic and land use can increase pollutant loading on
the system. The first year of inspections can be used to set inspection and maintenance intervals for
subsequent years to ensure appropriate maintenance is provided. Without appropriate maintenance a
BMP will exceed its storage capacity which can negatively affect its continued performance in

removing and retaining captured pollutants.

Inspection Equipment

Following is a list of equipment to allow for simple and effective inspection of the MWS Linear:

e Modular Wetland Inspection Form

e Flashlight

o Manhole hook or appropriate tools to remove access hatches and covers

o Appropriate traffic control signage and procedures

o Measuring pole and/or tape measure.

¢ Protective clothing and eye protection.

e 7/16” open or closed ended wrench.

e Large permanent black marker (initial inspections only — first year)

¢ Note: entering a confined space requires appropriate safety and certification. It is generally not

required for routine inspections of the system.

-
<
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WETLANDS

Inspection Steps

The core to any successful stormwater BMP maintenance program is routine inspections. The
inspection steps required on the MWS Linear are quick and easy. As mentioned above the first year
should be seen as the maintenance interval establishment phase. During the first year more frequent
inspections should occur in order to gather loading data and maintenance requirements for that
specific site. This information can be used to establish a base for long term inspection and

maintenance interval requirements.

The MWS Linear can be inspected though visual observation without entry into the system. All
necessary pre-inspection steps must be carried out before inspection occurs, especially traffic control
and other safety measures to protect the inspector and near-by pedestrians from any dangers
associated with an open access hatch or manhole. Once these access covers have been safely

opened the inspection process can proceed:

e Prepare the inspection form by writing in the necessary information including project name,
location, date & time, unit number and other info (see inspection form).

o Observe the inside of the system through the access hatches. If minimal light is available and
vision into the unit is impaired utilize a flashlight to see inside the system and all of its
chambers.

o Look for any out of the ordinary obstructions in the inflow pipe, pre-treatment chamber,
biofiltration chamber, discharge chamber or outflow pipe. Write down any observations on the
inspection form.

o Through observation and/or digital photographs estimate the amount of trash, debris and
sediment accumulated in the pre-treatment chamber. Utilizing a tape measure or measuring
stick estimate the amount of trash, debris and sediment in this chamber. Record this depth on

the inspection form.

www.modularwetlands.com
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WETLANDS
Through visual observation inspect the condition of the pre-filter cartridges. Look for excessive
build-up of sediments on the cartridges, any build-up on the top of the cartridges, or clogging
of the holes. Record this information on the inspection form. The pre-filter cartridges can
further be inspected by removing the cartridge tops and assessing the color of the
BioMediaGREEN filter cubes (requires entry into pre-treatment chamber — see notes above
regarding confined space entry). Record the color of the material. New material is a light green
in color. As the media becomes clogged it will turn darker in color, eventually becoming dark

brown or black. Using the below color indicator record the percentage of media exhausted.

New Exhausted
BioMediaGRFFEN BioMediaGREEN

0% -- Percent Clogged -- 100%

The biofiltration chamber is generally maintenance free due to the system’s advanced pre-
treatment chamber. For units which have open planters with vegetation it is recommended that
the vegetation be inspected. Look for any plants that are dead or showing signs of disease or
other negative stressors. Record the general health of the plants on the inspection and
indicate through visual observation or digital photographs if trimming of the vegetation is
needed.

The discharge chamber houses the orifice control structure, drain down filter and is connected
to the outflow pipe. It is important to check to ensure the orifice is in proper operating
conditions and free of any obstructions. It is also important to assess the condition of the drain
down filter media which utilizes a block form of the BioMediaGREEN. Assess in the same
manner as the cubes in the Pre-Filter Cartridge as mentioned above. Generally, the discharge
chamber will be clean and free of debris. Inspect the water marks on the side walls. If possible,
inspect the discharge chamber during a rain event to assess the amount of flow leaving the
system while it is at 100% capacity (pre-treatment chamber water level at peak HGL). The
water level of the flowing water should be compared to the watermark level on the side walls
which is an indicator of the highest discharge rate the system achieved when initially installed.

Record on the form is there is any difference in level from watermark in inches.

www.modularwetlands.com
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WEFLANDS
NOTE: During the first few storms the water level in the outflow chamber should be observed
and a 6” long horizontal watermark line drawn (using a large permanent marker) at the water

level in the discharge chamber while the system is operating at 100% capacity. The diagram

below illustrates where a line should be drawn. This line is a reference point for future

inspections of the system:

Using a permanent marker draw a 6 inch long horizontal line, as shown, at the

& higher water level in the MWS Linear discharge chamber.
Water level in the discharge chamber is a function of flow rate and pipe size. Observation of
water level during the first few months of operation can be used as a benchmark level for
future inspections. The initial mark and all future observations shall be made when system is
at 100% capacity (water level at maximum level in pre-treatment chamber). If future water
levels are below this mark when system is at 100% capacity this is an indicator that
maintenance to the pre-filter cartridges may be needed.
Finalize inspection report for analysis by the maintenance manager to determine if

maintenance is required.

www.modularwetlands.com



ETLANDS

Maintenance Indicators

Based upon observations made during inspection, maintenance of the system may be required based
on the following indicators:

e Missing or damaged internal components or cartridges.
o Obstructions in the system or its inlet or outlet.
e Excessive accumulation of floatables in the pre-treatment chamber in which the length and

width of the chamber is fully impacted more than 18”.

e Excessive accumulation of sediment in the pre-treatment chamber of more than 6” in depth.

www.modularwetlands.com
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e Excessive accumulation of sediment on the BioMediaGREEN media housed within the pre-

filter cartridges. The following chart shows photos of the condition of the BioMediaGREEN

contained within the pre-filter cartridges. When media is more than 85% clogged replacement

is required.

Exhausted
BioMediaGREEN

New
BioMediaGREEN

0% -- Percent Clogged -- 100%

e Excessive accumulation of sediment on the BioMediaGREEN media housed within the drain
down filter. The following photos show of the condition of the BioMediaGREEN contained

within the drain down filter. When media is more than 85% clogged replacement is required.
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Overgrown vegetation.

I

{ el

~

Water level in discharge chamber during 100% operating capacity (pre-treatment chamber

water level at max height) is lower than the watermark by 20%.
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Inspection Notes

1. Following maintenance and/or inspection, it is recommended the maintenance operator
prepare a maintenance/inspection record. The record should include any maintenance
activities performed, amount and description of debris collected, and condition of the

system and its various filter mechanisms.
2. The owner should keep maintenance/inspection record(s) for a minimum of five years from
the date of maintenance. These records should be made available to the governing

municipality for inspection upon request at any time.

3. Transport all debris, trash, organics and sediments to approved facility for disposal in

accordance with local and state requirements.

4. Entry into chambers may require confined space training based on state and local

regulations.

5. No fertilizer shall be used in the Biofiltration Chamber.

6. Irrigation should be provided as recommended by manufacturer and/or landscape

architect. Amount of irrigation required is dependent on plant species. Some plants may

not require irrigation after initial establishment.

www.modularwetlands.com


www.modularwetlands.com

)/

WETLANDS

o"®"0
Maintenance Guidelines for
Modular Wetland System - Linear

Maintenance Summary

o Remove Sediment from Pre-Treatment Chamber — average maintenance interval is 12 to 24

months.
= (70 minute average service time).

o Replace Pre-Filter Cartridge Media — average maintenance interval 12 to 24 months.

v (10-15 minute per cariridge average service time).

o Trim Vegetation — average maintenance interval is 6 to 12 months.

= (Service time varies).

System Diagram

@ Pre-treatment Chamber

@ Biofiltration Chamber

Access to separation chamber
and pre-filter cartridge

» @ Discharge Chamber

Curb Inlet

Individual Media Filters

Pre-filter Cartridge

Vertical Underdrain

\ e
Manifold

BioMediaGREEN E%jln/g TR gt \’

Outlet Pipe

Cartridge Housing
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Maintenance Overview

The time has come to maintain your Modular Wetland System Linear (MWS Linear). To ensure

successful and efficient maintenance on the system we recommend the following. The MWS Linear

can be maintained by removing the access hatches over the systems various chambers. All

necessary pre-maintenance steps must be carried out before maintenance occurs, especially traffic

control and other safety measures to protect the inspector and near-by pedestrians from any dangers

associated with an open access hatch or manhole. Once traffic control has been set up per local and

state regulations and access covers have been safely opened the maintenance process can begin. It

should be noted that some maintenance activities require confined space entry. All confined space

requirements must be strictly followed before entry into the system. In addition the following is

recommended:

Prepare the maintenance form by writing in the necessary information including project name,
location, date & time, unit number and other info (see maintenance form).

Set up all appropriate safety and cleaning equipment.

Ensure traffic control is set up and properly positioned.

Prepare a pre-checks (OSHA, safety, confined space entry) are performed.

Maintenance Equipment

Following is a list of equipment required for maintenance of the MWS Linear:

Modular Wetland Maintenance Form

Manhole hook or appropriate tools to access hatches and covers
Protective clothing, flashlight and eye protection.

7/16” open or closed ended wrench.

Vacuum assisted truck with pressure washer.

Replacement BioMediaGREEN for Pre-Filter Cartridges if required (order from manufacturer).

1Y/ &7
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Maintenance Steps

1. Pre-treatment Chamber (bottom of chamber)

A. Remove access hatch or manhole cover over pre-treatment chamber and position vacuum
truck accordingly.

B. With a pressure washer spray down pollutants accumulated on walls and pre-filter
cartridges.

C. Vacuum out Pre-Treatment Chamber and remove all accumulated pollutants including
trash, debris and sediments. Be sure to vacuum the floor until pervious pavers are visible
and clean.

D. If Pre-Filter Cartridges require media replacement move onto step 2. If not, replace access

hatch or manhole cover.

Removal of trash, sediment and debris. Fully cleaned separation chamber.

www.modularwetlands.com


www.modularwetlands.com

ETLANDS

2. Pre-Filter Cartridges (attached to wall of pre-treatment chamber)

A. After finishing step 1 enter pre-treatment chamber.

B. Unscrew the two bolts holding the lid on each cartridge filter and remove lid.

Inside cartridges showing media filters ready for

Pre-filter cartridges with tops on. replacement.

C. Place the vacuum hose over each individual media filter to suck out filter media.

Vacuuming out of media filters.

D. Once filter media has been sucked use a pressure washer to spray down inside of the
cartridge and it’s containing media cages. Remove cleaned media cages and place to the
side. Once removed the vacuum hose can be inserted into the cartridge to vacuum out any

remaining material near the bottom of the cartridge.
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E. Reinstall media cages and fill with new media from manufacturer or outside supplier.
Manufacturer will provide specification of media and sources to purchase. Utilize the
manufacture provided refilling trey and place on top of cartridge. Fill trey with new bulk
media and shake down into place. Using your hands slightly compact media into each filter

cage. Once cages are full removed refilling trey and replace cartridge top ensuring bolts

are properly tightened.

Refilling trey for media replacement. Refilling trey on cartridge with bulk
media.

F. Exit pre-treatment chamber. Replace access hatch or manhole cover.

3. Biofiltration Chamber (middle vegetated chamber)

A. In general, the biofiltration chamber is maintenance free with the exception of maintaining
the vegetation. Using standard gardening tools properly trim back the vegetation to healthy
levels. The MWS Linear utilizes vegetation similar to surrounding landscape areas
therefore trim vegetation to match surrounding vegetation. If any plants have died replace

plants with new ones:
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4. Discharge Chamber (contains drain down cartridge & connected to pipe)

A. Remove access hatch or manhole cover over discharge chamber.
B. Enter chamber to gain access to the drain down filter. Unlock the locking mechanism and
left up drain down filter housing to remove used BioMediaGREEN filter block as shown

below:

C. Insert new BioMediaGREEN filter block and lock drain down filter housing back in place.

Replace access hatch or manhole cover over discharge chamber.
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Inspection Notes

1. Following maintenance and/or inspection, it is recommended the maintenance operator
prepare a maintenance/inspection record. The record should include any maintenance
activities performed, amount and description of debris collected, and condition of the

system and its various filter mechanisms.
2. The owner should keep maintenance/inspection record(s) for a minimum of five years from
the date of maintenance. These records should be made available to the governing

municipality for inspection upon request at any time.

3. Transport all debris, trash, organics and sediments to approved facility for disposal in

accordance with local and state requirements.

4. Entry into chambers may require confined space training based on state and local

regulations.

5. No fertilizer shall be used in the Biofiltration Chamber.

6. Irrigation should be provided as recommended by manufacturer and/or landscape

architect. Amount of irrigation required is dependent on plant species. Some plants may

not require irrigation after initial establishment.
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Inspection Form

Modular Wetland System, Inc.
P. 760.433-7640
F. 760-433-3176

E. Info@modularwetlands.com
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Inspection Report rﬁ'

ENVIRONMENTAL SERVICES, INC Mod u Iar Wetlands System M OE-FLL}_\INbg

Project Name

For Office Use Only

Project Address
(city) (Zip Code) (Reviewed By)
Owner / Management Company
(Date)
Office personnel to complete section to
Contact Phone ( ) - the left.
Inspector Name Date / / Time AM / PM
Type of Inspection  [] Routine [ Follow Up [0 complaint [0 storm Storm Event in Last 72-hours? [] No [ Yes
Weather Condition Additional Notes
Inspection Checklist
Modular Wetland System Type (Curb, Grate or UG Vault): Size (22', 14' or etc.):
Structural Integrity: Yes No Comments
Damage to pre-treatment access cover (manhole cover/grate) or cannot be opened using normal lifting
pressure?
Damage to discharge chamber access cover (manhole cover/grate) or cannot be opened using normal lifting
pressure?
Does the MWS unit show signs of structural deterioration (cracks in the wall, damage to frame)?
Is the inlet/outlet pipe or drain down pipe damaged or otherwise not functioning properly?
Working Condition:
Is there evidence of illicit discharge or excessive oil, grease, or other automobile fluids entering and clogging th¢
unit?
Is there standing water in inappropriate areas after a dry period?
Is the filter insert (if applicable) at capacity and/or is there an accumulation of debris/trash on the shelf system?
Does the depth of sediment/trash/debris suggest a blockage of the inflow pipe, bypass or cartridge filter? If yes Depth:
specify which one in the comments section. Note depth of accumulation in in pre-treatment chamber.
Chamber:

Does the cartridge filter media need replacement in pre-treatment chamber and/or discharge chamber?

Any signs of improper functioning in the discharge chamber? Note issues in comments section.

Other Inspection Items:

Is there an accumulation of sediment/trash/debris in the wetland media (if applicable)?

Is it evident that the plants are alive and healthy (if applicable)? Please note Plant Information below.

Is there a septic or foul odor coming from inside the system?

Waste: Yes No Recommended Maintenance
Sediment / Silt/ Clay No Cleaning Needed

Trash / Bags / Bottles Schedule Maintenance as Planned

Green Waste / Leaves / Foliage Needs Immediate Maintenance

Additional Notes:

Plant Information

Damage to Plants

Plant Replacement

Plant Trimming

2972 San Luis Rey Road, Oceanside, CA 92058 P (760) 433-7640

F (760) 433-3176




Maintenance Report

Modular Wetland System, Inc.
P. 760.433-7640
F. 760-433-3176

E. Info@modularwetlands.com
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Cleaning and Maintenance Report

ENVIRONMENTAL SERVICES, INC. MOd u | ar Wetl an d S System e DE-ﬁ_jS\LNbg
Project Name For Office Use Only
Project Address
(city) (Zip Code) (Reviewed By)
Owner / Management Company
(Date)
Office personnel to complete section to
Contact Phone ( ) - the left.
Inspector Name Date / Time AM / PM
Type of Inspection  [] Routine [ Follow Up [J complaint [ storm Storm Event in Last 72-hours? [ ] No [ Yes
Weather Condition Additional Notes
Condition of Media Operational Per
Site GPS Coordinates Manufacturer / Trash Foliage Sediment Total Debris 25/50/75/100 Manufactures'
Map # of Insert Description / Sizing Accumulation | Accumulation | Accumulation | Accumulation | (will be changed Specifications
@ 75%) (If not, why?)
Lat: MWS
Catch Basins
Long:
MWS
Sedimentation
Basin
Media Filter
Condition
Plant Condition
Drain Down Media
Condition
Discharge Chamber
Condition
Drain Down Pipe
Condition
Inlet and Outlet
Pipe Condition
Comments.

2972 San Luis Rey Road, Oceanside, CA 92058 P. 760.433.7640 F. 760.433.3176
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INTRODUCTION

An important component of any Stormwater Pollution Prevention
Plan is inspection and maintenance. The StormTech Isolator Row is
a technique to inexpensively enhance Total Suspended Solids (TSS)
removal and provide easy access for inspection and maintenance.

THE ISOLATOR ROW

The Isolator Row is a row of StormTech chambers, either SC-160LP,
SC-310, SC-310-3, SC-740, DC-780, MC-3500 or MC-4500 models,
that is surrounded with filter fabric and connected to a closely located
manhole for easy access. The fabric-wrapped chambers provide for
settling and filtration of sediment as storm water rises in the Isolator
Row and ultimately passes through the filter fabric. The open bottom
chambers and perforated sidewalls (SC-310, SC- 310-3 and SC-740
models) allow storm water to flow both vertically and horizontally out of
the chambers. Sediments are captured in the Isolator Row protecting
the storage areas of the adjacent stone and chambers from sediment
accumulation.

Two different fabrics are used for the Isolator Row. A woven geotextile
fabric is placed between the stone and the Isolator Row chambers.

The tough geotextile provides a media for storm water filtration and
provides a durable surface for maintenance operations. It is also
designed to prevent scour of the underlying stone and remain intact
during high pressure jetting. A non-woven fabric is placed over the
chambers to provide a filter media for flows passing through the
perforations in the sidewall of the chamber. The non-woven fabric is not
required over the SC-160LP, DC-780, MC-3500 or MC-4500 models as
these chambers do not have perforated side walls.

The Isolator Row is typically designed to capture the “first flush” and
offers the versatility to be sized on a volume basis or flow rate basis.
An upstream manhole not only provides access to the Isolator Row but
typically includes a high flow weir such that storm water flowrates or
volumes that exceed the capacity of the Isolator Row overtop the over
flow weir and discharge through a manifold to the other chambers.

The Isolator Row may also be part of a treatment train. By treating
storm water prior to entry into the chamber system, the service life can
be extended and pollutants such as hydrocarbons can be captured.
Pre-treatment best management practices can be as simple as

deep sump catch basins, oil-water separators or can be innovative
storm water treatment devices. The design of the treatment train and
selection of pretreatment devices by the design engineer is often

driven by regulatory requirements. Whether pretreatment is used or not,
the Isolator Row is recommended by StormTech as an effective means
to minimize maintenance requirements and maintenance costs.

Note: See the StormTech Design Manual for detailed information on
designing inlets for a StormTech system, including the Isolator Row.

THE MOST ADVANCED NAME IN WATER MANAGEMENT SOLUTIONS™

Looking down the Isolator Row from the
manhole opening, woven geotextile is shown
between the chamber and stone base.

StormTech Isolator Row with
Overflow Spillway (not to scale)

MANHOLE
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OPTIONAL
PRE-TREATMENT
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INSPECTION

The frequency of inspection and maintenance varies by location. A
routine inspection schedule needs to be established for each individual
location based upon site specific variables. The type of land use (i.e.
industrial, commercial, residential), anticipated pollutant load, percent
imperviousness, climate, etc. all play a critical role in determining the
actual frequency of inspection and maintenance practices.

At a minimum, StormTech recommends annual inspections. Initially,
the Isolator Row should be inspected every 6 months for the first year
of operation. For subsequent years, the inspection should be adjusted
based upon previous observation of sediment deposition.

The Isolator Row incorporates a combination of standard manhole(s) and strategically located inspection ports
(as needed). The inspection ports allow for easy access to the system from the surface, eliminating the need to
perform a confined space entry for inspection purposes.

If upon visual inspection it is found that sediment has accumulated, a stadia rod should be inserted to
determine the depth of sediment. When the average depth of sediment exceeds 3 inches throughout the length
of the Isolator Row, clean-out should be performed.

MAINTENANCE

The Isolator Row was designed to reduce the cost of periodic maintenance. By “isolating” sediments to just
one row, costs are dramatically reduced by eliminating the need to clean out each row of the entire storage
bed. If inspection indicates the potential need for maintenance, access is provided via a manhole(s) located on
the end(s) of the row for cleanout. If entry into the manhole is required, please follow local and OSHA rules for a
confined space entries.

Maintenance is accomplished with the JetVac process. The JetVac process utilizes a high pressure water
nozzle to propel itself down the Isolator Row while scouring and suspending sediments. As the nozzle is
retrieved, the captured pollutants are flushed back into the manhole for vacuuming. Most sewer and pipe
maintenance companies have vacuum/JetVac combination vehicles. Selection of an appropriate JetVac nozzle
will improve maintenance efficiency. Fixed nozzles designed for culverts or large diameter pipe cleaning are
preferable. Rear facing jets with an effective spread of at least 45” are best. Most JetVac reels have 400 feet

of hose allowing maintenance of an Isolator Row up to 50 chambers long. The JetVac process shall only

be performed on StormTech Isolator Rows that have AASHTO class 1 woven geotextile (as specified by
StormTech) over their angular base stone.

StormTech Isolator Row (not to scale)

Note: Non-woven fabric is only required over the inlet pipe connection into the end cap for SC-160LP, DC-780, MC-3500 and MC-4500 chamber
models and is not required over the entire Isolator Row.

/] OPTIONAL INSPECTION PORT

3C-740, SC-310; COVER ENTIRE ISOLATOR ROW WITH ADS
GEOSYNTHETICS 601T NON-WOVEN GEOTEXTILE L D .
SC-730: 8' (2.4 m) MIN WIDE sl — et
SC-310: 5' (1.5 m) MIN WIDE ,\\ //

MC-4500, MC-3500, DC-780, SC-160LP; COVER PIPE I
CONNECTION TO END CAP WITH ADS

GEOSYNTHETICS 601T NON-WOVEN GEOTEXTILE —«\ /

CATCH BASIN
OR

STORMTECH CHAMBER

|~ STORMTECH END CAP

m-mm-mn
MANHOLE

ke

SITE DESIGN ENGINEER
(24" (600 mm] MIN RECOMMENDED) TWO LAYERS OF ADS GEOSYNTHETICS 315WT WOVEN GEOTEXTILE BETWEEN
’7 FOUNDATION STONE AND CHAMBERS, CONTINUOUS FABRIC WITHOUT SEAMS
I 24" (800 mm) HDPE ACCESS PIPE REQUIRED: MC-4500, MC-3500, SC-740, DC-780 10.3' (3.1 m) MIN WIDE: MC-4500

12" (300 mm) HDPE ACCESS PIPE REQUIRED: SC-310 8.25' (2.5 m) MIN WIDE: MC-3500

. y 5'(1.5 m) MIN WIDE: DC-780, SC-740
8" (200 mm) HDPE ACCESS PIPE REQUIRED: SC-160LP 4 (12 m) MIN WIDE: SG-310, SC-160LP




STEP 1
Inspect Isolator Row for sediment.
A) Inspection ports (if present)
i. Remove lid from floor box frame
ii. Remove cap from inspection riser
iii. Using a flashlight and stadia rod,measure depth of sediment and record results on maintenance log.
iv. If sediment is at or above 3 inch depth, proceed to Step 2. If not, proceed to Step 3.
B) All Isolator Rows
i. Remove cover from manhole at upstream end of Isolator Row
ii. Using a flashlight, inspect down Isolator Row through outlet pipe
1. Mirrors on poles or cameras may be used to avoid a confined space entry
2. Follow OSHA regulations for confined space entry if entering manhole
iii. If sediment is at or above the lower row of sidewall holes (approximately 3 inches), proceed to Step 2.
If not, proceed to Step 3.

STEP 2

Clean out Isolator Row using the JetVac process.
A) A fixed floor cleaning nozzle with rear facing nozzle spread of 45 inches or more is preferable
B) Apply multiple passes of JetVac until backflush water is clean
C) Vacuum manhole sump as required

STEP 3
Replace all caps, lids and covers, record observations and actions.

STEP 4
Inspect & clean catch basins and manholes upstream of the StormTech system.

1)B)

4

SAMPLE MAINTENANCE LOG
3/18/11 | 6.3 ft none New installation. Fixed point is CI frame at DIM
grade
9/24/11 6.2 o1 ft Some grit felk SM
6/20/13 5% o5 ft Muclky feel, debris visible in manhole and in NV
Isolabtor Row, maintenance due
7/7/13 | 6.3 ft ] System jetted and vacuumed DIM

¢

ADS “Terms and Conditions of Sale” are available on the ADS website, www.ads-pipe.com

%
The ADS logo and the Green Stripe are registered trademarks of Advanced Drainage Systems, Inc. & ’
Stormtech® and the Isolator® Row are registered trademarks of StormTech, Inc. orm ec
© 2017 Advanced Drainage Systems, Inc. #11011 03/17 CS '
(e

Detention - Retention « Water Quality

Advanced Drainage Systems, Inc.
4640 Trueman Blvd., Hilliard, OH 43026
1-800-821-6710 www.ads-pipe.com




Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Attachment 4
Copy of Plan Sheets Showing
Permanent Storm Water BMPs

This is the cover sheet for Attachment 4.

B
The City of San Diego | Storm Water Standards
PDP SWQMP Template | January 2018 Edition SDJ



Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Use this checklist to ensure the required information has been included on the plans:

The plans must identify:

[]

[

Structural BMP(s) with ID numbers matching Form I-6 Summary of PDP Structural BMPs

The grading and drainage design shown on the plans must be consistent with the
delineation of DMAs shown on the DMA exhibit

Details and specifications for construction of structural BMP(s)

Signage indicating the location and boundary of structural BMP(s) as required by the
City Engineer

How to access the structural BMP(s) to inspect and perform maintenance

Features that are provided to facilitate inspection (e.g., observation ports, cleanouts, silt
posts, or other features that allow the inspector to view necessary components of
the structural BMP and compare to maintenance thresholds)

Manufacturer and part number for proprietary parts of structural BMP(s) when
applicable

Maintenance thresholds specific to the structural BMP(s), with a location-specific frame
of reference (e.g., level of accumulated materials that triggers removal of the
materials, to be identified based on viewing marks on silt posts or measured with a
survey rod with respect to a fixed benchmark within the BMP)

Recommended equipment to perform maintenance

When applicable, necessary special training or certification requirements for inspection
and maintenance personnel such as confined space entry or hazardous waste
management

Include landscaping plan sheets showing vegetation requirements for vegetated
structural BMP(s)

All BMPs must be fully dimensioned on the plans

When proprietary BMPs are used, site specific cross section with outflow, inflow

and model number shall be provided. Broucher photocopies are not allowed.

The City of San Diego | Storm Water Standards
PDP SWQMP Template | January 2018 Edition SD}
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IF SHEET IS LESS THAN 30"x42" IT IS A REDUCED PRINT, SCALE IS REDUCED ACCORDINGLY.

THESE DRAWINGS AND SPECIFICATIONS ARE THE PROPERTY AND COPYRIGHT OF FERGUSON PAPE BALDWIN ARCHITECTS INC. AND SHALL NOT BE USED ON ANY OTHER WORK EXCEPT BY AGREEMENT WITH FERGUSON PAPE BALDWIN ARCHITECTS INC - WRITTEN DIMENSIONS SHALL TAKE PREFERENCE OVER SCALED.
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30" UTILITY EASEMENT AND ACCESS

GENERAL DEMOLITION NOTES

1. CONTRACTOR SHALL BE RESPONSIBLE FOR REMOVAL OF THE EXISTING 9.
STRUCTURES, RELATED UTILITIES, PAVING, AND ANY OTHER EXISTING
IMPROVEMENTS AS NOTED. CONFORM TO ALL APPLICABLE CODES AND
REGULATIONS FOR DEMOLITION, SAFETY OF ADJACENT  STRUCTURES, DUST
CONTROL, RUNOFF CONTROL AND DISPOSAL OF DEBRIS.
10.
2. CONTRACTOR IS TO REMOVE AND DISPOSE OF ALL DEBRIS, RUBBISH AND OTHER
MATERIALS RESULTING FROM PREVIOUS AND CURRENT DEMOLITION
OPERATIONS. DISPOSAL WILL BE IN ACCORDANCE WITH ALL LOCAL, STATE 11.
AND/OR FEDERAL REGULATIONS GOVERNING SUCH OPERATIONS.

3. THE GENERAL CONTRACTOR SHALL TAKE ALL PRECAUTIONS NECESSARY TO
AVOID PROPERTY DAMAGE TO ADJACENT PROPERTIES DURING THE
CONSTRUCTION PHASES OF THIS PROJECT. THE CONTRACTOR WILL BE HELD
SOLELY RESPONSIBLE FOR ANY DAMAGES TO THE ADJACENT PROPERTIES
OCCURRING DURING THE CONSTRUCTION PHASES OF THIS PROJECT.

4. THE CONTRACTOR IS SPECIFICALLY CAUTIONED THAT THE LOCATION AND/OR

ELEVATION OF EXISTING UTILITIES AS SHOWN ON THESE PLANS IS BASED ON

RECORDS OF THE VARIOUS UTILITY COMPANIES, AND WHERE POSSIBLE,

MEASUREMENTS TAKEN IN THE FIELD. THE INFORMATION IS NOT TO BE RELIED

UPON AS BEING EXACT OR COMPLETE. THE CONTRACTOR MUST CALL THE

APPROPRIATE UTILITY COMPANY AT LEAST 72 HOURS BEFORE ANY EXCAVATION

TO REQUEST EXACT FIELD LOCATION OF UTILITIES.

12.

5. |IF DEMOLITION OR CONSTRUCTION ON SITE WILL INTERFERE WITH THE

ADJACENT PROPERTY OWNER'S TRAFFIC FLOW, THE CONTRACTOR SHALL

COORDINATE WITH ADJACENT PROPERTY OWNER, TO MINIMIZE THE IMPACT ON

TRAFFIC FLOW. TEMPORARY RE-ROUTING OF TRAFFIC IS TO BE ACCOMPLISHED

BY USING CALTRANS APPROVED TRAFFIC BARRICADES, BARRELS, AND/OR

CONES. TEMPORARY SIGNAGE AND FLAGMEN MAY BE ALSO NECESSARY. 13.

6. CONTRACTOR SHALL NOT DEMOLISH ANYTHING OUTSIDE THE OWNERS
LEASE/PROPERTY LINE UNLESS SPECIFICALLY MENTIONED ON THIS SHEET.

7. EROSION CONTROL MUST BE ESTABLISHED PRIOR TO ANY WORK ON SITE 14.
INCLUDING DEMOLITION.

8. THE CONTRACTOR SHALL BE RESPONSIBLE FOR OBTAINING ALL NECESSARY
PERMITS REQUIRED FOR DEMOLITION, PAYING ALL SPECIFIED FEES.

DEMOLITION NOTES

EXISTING CURB TO BE REMOVED

EXISTING CURB AND GUTTER TO BE REMOVED
EXISTING RIBBON GUTTER TO BE REMOVED
EXISTING CONCRETE WALK TO BE REMOVED
EXISTING LIGHTING TO BE REMOVED

EXISTING FIRE HYDRANT TO BE REMOVED
EXISTING STORM DRAIN INLET TO BE REMOVED
EXISTING FENCE TO BE REMOVED

EXISTING STAMPED CONCRETE TO BE REMOVED
EXISTING MONUMENT SIGN TO BE RELOCATED
EXISTING SIGN TO BE RELOCATED

EXISTING STAIRS TO BE REMOVED

90000 Q000000S

LEGEND

PROPERTY LINE / RIGHT-OF-WAY _—
CENTERLINE - -
SETBACK

EASEMENT

LIMITS OF DEMOLITION

BUILDING DEMOLITION AREA |/ -~ - ’1

BABBE A AR AR B AR B N AB BT A ABE NS
LANDSCAPE REMOVAL T RS

CONCRETE REMOVAL

PAVEMENT REMOVAL

EXISTING STORM DRAIN

EXISTING SEWER

EXISTING WATER

FENCE CHAINLINK X X

RETAINING WALL

SEE THE SITE UTILITY PLAN FOR CONNECTIONS AND NEW LOCATIONS OF THE
EXISTING UTILITIES ON THE SITE. COORDINATE ALL RELOCATIONS AND
INTERRUPTION OF SERVICE WITH APPROPRIATE UTILITY COMPANY. ALLOW
ADEQUATE TIME FOR SCHEDULING.

PROVIDE FULL DEPTH SAW CUTS AT EDGES OF EXISTING PAVEMENT AND
SIDEWALK REMOVAL LOCATIONS.

EXISTING UTILITIES, WHICH DO NOT SERVICE STRUCTURES BEING DEMOLISHED,
ARE TO BE KEPT IN SERVICE AND PROTECTED AGAINST DAMAGE DURING
DEMOLITION OPERATIONS. CONTRACTOR SHALL ARRANGE FOR SHUT-OFF OF
UTILITIES SERVING STRUCTURES TO BE DEMOLISHED. CONTRACTOR IS
RESPONSIBLE FOR TURNING OFF, DISCONNECTING, AND SEALING INDICATED
UTILITIES BEFORE STARTING DEMOLITION OPERATIONS. EXISTING UTILITIES TO
BE ABANDONED ARE TO BE CAPPED AT BOTH ENDS AND FILLED WITH FA-1 OR
APPROVED EQUAL. ALL UNDERGROUND UTILITIES TO BE REMOVED ARE TO BE
BACKFILLED WITH ENGINEERED FILL OR SELECT EXCAVATED MATERIAL, AS
APPROVED BY THE GEOTECHNICAL ENGINEER, TO 95% OF MODIFIED PROCTOR
DENSITY WITHIN PAVED AREAS AND TO 90% OF MODIFIED PROCTOR DENSITY
FOR GREEN SPACE AREAS, IN ACCORDANCE WITH THE EARTHWORK
SPECIFICATIONS. ALL PRIVATE UTILITIES (ELECTRIC, CABLE, TELEPHONE, FIBER
OPTIC, GAS) SHALL BE REMOVED AND RELOCATED PER THE UTILITY OWNER AND
THE LOCAL MUNICIPALITY'S REQUIREMENTS.

USE WATER SPRINKLING, TEMPORARY ENCLOSURES, AND OTHER SUITABLE
METHODS TO LIMIT DUST AND DIRT RISING AND SCATTERING IN THE AIR TO THE
LOWEST LEVEL. COMPLY WITH ALL GOVERNING REGULATIONS PERTAINING TO
ENVIRONMENTAL PROTECTION. SEE EROSION CONTROL SHEETS FOR FURTHER
EROSION CONTROL REQUIREMENTS.

REFER TO GEOTECHNICAL INVESTIGATION FOR CALLAN ROAD REDEVELOPMENT
3020 CALLAN ROAD, SAN DIEGO CALIFORNIA, BY GEOCON INCORPORATED DATED
JANUARY 30, 2020 AS PROJECT No0.G2469-11-01 FOR ALL SITE AND SUBSURFACE
PREPARATION.

THIS DEMOLITION PLAN SHOWS UNDERGROUND INFORMATION BASED ON THE
BEST AVAILABLE AS-BUILT INFORMATION. THERE MAY BE UNDERGROUND
UTILITIES NOT DEPICTED ON THESE PLANS. CONTRACTOR TO VERIFY THE
LOCATION OF ALL UTILITIES PRIOR TO DEMOLITION.

PROTECTION NOTES
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SITE IMPROVEMENTS NOTES

THESE DRAWINGS AND SPECIFICATIONS ARE THE PROPERTY AND COPYRIGHT OF FERGUSON PAPE BALDWIN ARCHITECTS INC. AND SHALL NOT BE USED ON ANY OTHER WORK EXCEPT BY AGREEMENT WITH FERGUSON PAPE BALDWIN ARCHITECTS INC - WRITTEN DIMENSIONS SHALL TAKE PREFERENCE OVER SCALED. IF SHEET IS LESS THAN 30"x42" IT IS A REDUCED PRINT, SCALE IS REDUCED ACCORDINGLY.

A 6" CURB PER CITY OF SAN DIEGO STD DWG SDG-150

A 6" CURB AND GUTTER CITY OF SAN DIEGO STD DWG SDG-150
CURB RAMP CITY OF SAN DIEGO STD DWG SDG-133

5' WIDE SIDEWALK CITY OF SAN DIEGO STD DWG SDG-155
CONSTRUCT ROLLED CURB PER DETAIL XXX

INSTALL LANDSCAPING

PROP. PARKING STALL STRIPING. SEE ARCH. PLANS FOR DETAILS
PROP. ADA STRIPING. SEE ARCH. PLANS FOR DETAILS

BUILDING OVERHANG. SEE ARCH. PLANS FOR DETAILS

CONSTRUCT CONCRETE DRIVEWAY. PAVEMENT SECTION PER GEOTECH
REPORT BY GEOCON. DATED 12/13/19

CONSTRUCT ASPHALT CONCRETE DRIVEWAY. PAVEMENT SECTION PER
GEOTECH REPORT BY GEOCON. DATED 12/13/19

RETAINING WALL DESIGNED BY OTHERS

PROPOSED TREE. SEE ARCH PLANS FOR DETAILS

BB B PP RER

CONSTRUCT CONCRETE DRIVEWAY CITY OF SAN DIEGO STD DWG SDG 163.

NOTES:

1. ALL DIMENSIONS ARE TO FACE OF CURB UNLESS OTHERWISE NOTED.

2.  ALL DRIVER AUTO AND OFFICE PARKING (INCLUDING ADA AND CARPOOL)
STALLS ARE 8.5' WIDE x 18' DEEP UNLESS OTHERWISE NOTED.
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THESE DRAWINGS AND SPECIFICATIONS ARE THE PROPERTY AND COPYRIGHT OF FERGUSON PAPE BALDWIN ARCHITECTS INC. AND SHALL NOT BE USED ON ANY OTHER WORK EXCEPT BY AGREEMENT WITH FERGUSON PAPE BALDWIN ARCHITECTS INC - WRITTEN DIMENSIONS SHALL TAKE PREFERENCE OVER SCALED. IF SHEET IS LESS THAN 30"x42" IT IS A REDUCED PRINT, SCALE IS REDUCED ACCORDINGLY.
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30' UTILITY AND ACCESS EASEMENT =& (375 73) TP 376.90 l P2 FFE 344.00 EASEMENT PER MAP NO. 9230
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AND BUILDING SLAB WITH STRUCTURAL PLANS AND DESIGN AND SPECIFICATIONS BASED ON SRS TP 364.57 V = o | SEWER EASEMENT
GEOTECHNICAL INVESTIGATION FOR CALLAN ROAD DEVELOPMENT 3030 CALLAN RD., SAN <7 b !
DIEGO, CA AS PROJECT No.G2469-11-01 PREPARED BY GEOCON DATED 12/13/2019. J q 05 SETBACK
© o}
™ o~
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\_ B\~
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GRAD'NG NOTES — — — -— — - =—=—>€FG (339.97) MAX 18" WALL FG (348.02) T
FG (341.42) B C R O MAD @A 15' WATER AND —
CONSTRUCT RETAINING WALL. PROPERTY LINE LOT 9 MAP 85434 SEWER EASEMENT ,
EXISTING TREES TO PROTECT IN PLACE.
GRAPHIC SCALE IN FEET
0 20 40 80
PROPERTY LINE / RIGHT-OF-WAY _ - .
CENTERLINE — — TOTAL SITE AREA: 7.05 ACRES SAN DIEGO, CA 92123
SETBACK TOTAL AMOUNT OF CUT: 52,500 CYD
EASEMENT e MAXIMUM DEPTH OF CUT: 15FT
TOTAL AMOUNT OF FILL: 46,800 CYD :
EXISTING STORM DRAIN MAXIMUM DEPTH OF FILL: 21FT PHONE NO #: (619) 231-0751 / PHIL PAPE
EXISTING SEWER NET: 5,700 CYD (CUT/EXPORT)
EXISTING WATER MAXIMUM HEIGHT OF FILL SLOPE(S): 6FT, 2:1% SLOPE RATIO
MAXIMUM HEIGHT OF CUT SLOPE(S): OFT, N/A SLOPE RATIO -
e AL ) ) PROJECT ADDRESS: 3020 & 3030 CALLAN RD
RETAINING WALL S TOTAL RETAINING WALL LENGTH: 450FT SAN DIEGO. CA 92121
ACCESSIBLE PATH OF TRAVEL - | | | = MAXIMUM HEIGHT OF WALL(S): 18FT ’
TOTAL AREA LESS THAN 25% SLOPE: 6.14 ACRES
TOTAL AREA GREATER THAN 25%SLOPE: 0.91 ACRES PROJECT NAME: 3020 CALLAN ROAD NEW BUILDINGS
THE ABOVE LISTED QUANTITIES REFLECT THE ENGINEERS
ESTIMATE OF THE ACTUAL VOLUMES OF MATERIAL CUT AND SHEET TITLE:
FILLED. THESE QUANTITIES ARE FOR ESTIMATING AND BONDING
PURPOSES ONLY. SHRINKAGE, SUBSIDENCE AND ANY REMOVALS
ARE BASED ON FIELD DATA OBTAINED FROM THE SOILS GRADING PLAN
ENGINEER AND ACTUAL CONDITIONS DURING CONSTRUCTION
MAY VARY.
ORIGINAL PREPARATION DATE: FEBRUARY 10, 2020
MUP PROJECT #:
DEP #: SHEET: & oF 54
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2 PJ\/J 7J O 9 ij SEE ELECTRICAL PLANS.
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CONNECT TO EXISTING 4" MAIN

RIGHT OF WAY
EXISTING SIDEWALK, 6.5'

NOTES:

1.

10.

11.

12.

13.

14.

OFFSITE WATER AND SEWER IS SHOWN FOR REFERENCE ONLY TO SHOW CONNECTIONS TO
PUBLIC LATERALS OR MAINS.

THE PRIVATE WATER SYSTEM IS DESIGNED IN ACCORDANCE WITH THE CALIFORNIA PLUMBING
CODE AND IS SHOWN ON THESE PLANS AS 'INFORMATION ONLY." A SEPARATE PLUMBING PERMIT
IS REQUIRED FOR CONSTRUCTION AND INSPECTION OF THE SYSTEM.

THE PRIVATE ON-SITE SEWER SYSTEM WITH WELDED JOINTS AND CLEANOUTS SHALL BE
DESIGNED TO MEET THE STANDARDS OF THE CALIFORNIA PLUMBING CODE. PRIVATE MAINS
WITH MANHOLES AND PUSH-ON JOINTS SHALL BE DESIGNED PER THE SEWER DESIGN GUIDE
AND WILL MEET STATE SEPARATION REQUIREMENT.

10" MINIMUM HORIZONTAL SEPARATION BETWEEN PROPOSED DOMESTIC WATER AND SANITARY
SEWER LINES.

ALL WATER CROSSINGS SHOULD HAVE A MINIMUM CLEARANCE OF 12" FROM ANY SEWER OR
STORMDRAIN CROSSING.

WATER AND FIRE MAINS SHALL BE INSTALLED WITH A MINIMUM 3' VERTICAL CLEARANCE FROM
THE TOP OF FINISHED GRADE TO THE TOP OF THE PIPE.

PRIOR TO CONNECTING TO ANY EXISTING SEWER LATERAL, IT SHALL BE CLOSED CIRCUIT
TELEVISION INSPECTED BY A CALIFORNIA LICENSED PLUMBING CONTRACTOR TO VERIFY
LATERAL IS IN GOOD WORKING CONDITION AND FREE OF ALL DEBRIS.

ON-SITE ELECTRIC AND COMMUNICATION LINES SERVING THE SITE TO BE PROPOSED BY
ELECTRICAL.

STUB POINT OF CONNECTION 5' FROM BUILDING. REFER TO MEP PLANS FOR INVERT ELEVATION
AND CONTINUATION TO BUILDING.

EXCAVATION FOR UTILITY TRENCHES TO BE 2' BELOW DEEPEST UTILITY FLOW LINE/INVERT
ELEVATION PER GEOTECHNICAL RECOMMENDATIONS. CONTRACTOR/DEVELOPER TO
DETERMINE APPROPRIATE DEPTH OF TRENCH FOR SHALLOW UTILITIES ADJACENT TO DEEP
UTILITIES.

ALL EXISTING UTILITIES SHOWN BASED ON AS-BUILT INFORMATION. CONTRACTOR TO
COORDINATE REMOVAL OF ANY EXISTING WET UTILITIES FOUND DURING CONSTRUCTION.

ALL PLANS FOR PRIVATE FIRE SERVICE MAINS AND PRIVATE FIRE HYDRANTS ARE SHOWN FOR
REFERENCE ONLY AND MUST BE SUBMITTED SEPARATELY TO CALIFORNIA AMERICAN WATER
AND FIRE PLAN CHECK FOR APPROVAL PRIOR TO INSTALLATION. ALL PRIVATE FIRE SYSTEMS
WILL BE DEFINED IN ACCORDANCE WITH CALIFORNIA BUILDING CODE; CALIFORNIA FIRE CODE;
AND NFPA 24. PRIVATE FIRE SERVICE MAINS AND THEIR ~ APPURTENANCES. PLANS SHALL BE
SINGLE FIRE LINE DRAWINGS SHOWING ALL OF THE APPLICABLE REQUIREMENTS OF THE CODES
SPECIFIED ABOVE.

ALL DRY UTILITIES SHOWN FOR REFERENCE ONLY AND MUST BE SUBMITTED SEPARATELY FOR
APPROVAL PRIOR TO INSTALLATION.

ALL UTILITY CROSSINGS TO BE PER DETAIL ON ON THIS SHEET.

PROPOSED UTILITY
AND WATER LINE
CROSSING

R 1" MIN CLEARANCE R

45 BENDS WITH
THRUST/ANCHOR

BLOCKING (TYP.)
WHERE APPLICABLE

45° BENDS WITH
THRUST/ANCHOR

BLOCKING (TYP.)
WHERE APPLICABLE

NOTE: CONTRACTOR MAY AT THEIR OPTION ROPE THE
WATER MAIN IN PLACE OF VERTICAL BENDS TO
MAINTAIN 1" MIN CLEARANCE. ROPING SHALL NOT
EXCEED MAXIMUM RADIUS OF CURVATURE PER
MANUFACTURERS RECOMMENDATIONS. THIS DETAIL
CAN ONLY BE USED FOR THE PRIVATE ON-SITE
UTILITY SYSTEM.

DETAIL A: UTILITY CROSSING
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CAUTION!!

EXISTING UTILITIES SHOWN ARE APPROXIMATE AND HORIZONTAL
AND VERTICAL LOCATIONS SHALL BE FIELD VERIFIED BY THE
CONTRACTOR PRIOR TO CONSTRUCTION. CONTRACTOR IS
RESPONSIBLE FOR PROTECTING EXISTING UTILITIES.

PRIVATE ONSITE WATER AND SEWER ARE DESIGNED IN
ACCORDANCE WITH THE CALIFORNIA PLUMBING CODE AND ARE
SHOWN ON THE PLANS AS REFERENCE ONLY. A SEPARATE
PERMIT IS REQUIRED FOR CONSTRUCTION AND INSPECTION OF \
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DESCRIPTION NO. DATE
PREPARED BY: FERGUSON PAPE BALDWIN ARCHITECTS SCHEMATIC DESIGN /| A | 01/31/2020
DEVELOPMENT
PERMIT DRAFT
LEGEN D EMBEDMENT STONE SHALL BE A CLEAN, CRUSHED AND ANGULAR GRANULAR WELL-GRADED SOIL/AGGREGATE MIXTURES, <35% ADDRESS 4499 RUFF'N RD #300 DEVELOPMENT B 2/10/2020
STONE WITH AN AASHTO M43 DESIGNATION BETWEEN #3 AND #4 FINES, COMPACT IN 12" (300 mm) MAX LIFTS TO 95% PROCTOR ' : PERMIT SUBMITTAL
EE(N)‘?ESLKIIEINE / RIGHT-OF-WAY —_— CHAMBERS SHALL MEET ASTM F2418 "STANDARD DENSITY. SEE THE TABLE OF ACCEPTABLE FILL MATERIALS. SAN D|EGO, CA 92123
SETBACK SPECFBAWX[‘S&%@WX?S; ELOELNLEC(?,P&S gﬁi,ﬂgg@? CHAMBERS SHALL BE BE DESIGNED IN ACCORDANCE WITH ASTM F2787
EASEMENT STANDARD PRACTICE FOR STRUCTURAL DESIGN OF THERMOPLASTIC _
EXISTING STORM DRAIN ADS GEOSYTHETICS 6017 NON-WOVEN CORRUGATED WALL STORMWATER COLLECTION CHAMBERS" PHONE NO #: (61 9) 231-0751 / PHIL PAPE
FENCE CHAINLINK X X GEOTEXTILE ALL AROUND CLEAN, CRUSHED,
RETAINING WALL S ANGULAR EMBEDMENT STONE gévswEEggsng\jE;\fglENsE'gg)ED
PROPOSED STORM DRAIN / Y PRY Y PRY PRRY PRRY PRY Y PARY PRV PR P 4\ PR PR\ P P Y P PR PR PR PR Y PR PR PR PR PRY PR PRY PR PR PR PR PR PR PR PR\ PR / / / PROJECT ADDRESS: 3020 & 3030 CALLAN RD
/ / /
5K | < ! . SAN DIEGO, CA 92121
PERIMETER STONE | (600 rf,i) MIN® (i)l}\)”(")
| _ i . 12" (300 mm) MIN i : PROJECT NAME: 3020 CALLAN ROAD NEW BUILDINGS
EXCAVATION WALL v G / /I, \\\ )y : AI \\\
CAN BE SLOPED 1 ,
o, W SHEET TITLE:
STORMDRAIN AND BMP PLAN
STORMDRAIN AND
1 1 I DEPTH OF STONE TO BE DETERMINED BMP PLAN
BY SITE DESIGN ENGINEER 9" (230 mm) MIN
12" (300 mm) MIN —| |~ ORIGINAL PREPARATION DATE: FEBRUARY 10, 2020
MC-4500 o
END CAP (230 mm) MIN ~——— 100" (2540 mm) — 12" (300 mm) TYP MUP PROJECT #:
SITE DESIGN ENGINEER IS RESPONSIBLE FOR ENSURING
THE REQUIRED BEARING CAPACITY OF SOILS DEP #: SHEET: 8 oF b4 ( : 7 O
u

*MINIMUM COVER TO BOTTOM OF FLEXIBLE PAVEMENT. FOR UNPAVED INSTALLATIONS WHERE RUTTING FROM VEHICLES MAY OCCUR, INCREASE COVER TO 30" (750 mm).
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TEMP 30' UTILITY & ACCESS EASEMENT 375 A 9 EASEMENT PER MAP NO. 9230 ‘
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LEGEND \N/ 3> \ | C\ll\
~ 0 (@) \
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I S S S e . . = N | AN Y :
LIMIT OF WORK /Ly & ' < —] SEWER EASEMENT
N ~{ ,
EXISTING CONTOUR /<)p | ,
\/// 365 N\
XXXX ——————  PROPOSED CONTOUR R i | ‘
£\ e EXISTING
o) o) SILT FENCE (OR EQUIVALENT) SE—1 PROPERTY LINE BUILDING
X X CONSTRUCTION FENCE N, 965 /
S - 64/\ I [
< OVERLAND FLOW DIRECTION > . | S g
TEMPORARY CONSTRUCTION TC—1 . “ |
i T w
CONTRACTORS STAGING AREA 5 /

STAGING AREA
(CONTRACTOR MAY RELOCATE
DURING CONSTRUCTION AS NEEDED)

(NS-10, WM—1, WM-2,
WM—-8, WM—9, WM—10)

3 D GID (D GID (I (N G (N B (N N O b B

GRAVEL BAGS/INLET PROTECTION SE-6, SE-10

® SAMPLING LOCATION

NOTES:

1. INSTALL CONSTRUCTION ENTRANCE PER CASQA DETAIL TC-1.

2. INSTALL STORM DRAIN INLET PROTECTION PER CASQA DETAIL SE-10.
3. INSTALL SAND BAGS PER CASQA DETAIL SE-8.

4. INSTALL ENTRANCE/OUTLET TIRE WASH PER CASQA DETAIL TC-3.

5. PLACE SANITARY FACILITIES AWAY FROM STORM DRAIN INLETS

6. KIMLEY-HORN & ASSOCIATES (THE “CONSULTANT”) CONFIRMS TO HEALTHPEAK PROPERTIES, INC
THAT CONSULTANT HAS PREPARED THESE PLANS IN ACCORDANCE WITH THE NATIONAL
POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES).

7. GRADED, DISTURBED, OR ERODED AREAS THAT WILL NOT BE PERMANENTLY PAVED, COVERED BY
STRUCTURE, OR PLANTED FOR A PERIOD OVER 90 DAYS SHALL BE TEMPORARILY RE-VEGETATED
WITH A NON-IRRIGATED HYDROSEED MIX, GROUND COVER, OR EQUIVALENT MATERIAL. SEE SHEET
SEED MIX TABLE BELOW FOR MIX AND SPECIFICATIONS. NON-IRRIGATED HYDROSEED MIX SHALL
BE INSTALLED BETWEEN NOVEMBER 1ST AND FEBRUARY 15TH. IF THE MIX IS TO BE INSTALLED
OUTSIDE OF THISE TIME FRAME, INSTALLATION OF TEMPORARY ABOVE-GROUND IRRIGATION
SYSTEM WILL BE REQUIRED FOR ESTABLISHMENT OF HYDROSEED MIX.

e HYDROSEEDING SHALL BE LOW PROFILE WILDFLOWER MIX PER LANDSCAPE SHEETS

(MATERIAL STORAGE, WASTE L ' 26' WATER AND
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Project Name: Healthpeak Properties, Inc. 3020 Callan Road

Attachment 5
Drainage Report

Attach project's drainage report. Refer to Drainage Design Manual to determine the
reporting requirements.
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This Drainage Report has been prepared by Kimley-Horn and Associates, Inc. under the direct supervision
of the following Registered Civil engineer. The undersigned attests to the technical data contained in this

study, and to the qualifications of technical specialists providing engineering computations upon which the
recommendations and conclusions are based.

Registered Civil Engineer Date
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1 PROJECT DESCRIPTION
1.1

PROJECT DESCRIPTION

The proposed 3020 Callan Road project consists of a redevelopment on a 5.03-acre area located west of

Interstate-5 off-ramp on Callan Road in the City of San Diego, CA, see Figure 1-1 for Vicinity Map. The

project proposes demolition of an existing 91,000 square foot building and construction of two new buildings
totaling approximately 138,000-148,000 square feet with shared underground parking (2-1/2 levels of
buildings over 1-1/2 levels underground parking). The project includes new building, surface parking,

driveway improvements, as well as roadway and parking on the adjacent parcels to unite the surrounding
properties to a single scientific research park campus. Also included in the project are grading, drainage,
sewer and water utility services.

Figure 1-1 Vicinity Map
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2 HYDROLOGIC ANALYSIS

21 ASSUMPTIONS

Contour information, aerial photographs and site observations were used to delineate the watershed
boundary and drainage sub-basins for the project.

22 METHODOLOGY

The Rational Method was used to analyze the 100-year storm hydrology for the project and to determine
the require proposed pipe and inlet sizes. This methodology is typically used for small basins less than 500
acres in size because a uniform rainfall distribution is assumed for the entire duration. Parameters for
precipitation, intensity, runoff coefficients and times of concentration were based on the County of San
Diego Hydrology Manual, 2003. Excerpts from the Hydrology Manual are contained in Appendix B.

2.2.1 EXISTING SITE HYDROLOGY

The project site is currently fully developed and slopes from south to northeast. Throughout the project area
storm runoff is collected in existing curb and grate inlets. Within each of the existing parking lots there are
curb inlets at the southeast corners that convey runoff east and outlet onto the surface before sheet flowing
north to Penasquitos Creek. The property north of the site consists of a greenhouse that also conveys all
storm runoff into the same storm system. All runoff from the property west of the site sheet flows into an
existing detention basin adjacent to the private road north of the site and does not impact the project area.

The tributary area for curb inlets 1-9 on the attached Existing Drainage Exhibit in Appendix A have been
delineated as DMA A, B, C, D, E, F, G, H, |, and J and are shown on the exhibit. Refer to Table 2-1 for the
calculated discharge to associated curb inlets from the existing project site.

Table 2-1 Existing Conditions Hydrology

Flow Rate

Runoff Area Intensity 100 Year
DMA Coefficient (acres) (in/hr) (cfs)
A 0.85 0.38 6.1 5 1.97
B 0.85 0.94 6.1 5 4.87
C 0.85 0.56 6.1 5 2.90
D 0.85 1.07 6.1 5 5.55
E 0.85 0.45 6.1 5 2.33
F 0.85 0.65 6.1 5 3.37
G 0.85 1.40 6.1 5 7.26
H 0.85 1.24 6.1 5 6.43
I 0.85 0.86 6.1 5 4.56
J 0.85 1.89 6.1 5 9.80
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2.2.2 PROPOSED SITE HYDROLOGY

The area of disturbance for the proposed redevelopment of 3020 Callan Road is approximately 6.97 acers
and shown as DMA A, E, and H. DMA D, F and G consist of a 0.78-acres, 0.57-acres, and 1.38-acres
respectively are made of up existing landscape, Torrey Pine trees, and an existing greenhouse
development that are to be undisturbed and protected in place. As these areas are not a part of the project
they are not included in the overall water quality calculations for the site but are included in sizing
calculations for the proposed storm drain infrastructure that are affected. The flows from DMA D and G will
be directed to a concrete brow ditch and grate inlets which will bypass the runoff that is being routed to the
proposed underground water quality systems and will outlet to the existing storm drains at the south east
side of the property. Flows from DMA F will also bypass the proposed underground storm system and
continue to be routed through existing storm drains that outlet at the east side of the property.

DMA A is made up of sub areas DMA B and DMA C totaling 5.48-acres of the project area. Runoff from
DMA B is collected and routed to two modular wetland units at the southeast corner of the site before being
stored in an underground vault. Runoff from DMA C is collected and routed to a modular wetland at the
northeast corner of the site before being routed to an underground vault. All stormwater from DMA B and
C is stored in a single underground vault which has been sized for the total water quality and
hydromadification volume as shown on the attached Proposed Drainage Exhibit in Appendix A. From
there it will slowly discharge to the existing 18” storm drain in the middle of the property where it will flow
east before sheet flowing north into Penasquitos Creek.

DMA E and H are west of the immediate project area on the adjacent property and therefore have separate
underground systems. Each DMA's respective runoff is collected and routed through a modular wetland,
into an underground vault and finally slowly outlet into the existing storm drains where it is conveyed east
to the known outflow locations.

Table 2-2 Proposed Conditions Hydrology

Flow Rate

Runoff Area Intensity 100 Year
DMA Coefficient (acres) (in/hr) (cfs)

A - - - - -

B 0.85 3.23 6.1 5 16.75
& 0.85 1.81 6.1 5 9.38
D 0.85 0.78 6.1 5 4.04
E 0.85 1.15 6.1 5 5.96
F 0.85 1.38 6.1 5 7.16
G 0.85 0.21 6.1 5 1.09
H 0.85 0.34 6.1 5 1.76

Per the City of San Diego BMP Designh Manual, January 2018 Edition, Table G.2-2: Unit Runoff Ratios for
Sizing Factor Method, a Q2 ratio of 0.439 cfs/acre is the natural runoff ratio for Lindbergh, soil group D, with
a steep slope (see Appendix B). For the total project area of disturbance (6.97 acres), the natural runoff is
3.06cfs. To satisfy hydromodification requirements, 10% of the natural runoff for the area of disturbance
will be discharged from the underground vault at a rate of 0.306 cfs. The discharge from the underground

Healthpeak Properties, Inc. 3020 Callan Road | Drainage Report 2-2
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vault will be added to the other remaining flows leading to the existing 18” storm drain at the east side of
the property. Refer to Table 2-2 for proposed mitigated flow for the project area.

Table 2-3 Proposed Mitigated Flow

Q2 Ratio Area of Runoff Mitigated Runoff for
Disturbance Hydromodification
(cfs/acre) (acres) (cfs) (cfs)
A 0.439 5.48 2.41 0.241
E 0.439 1.15 0.50 0.050
H 0.439 0.34 0.15 0.015
Total 0.439 6.97 3.06 0.306
2-3 Healthpeak Properties, Inc. 3020 Callan Road | Drainage Report
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3 RESULTS

3.1 DRAINAGE IMPROVEMENTS

The existing flows from DMA G and D will be captured and routed to the existing storm drains that are to
remain. The existing flow form DMA F will be captured in existing inlets and routed to the existing storm
drains that are to remain. Flows from DMA B, C, E, and H will be captured, stored, and treated before being
conveyed at a mitigated flow rate to the existing 18” storm outlet pipes. There will be no negative impacts
to the site or surrounding properties due to the proposed development.

3.2 CEQA

e Due to the mitigated flow of the project to meet hydromodification requirements the proposed
improvements will have no negative impacts to any adjacent properties.

e The project is not subject to Regional Water Quality Board approval under Federal Clean Water
Act (CWA) section 401 or 404. The proposed project is only subject to the requirements as set forth
in the general permit.

3-1 Healthpeak Properties, Inc. 3020 Callan Road | Drainage Report
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Appendix G: Guidance for Continuous Simulation and Hydromodification
Sizing Factors

biofiltered, project-specific continuous simulation modeling is recommended. Refer to Sections 5.6

and 6.3.6.

Table G.2-6: Sizing Factors for Hydromodification Flow Control Cistern BMPs Designed Using Sizing

Lower Flow

Factor Method

Threshold Soil Group Slope Rain Gauge \Y
0.1Q, A Flat Lindbergh 0.54
0.1Q A Moderate Lindbergh 0.51
0.1Q2 A Steep Lindbergh 0.49
0.1Q B Flat Lindbergh 0.19
0.1Q, B Moderate Lindbergh 0.18
0.1Q; B Steep Lindbergh 0.18
0.1Q, C Flat Lindbergh 0.11
0.1Q C Moderate Lindbergh 0.11
0.1Q C Steep Lindbergh 0.11
0.1Q, D Flat Lindbergh 0.09
0.1Q D Moderate Lindbergh 0.09
0.1Q, D Steep Lindbergh 0.09
0.1Q. A Flat Oceanside 0.26
0.1Q. A Moderate Oceanside 0.25
0.1Q, A Steep Oceanside 0.25
0.1Q. B Flat Oceanside 0.16
0.1Q, B Moderate Oceanside 0.16
0.1Q, B Steep Oceanside 0.16
0.1Q, C Flat Oceanside 0.14
0.1Q C Moderate Oceanside 0.14
0.1Q, C Steep Oceanside 0.14
0.1Q, D Flat Oceanside 0.12
0.1Q; D Moderate Oceanside 0.12
0.1Q, D Steep Oceanside 0.12
0.1Q. A Flat L Wohlford 0.53
0.1Q. A Moderate L Wohlford 0.49
0.1Q, A Steep L Wohlford 0.49
0.1Q, B Flat L Wohlford 0.28
0.1Q. B Moderate L Wohlford 0.28
0.1Q, B Steep L Wohlford 0.28

G-49 The City of San Diego | Storm Water Standards | October 2018 Edition

Part 1: BMP Design Manual
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Appendix G: Guidance for Continuous Simulation and Hydromodification
Sizing Factors

Rain Gauge Soil Slope (cfs/acre) (cf(sl;;c)
Oceanside B Low 0.377 0.875
Oceanside B Moderate 0.391 0.879
Oceanside B Steep 0.395 0.881
Oceanside C Low 0.488 0.981
Oceanside C Moderate 0.497 0.985
Oceanside C Steep 0.499 0.986
Oceanside D Low 0.571 0.998
Oceanside D Moderate 0.575 0.999
Oceanside D Steep 0.576 0.999
Lindbergh A Low 0.057 0.384
Lindbergh A Moderate 0.073 0.399
Lindbergh A Steep 0.082 0.403
Lindbergh B Low 0.199 0.496
Lindbergh B Moderate 0.220 0.509
Lindbergh B Steep 0.230 0.513
Lindbergh C Low 0.335 0.601
Lindbergh C Moderate 0.349 0.610
Lindbergh C Steep 0.354 0.613
Lindbergh D Low 0.429 0.751
Lindbergh D Moderate 0.437 0.753
Lindbergh D Steep 0.439 0.753

G-38
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